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This work is a result of a research activity that has been carried out at NTNU, Trondheim, 
during the Erasmus exchange program. Carbon dioxide as a refrigerant is gaining more and 
more space over the last years due to its thermodynamic properties, the capability to be an 
optimal refrigerant for many applications and its usage reduces the emissions of greenhouse 
gases (GHG). Its wide implementation is confirmed by the fact that the energy demand of 
supermarkets can be fully satisfied by subcritical or transcritical cycles, depending on 
whether the climate is cold or hot, respectively. This Master Thesis project is focused on two 
different tasks. The first part of the Master Thesis is dealing with the investigation of the 
pivoting technology which is capable to reduce the number of compressors installed in the 
rack by using at the suction port of some compressors two valves that switch according to 
their position and the need. The second part is dealing with the design of a CTES located on 
the top of a supermarket’s display cabinet. The first task was planned to start from a numerical 
simulation to simulate the performance of a simplified refrigeration system using the 
polynomial equations for each compressor, ending with an experimental campaign that has 
been carried out at the SuperSmart-Rack at NTNU, Trondheim. The investigation of the 
pivoting technology has been done considering a multi-ejector system and many different 
temperatures at the outlet of the gas cooler to reproduce different ambient conditions. The 
second task of this Master Thesis is the modeling of a phase change thermal storage, that uses 
R744 as the refrigerant, and water as the phase change material. The task required the design 
and the numerical simulation of the phase change process that occurs inside the CTES during 
the discharging stage. The cabinet available at the NTNU/SINTEF laboratories in Trondheim 
was used as a reference for the installation of the CTES on the top of the cabinet itself, 
considering the evaporator installed with its own geometric and construction features. It was 
concluded that, regarding the first task, the “pivoting” arrangement is mostly beneficial 
whenever the system is ejector supported, preserving the energy saving potential achievable 
by unloading the MT compressors in favour of the auxiliary compressors and increasing the 
flexibility of the facilty by decreasing the number of compressors installed. In addition, 
regarding the second task, because of the low heat transfer in the CTES, stable and effective 
use of the thermosyphon principle can be used for a higher temperature application, for 







Il seguente lavoro è il risultato di un’attività di ricerca svolta presso NTNU, in 
Trondheim, durante il programma di scambio Erasmus. Negli ultimi anni l’anidride 
carbonica, come refrigerante, sta guadagnando sempre più spazio grazie alle sue proprietà 
termodinamiche, adattabilità a molte applicazioni e per le basse emissioni di gas ad effetto 
serra che derivano dal suo utilizzo (GHG). La sua ampia diffusione è confermata dal fatto 
che la domanda energetica dei supermercati può essere totalmente soddisfatta da cicli 
subcritici o transcritici, a seconda del clima se freddo o caldo, rispettivamente. Questa Tesi 
Magistrale affronta due tematiche. La prima parte si occupa di trattare la tecnologia pivoting, 
ovvero la possibilità di cambiare la sezione di aspirazione del compressore mediante l’uso di 
due valvole la cui posizione viene impostata a seconda delle condizioni operative, con 
l’obiettivo finale di ridurre il numero di compressori installati. La seconda parte tratta il 
design di un CTES posizionato nella sommità di una cabina frigorifera tipica di un 
supermercato. La prima parte prevede inizialmente un’analisi numerica con l’utilizzo delle 
equazioni polinomiali per ogni compressore, ed infine un’analisi sperimentale svoltasi presso 
il sistema SuperSmart-Rack in NTNU, Trondheim. L’analisi è stata condotta considerando 
un sistema frigorifero con eiettore e differenti temperature all’uscita del gas cooler al fine di 
replicare differenti condizioni ambientali. La seconda parte è incentrata nella modellizazzione 
di un accumulatore termico con cambiamento di fase, il quale usa R744 come refrigerante ed 
acqua come sostanza per il cambiamento di fase. Questo richiede il design e una simulazione 
numerica del cambiamento di fase che avviene all’interno del CTES durante la fase di scarica. 
La cabina frigorifera disponibile nel laboratorio di NTNU/SINTEF è stata presa come 
riferimento per la progettazione del CTES, considerandone le relative caratteristiche 
geometriche e costruttive, come anche per l’evaporatore al suo interno. È stato concluso come 
la tecnologia pivoting sia molto vantaggiosa ogni volta che il sistema frigorifero è 
equipaggiato con eiettori, preservandone allo stesso tempo la riduzione nel consumo di 
potenza grazie all’aumento del carico per i compressori ausiliari a discapito dei compressori 
MT, ed incrementandone la flessibilità con conseguente riduzione del numero di compressori 
installati. Riguardo il design del CTES, a causa del basso coefficiente di scambio termico, 
un’efficiente e stabile sistema a termosifone può essere utilizzato per applicazioni a 
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PL Pressure lift [bar] 








COP Coefficient of Performance [-] 




P Power [kW] 





T Temperature [°C] 
x Vapor quality [-] 
Q Refrigeration capacity [kW] 
d Diameter [m] 
r Radius [m] 























H Liquid head [m] 




β Two-phase multiplier [-] 
ƞ Efficiency [-] 
Ø Entrainment ratio [-] 
π Pressure ratio [-] 
n Recirculation number [-] 
F Working frequency compressor [Hz] 
Δp Pressure drop [bar] 




z Number of coils in parallel [-] 
Θ Pressure drop ratio liquid only/vapor only [-] 















IT Intermediate temperature 
MT Medium temperature 
LT Low temperature 
sf Suction flow 
mf Motive flow 
amb Ambient 
evap Evaporator 







o Outlet evaporator 
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AC Air Conditioning 
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AKV Electronic Expansion Valve 
CFC Chlorofluorocarbon 
CTES Cold Thermal Energy Storage 
DHW Domestic Hot Water 
DSH Desuperheater 
DX Direct Expansion 
EJ Ejector 
FGV Flash gas bypass valve 
GC Gas cooler 




HPV High pressure valve 
HTF Heat transfer fluid 
IESPC 
Integrated ejector supported parallel 
compression 
IHX Internal heat exchanger 
IT Intermediate temperature 




LT Low temperature 
MT Medium temperature 
PIV Pivoting 
PCM Phase change material 
R744 Refrigeration number of CO2 
SHTS Sensible heat thermal storage 
SS-R SuperSmart-Rack 
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1 Introduction  
This chapter starts with the motivation for the research in  R744 (CO2) refrigeration 
systems, focusing on two aspects: the pivoting technology to reduce the number of 
compressors used in the system, and the implementation of cold thermal energy storage in a 
supermarket display cabinet. The chapter continues with the objectives and of the Master 
Thesis project and finishes with an overview of the structure of this project.  
1.1 Motivation 
The increasing effect of greenhouse gases has encouraged the research to go towards 
environmentally friendly natural refrigerants such as R744 (CO2) as an alternative to the 
traditional refrigerants widely used in the past, such as Chlorofluorocarbon (CFCs) and hydro-
chlorofluorocarbon (HCFCs). The ozone-depleting problem together with the greenhouse 
gases effects brought to a new transition in the last 10-20 years where natural refrigerants 
play an important role [1]. 
R744 was used mostly on the ships at the beginning of the 20th century until it was 
replaced by the synthetic refrigerant in the middle of the century, as stated in many articles 
in literature [1-3]. However, when the Montreal Protocol was applied there was the face out 
of most CFC and HCFC compounds, and natural refrigerants such as R744 have taken place 
for many applications emerging as one of the best options among the natural refrigerants, 
although there is no refrigerant which satisfies all the requirements (no flammability, toxicity, 
cost, availability, etc.)[1]. 
The reintroduction of R744 took place in parallel with a great research effort that was 
related to the proliferation of refrigerants for domestic and commercial refrigeration systems 
[2]. Today is a fact that the supermarket refrigeration is considering CO2 as one of the best 
options, claiming it will have a major impact on the environmental footprint of this sector. In 
particular, CO2 transcritical refrigeration systems have proved their reliability and good 
performance in Northern Europe even though the development of cost- and energy-efficient 
units able to operate under different climatic conditions constitutes a remarkable challenge.  
The particular thermodynamic properties of carbon dioxide and the low efficiency of the 
transcritical cycles at high ambient temperatures have driven the development of new 
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technologies to improve this efficiency, such as ejectors as high-pressure control device 
replacing the expansion valve [4]. Nowadays, the trend is to integrate heating, ventilation and 
air conditioning in the CO2 refrigeration systems (HVAC&R), with a single unit called “3rd 
generation system” [5].  
The proliferation of this kind of system has been subject to continuous modifications 
with the aid of the concurrent implementation of several energy-efficient measures [6], such 
as parallel compression, overfed evaporators [7] and multi-ejector and pivoting concept. 
Here, the concept of pivoting compressors was first developed by Hafner [8]. The adoption 
of this technology favors greater flexibility enlarging the operation range of the refrigeration 
plant as stated by Pardiñas [9]. For this purpose, an experimental campaign at the Super-
Smart facility has been performed to test the operation of the refrigeration system having a 
pivoting compressor, mainly focused on the supply of the cooling load and operating 
conditions of the system itself, as well as the performance. 
Moreover, Cold Thermal Energy Storage might be an interesting approach to reduce 
further the energy consumption [10], since the supermarkets are currently accounting around 
3-4 % of the annual electric consumption in industrialized countries [6]. A deep reading of 
the concept of thermosyphon loop reveals how this technology needs further studies because 
it can be applied on a small scale, to a small power unit and with an operation that is difficult 
to predict. The approach found in the literature is usually to design the heat exchangers and 
all the equipment, build it and finally test it in order to obtain more detailed information that 
can improve its future design. Basically no general guidelines exists, but the main approach 
is to overcome the pressure drop along the tubes with the liquid line thanks of the gravitational 
force. 
1.2 Objectives 
The main objectives of the project are: 
• Perform a literature review of CO2 refrigeration systems, ejector technology, pivoting 
technology and two-phase thermosyphon loop integrated with CTES 
• Model theoretically a refrigeration system to analyze which compressors in the rack 
are in use to supply the design load, under different ambient conditions 
• Preparation of the test-rig to allow pivoting compressor automatic control 
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• Perform an experimental campaign leading to the generation of a kind of guidelines, 
allowing to highlight the steps necessary to obtain a more economical and compact 
system 
• Comparison of the experimental – theoretical results 
• Thermal design of the CTES 
• Modeling of the TPTL, integrated with the CTES acting as a condenser 
1.3 Project structure 
This thesis consists of eight chapters. This section has the goal to summarize the contents 
of each chapter and serve as a guideline to understand them better.  
• The literature review of R744 refrigeration unit including all the technical aspects of 
the R744 multi-ejector, AC integration and CTES applications is giving in Chapter 2 
• In Chapter 3, the theory of R744 refrigeration systems are deeply presented focusing 
on the thermodynamic properties of the refrigerant, different layouts of such kinds of 
a system with their relative improvements as ejectors 
•  In Chapter 4, the set-up in the facility with a description of the main components is 
introduced at first. The modifications done in the laboratory are also exposed 
•  In Chapter 5, experimental results regarding the oil management are discussed in 
detail and the theoretical model used to analyze the pivoting compressors is presented 
•  In Chapter 6, the numerical and experimental results are provided and discussed 
making a comparison among them 
•  Chapter 7 presents the numerical procedure for designing the CTES and the TPTL 
ideally used to supply the refrigerating load during the discharging process.  
• Chapter 8 presents the numerical simulation using Ansys Fluent to quantify the 
melting rate 
• In the last chapter, the conclusion from the research is presented and further 
suggestions as future work are illustrated 
• The thesis ends with the Appendix section were a scientific paper, the different P&IDs 
of the systems and some graphs related to the theoretical and experimental results. 
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2 Literature review 
This chapter aims to introduce the topic of commercial R744 refrigeration systems. 
Moreover, great importance has been given to updating the readers about the current 
situation of such systems, investigating the previous and current research on R744 
transcritical parallel compression and ejector system technologies. Furthermore, a brief 
overview of the evolution of the CTES application and the thermosyphon loop concept has 
been included. 
With the adoption of the EU F-Gas Regulation 517/2014 [11], it has been prompted to 
use heavily natural refrigerants such as NH3 and CO2 instead of synthetic refrigerants, leading 
the market towards less environment-damaging alternatives. This holds particularly true for 
high-energy demand applications, such as supermarkets. In this contest, Europe is trying to 
encourage supermarket stakeholders to implement environmentally friendly and energy-
efficient technologies thus reducing the impact of those systems on the environment. 
Worldwide, the growth in the number of supermarkets can be explained by many factors, 
such as globalization, urbanization, etc. Because of their highest specific energy 
consumptions among commercial buildings due to air conditioning and space heating, they 
necessarily need continuous improvements. 
The environmental effects of the global warming impact of refrigeration systems that 
arise from direct emission (in terms of leakages) [12] can be attributed to 3-22 % as stated by 
many researchers. All the remaining emissions are coming from indirect emissions, implying 
electricity production burning fossil fuels. Because of the largest share of the market by 
commercial refrigeration, and with increasing demand especially for air conditioning during 
summer days, there is still today a great emphasis on the overall efficiency of the system 
(Figure 2.1) [13], because the high consumption and emissions of such systems reflect the 
total carbon footprint of supermarkets. 
As the demand increases over the years, more and more emphasis has been given to 
natural refrigerants and this process started with the banning of CFCs by the Montreal 
Protocol [14], Kyoto – Protocol. Graphically, a stepwise reduction plan will lead to the use 
of low GWP fluids (Figure 2.2)[14]. This transition is favored by lower investment costs than 
in the past thanks to the innovations introduced over the last decade. 
5  
 
In parallel with these restrictions, a lot of work has been done improving systems using 
natural refrigerants. In the following subchapter, the R744 state-of-art for commercial 
refrigeration systems has been examined highlighting the major improvements over the years, 
ensuring their reliability and projecting them as the future systems used on widespread. 
 
Figure 2.1: Drivers of HFC demand summarized in 8 main market sectors 
[12]. 
 
Figure 2.2: An overview of the EU F-gas Regulation [14]. 
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2.1 Evolution of R744 Commercial refrigeration systems 
In the last decade, the CO2 refrigeration systems have experienced a remarkable 
evolution, being pushed by all the climatic regulations. It is worth mentioning that the first 
usage of CO2 in supermarkets was as a secondary fluid thanks to its good heat transfer 
properties and lower viscosity which allows having the required power consumption 
considerably lower than the traditional secondary fluids [15]. The second generation of 
supermarket CO2 refrigeration systems were such plants where R744 was used either in the 
MT and LT level, while the heat was rejected into an upper cycle where another type of 
refrigerant is used (usually a refrigerant with insignificant GWP). This further heat exchange 
lowers the overall efficiency of the system, increasing the overall costs. The next refrigeration 
system was the traditional transcritical booster system with a flash gas by-pass valve. After 
that, the supermarket refrigeration systems have experienced a considerable evolution. As 
typically called in the refrigeration field, the carbon dioxide refrigeration system moved from 
the 1st (system with FGV) to the 3rd generation (Figure 2.3). These kinds of systems are 
commonly working as a transcritical cycle because of the low critical temperature of R744. 
 
Figure 2.3: Schematic of the 1st, 2nd, and 3rd generation of “CO2  
only"booster supermarket refrigeration system layouts [16]. 
The first generation of the R744 booster system was developed at the Danish 
Technological Institute in June 2006, fitting best to cold climates and making this layout as 




Figure 2.4: Worldwide map of the stores using CO2 transcritical booster [17]. 
Since a lot of research has been done providing various collected field data that CO2 
transcritical booster systems have either higher or comparable COPs to conventional HFC 
systems in mild-cold climates, as stated by Sawalha [18], its diffusion was very rapid until it 
even became well known in other continents (Figure 2.4) [17]. The successful transfer has 
also taken place from Japan to Indonesia as stated by [19]. 
The booster layout has been widely investigated by many authors in literature [20, 21], 
proving as already explained that the performance is similar or even better than what is 
achievable with HFC solutions. Dynamic models have been implemented [21, 22] and 
validated against laboratory data. The COPs measured by Sharma et al. [20] in a laboratory-
scale R744 booster system were compared with a direct expansion system with R404A [23], 
have shown an improvement around 15% in a wide range of ambient temperatures (from 10 
to 35 °C). Furthermore, Gullo et al. [24] has theoretically estimated an energy-saving around 
7.5 – 17 % in mild-cold climates comparing the 1st generation layout with a similar R404A 
unit. 
An acceptable cost of ownership for end-users is very important for rapid and successful 
implementation of R744 refrigeration units, but also the efficiency of such systems must be 
improved, mainly in warmer climates. As discovered with the standard booster system layout, 
warmer climates make clear the drawback of having high exergy losses in a CO2 transcritical 
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refrigeration unit due to the thermophysical properties of the refrigerant itself [25, 26] and 
because of the large amount of refrigerant throttled trough the FGV, but this aspect can 
partially turn into benefit recovering the heat released in the gas cooler. Since supermarkets 
have a rather wide range of heating demands, and tap water heating the most energy-efficient 
and cost-effective method is to use the waste heat rejected by the refrigeration system through 
the gas cooler, increasing the overall efficiency of the refrigeration unit and simultaneously 
lowering the heating purchase demand [27].   
As long as the outdoor temperature rises, the amount of flash gas contained in the liquid 
receiver increases reaching 45% of the total mass flow rate implying very poor performance 
[28], leading to innovative solutions to improve the performance of the standard booster 
system even in warm climates. One of them is the implementation of parallel compressors to 
compress the flash gas vapor directly from the receiver to the high-pressure side enhancing 
the overall performance of the unit, because of the lower pressure ratio under which those 
compressors work. In this way is possible to unload the MT compressors and many authors 
have concluded that the improvement in terms of energy efficiency is significant by 10-15 % 
[29-31]. Several papers discussed many aspects coming with the installation of the parallel 
compressors in the rack, i.e. the time where they can be employed [29], a proper and careful 
design looking the investment costs and life-time of the compressor pack [32], the optimal 
receiver pressure [33, 34].  Several studies have noticed the optimal receiver pressure is a 
function of the load ratio and condensing/gas cooler outlet temperatures [35], as well as the 
displacement ratio of the parallel to the main compressors [34]. Javerscheck et al. [29] 
estimated an increment of the COP between 8.4 % and 13.6% for an outdoor range 
temperature of 25-42.5 °C. Nowadays, the so-called 2nd generation layout is the starting point 
to spread and accelerating the usage of the parallel compression system across Europe and it 
is illustrated in Figure 2.3. 
As mentioned before, high outdoor temperature leads to a much larger amount of vapor 
contained in the receiver. One suitable technique for R744 refrigeration unit is the sub-cooling 
to lower the total power consumption of the system, increase the cooling effect, and exergy 
efficiency [36]. Some southern European supermarkets use the mechanical sub-cooling where 
NH3 can be used to have an eco-friendly solution but required in this case an expense of using 




Two possible alternatives can be considered as reliable solution for replacing the HPV: 
an ejector or an expander. A great improvement that came into the market in the last decade 
was the ejector that immediately showed its potential at the expense of expander. The ejector 
is a simple component where a primary flow enters into a primary nozzle accelerating and 
expanding entraining a secondary flow entering from a suction chamber. The flow mix and a 
diffuser compress the stream because of the geometric shape at the outlet. An expander is a 
device that decreases the pressure of the refrigerant flow. The reasons are the much simpler 
manufacturing, operation and controlling setup, as well as the little reliability of the expanders 
being easily damageable at high liquid levels [37]. Furthermore, ejectors do not have moving 
parts making them easier to manufacture than expanders, but paying particular attention to 
the irreversibility due to wall roughness along with the mixed chamber [38] and therefore 
proving how it is necessary a well-geometric design [39]. Several works have been carried 
out to investigate the performance of such devices, among them Elbel et al. [40] who achieved 
an improvement in terms of COP of 7%, while Nakagawa et al. [41] of 26 %. Because the 
ejectors replace the primary function which was used to be of HPV, the high pressure has to 
be accurately controlled being the COP strongly depending on that [25]. Being the ejector 
geometry fixed, optimal control of the high pressure cannot be reached pointing out the poor 
ability in the high-pressure control function and effectively recover expansion work [42]. 
Thus, the multi-ejector block concept pointed out by Hafner et al. [4] had a great impact on 
the layout of R744 systems, creating a new transition from the 2nd to the 3rd generation “all-
in-one” system. This concept was for the first time applied to a Swiss supermarket in 2013. 
The multi-ejector block can be employed for controlling the heat rejection pressure, 
constantly satisfying the capacity by varying the combination of vapor cartridges and 
simultaneously pre-compressing some vapor sucked by MT accumulator, unloading the MT 
compressors. Hafner et al. [4] investigated the enhancement of the COP using “all-in-one” 
R744 refrigeration unit in many locations (North, Middle and South Europe) highlighting as 
the highest COP improvement is achieved in a warmer climate (by 17%). As stated by 
Pardiñas et al. [9], the simulations conducted at 30 °C revealed a power reduction by 17% 
when parallel compressors are in use, and in addition, another 6% when high-pressure lift 
multi-ejector is in operation. 
Coming with the multi-ejector concept, overfed evaporators were deeply studied by 
many authors [7, 43], improving further the overall performance of the 3rd generation cycles. 
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Today, the R744 refrigeration unit in the form of 3rd generation has become the current 
tendency as regards to transcritical CO2 supermarket refrigeration systems. Such kind of 
system is called IESPC (Integrated Ejector Supported Parallel Compression) with the purpose 
to entirely satisfy the refrigeration load, air conditioning, DHW demands [31, 44, 45]. Hafner 
et al. [44] stated that the IESPC unit consumes less than a system with parallel compression 
depending on the external temperature and AC needs. Since AC demand is becoming more 
and more important, the “all-in-one” layout should include two multi-ejector blocks where 
one is dedicated to the AC load while the other to the refrigeration load [30]. With this 
outperforming of R744 systems rather HFC-solutions, the “CO2 equator” disappeared in 
Europe, meaning that it is pushed further south employing those systems everywhere in 
Europe, even in warm climates, and with a great efficiency [46]. 
In Figure 2.5 [6], a comparison between the three different R744 layouts and an R404A 
direct expansion cycle has been performed considering different locations, and it is worth to 
highlight how the third generation layout has the smallest energy consumption. 
 
Figure 2.5: Annual consumption of the 1st, 2nd and 3rd generation of “CO2 
only” supermarket refrigeration systems compared to that of an R404A 
direct expansion unit in the European climate context [25]. 
Nowadays, many research studies are still working to enhance the overall performance 
of cycles, introducing new technologies such as CTES (Cold Thermal Energy Storage), 
internal heat exchangers, flooded evaporators [7], etc. As mentioned before, a great impact 
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on the total energy demand is coming from the AC and space heating demand and it has been 
estimated around 20 % of the supermarket consumption [4]. Because the supply and return 
temperatures of the water as secondary fluid in the AC heat exchanger are typically about 7 
and 12 °C, the R744 refrigeration unit by using the sensible cooling process (gas cooling) can 
more suitably fit the water temperature profile than conventional synthetic refrigerants. This 
has led R744 as one of the best eco-friendly refrigerants among the entire refrigeration 
market. 
2.2 R744 ejector technologies: current status 
As long as R744 refrigeration units are proposed as one of the best eco-friendly and 
energy-efficient solutions, its spread has been characterized by many types of research on the 
ejector technology. The drawback of a large amount of heat released in a warm climate is 
turned into a benefit with the heat recovery and simultaneously with the arrival of ejector 
technology the high exergy losses due to the throttling process are almost disappeared. 
CO2 is rapidly conquering the commercial refrigeration market thanks all the 
improvement coming out with the researches in the last 10 years, even though as stated by 
Hafner et al. [30, 44] and Schönenberger et al. [47] R22 is still the most employed working 
fluid around the world, featuring a refrigerant leakage rate almost equal to 30 % and 
impacting a lot the carbon footprint. The outcome of ejectors, heat recovery process 
implementations, have made CO2 systems more competitive, compact and cheaper than HFC-
solutions [48]. 
The ejector was invented and patented in 1858 by Henry Giffard, with the aim of 
pumping water into steam locomotives boilers using vapor as the motive fluid. In 1901, 
Charles Parson first mentioned the possibility of using an ejector to use vapor to pump vapor. 
In 1919 Maurice Leblanc developed the first ejector application in refrigeration, but the 
development of ejector as a device to recover part of the expansion work to circulate liquid 
refrigerant into flooded evaporators derives from Gay [49]. He basically patented the two-
phase ejector describing the potential advantages coming with its implementation, therefore 
higher efficiency since the throttling losses are reduced. All the remarks were not specified 
for an R744 cycle, but it substantially contributed to look the expansion work recovery even 
in CO2 applications, whenever transcritical conditions arise. In 1983 Lorentzen et al. [50] 
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proposed the use of the ejector to pre-compress vapor before compressor suction, which is 
the most popular application nowadays because of the revival of carbon dioxide. The 
simplified layout and T-s diagram can be seen in Figure 2.6 [51]. 
In the beginning, the high pressure was controlled by the ejector in parallel with HPV 
which with its opening/closing is allowed to compensate a too small or too large variation of 
the high pressure. To overcome this issue, two approaches have been investigated in order to 
accurately control the high pressure: the first consists in using a variable motive nozzle 
geometry but it is not yet a reliable solution, with some inconvenient at partial load as 
mentioned before [52]; the second control strategy introduce by Hafner et al. [4] is the multi-
ejector block (Figure 2.7 [53]). 
 
Figure 2.6: Structure of two-phase ejector [51]. 
 
Figure 2.7: Multi-ejector block from Danfoss [53]. 
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The Multi-ejector consists of several fixed geometry cartridges of different sizes, which 
are combined depending on the load. Usually, 4-6 vapor cartridges and 2 liquid cartridges are 
implemented in the multi-ejector block. All the vapor cartridges have a different cross-section 
area therefore the high pressure can be accurately controlled in accordance to the load 
requirement and ambient conditions. The liquid cartridges allow correct operation of the 
compressors sucking the excessive amount of liquid at the outlet of the evaporator, enabling 
the benefit coming from the overfed evaporators concept (better use of the heat transfer area, 
increasing the evaporating temperature). As asserted by Banasiak et al. [42], the system’s 
response when subjected to a shock increment in the load or ambient conditions was relatively 
similar when HPV or Multi-ejector block are used. Unlike the HPV, the Multi-ejector suffers 
the increment in the mass flow rate and therefore the efficiency degraded gradually because 
of the high and high irreversibility (friction, imperfect mixing, etc.).  The computational 
model of two-phase flow ejector developed by Smolka et al. [54] was later validated by Palacz 
[55] and employed by many researchers in order to optimize the multi-ejector performance 
looking, in particular, the geometry features of the block itself [56-59]. Possible 
approximation functions to simulate the multi-ejector rack have been developed using the 
experimental data from [55, 58], pointing out a prediction of one of the most important 
parameters of multi-ejector block: entrainment ratio [60]. This measure of ejector 
performance was defined as a function of both the gas cooler outlet temperature and optimal 
pressure lift. The multi-ejector device as stated by Hafner et al. [4, 61] can improve the system 
efficiency by 20%, and Girotto et al. [43] even more depending on the external conditions. 
Kriezi et al. [62] suggested the implementation of a liquid ejector designed for winter 
operation regimes and one for summer conditions, enhancing the overall performance of the 
system as long as the boundary conditions change over the year. Furthermore, Javerschek et 
al. [63] claimed that multi-ejector block can successfully reduce the required nominal 
displacement. This technology has been subjected to many improvements in the recent years, 
leading some experts in the field to claim the “CO2 efficiency equator” is removed. 
The unloading of the MT compressors due to ejector operation leads to enhance the life-
time of the compressors pack and enhancing the overall efficiency of the system [64]. Thus, 
the partial unloading of MT compressors and the simultaneously increasing of the vapor 
compressed by IT compressors highlighted the need to take into account the interactions 
between the multi-ejector block operation and the compressor packs in the design step of the 
refrigeration plant. As experimentally demonstrated by Pardiñas et al. [65], maintaining high 
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compression efficiency in the MT compressor pack becomes crucial even at partial load when 
ejector is in operation in order to maximize the overall efficiency, otherwise, part of the gain 
of the work recovery coming from the ejector is partially wasted because of the lower 
efficiency of the compressor pack, remembering that small machines tend to have lower 
efficiency than bigger machines. Moreover, [9] showed how food retailers should be 
encouraged to use air conditioning systems designed for the highest temperature possible 
increasing as much as possible the AC evaporating pressure. The huge amount of vapor that 
has to be compressed at very high temperature requires a considerable capacity and therefore 
the pivoting suction solution becomes a way that has to be investigated to adapt the capacity 
to the load requirements and outdoor temperature. 
The wide usage of air conditioning has moved the research towards systems having two 
multi-ejector blocks, one with high-pressure lift (HP) and one with low-pressure lift (LP). As 
can be seen downstream in the Theory Chapter, the pressure lift and entrainment ratio are 
directly linked among them and when one of them increases, the other decreases. The HP 
multi-ejector is dedicated to the refrigeration loads and the LP multi-ejector block to the AC 
load. In both cases, as stated by Banasiak et al. [42] applying common boundary conditions 
to optimize the efficiency of each cartridge simultaneously is not possible therefore the 
overall performance has to be maximized. This explains why two different multi-ejector 
blocks are employed. However, even though the power consumption is further reduced with 
their implementation as demonstrated by Pardiñas et al. [9] and particularly at high ambient 
temperatures, might be challenge the regulation of the high pressure since the motive flow is 
shared into two different nozzles. The authors used and suggested a control strategy where 
adjusting the pressure lift in the LP ejector and AC evaporating pressure can solve the 
problem. 
The AC load can be supplied in two different ways depending on the position of the heat 
exchanger. If the EVAP(AC,2) is operating upstream of the liquid receiver, it allows the 
implementation of AC even in a standard booster system, while EVAP(AC,1) is ejector-
supported and based on utilizing the LP multi-ejector.  
Nowadays, since it had been proven theoretically and by field measurements, as R744 
booster systems perform better than HFC-solution, with the recent work if the performance 
during the whole year accomplished an energy-saving as well as an eco-friendly solution, the 
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R744 system will be implemented in any kind of climate replacing the synthetic refrigeration 
unit. 
 
Figure 2.8: a) Parallel compression with HP multi-ejector block. b) Parallel 
compression with both multi-ejector blocks [9]. 
2.3 CTES: a technology to reduce further the 
supermarket energy impact 
TES (Thermal Energy Storage) is a system where the energy can be stored and used later 
on. One suitable material for this purpose is the PCM (Phase Change Material), which usually 
refers to a material with high latent heat value. This feature allows the PCMs to absorb or 
release heat when they are in transition from one phase to the other (solid–liquid or liquid-
solid) at an almost constant temperature, making them very suitable as energy storage, PCMs 
can store a certain amount of heat that can be used during a specific time-frame of the day. 
Since in this Thesis we are interested in investigating a heat exchanger working with ice 
placed in a closed thermosyphon loop, we need to take into account the complete cycle, the 
charging and discharging processes [66]. Two different types of CTES exists latent and 
sensible heat storages. The first one implies that the heat is coming from the phase transition 
[67], where the charging process is represented by solidification of the storage material while 
discharging by melting of it.  
Since the supermarket applications feature highly fluctuating refrigeration loads over the 
day because of the opening-closing hours, the CTES is a potential candidate to reduce the 
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energy consumptions shifting part of the peak load which is cut in the morning/afternoon to 
the night-time. Unfortunately, the concept of CTES in the supermarket has been introduced 
only a few years ago and still at the theoretical phase, is still a challenge and with some 
unknown aspects. Over the years many authors proposed different solutions, such as: 
integration with a booster transcritical CO2 cycles [67-70], display cabinets with integrated 
heat pipes and phase change material, but the major push comes from Manescu et al. [10] 
with an innovative concept to use the thermosyphon loop in order to maintain constant the air 
cabinet temperature, suitable for small capacity storages as defined by Fidorra et al. [70]. The 
CTES as can be seen in Figure 2.9 is located on the top of the display cabinet, and the liquid-
vapor movement occurs by gravity difference. As stated by Fidorra et al. [67] there are two 
ways to integrate the CTES into the supermarket refrigeration systems, which is in a central 
position or a decentral position near the food stored. 
The main issue in such configuration is to ensure correct flow of the refrigerant when the 
valves that command the flow coming from the compressors are closed since the pressure 
drops could be too high to stop the system and raising the air temperature in the display 
cabinet. Furthermore, it is not known the ice heat transfer coefficient during the real operation 
and thus the thermal performance of the condenser, nevertheless by its design. 
 
Figure 2.9: a) Charging mode and normal operation of the cabinet; b) normal 
operation; c) charging mode of the CTES; d) discharging by thermosyphon 
circulation [10]. 
Manescu et al. [10] have theoretically investigated a thermosyphon loop with an 
evaporating temperature of -5 °C by using Modelica language, proving the drawback to use 
the thermosyphon concept because of its own challenges in regards to the two-phase pressure 
drops, and flow instabilities.  
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As reported by Paliwoda et al. [71], -in order to achieve higher efficiencies-, overfeed 
(flooded) evaporators should be applied., working independently on the condensing pressure 
and having the advantages over the pump systems. The calculations of the refrigerant two-
phase pressure drop over pipes and pipe components [72] are crucial to estimate and verify 
that the liquid heat can overcome the pressure drop in the evaporator and pipes. Although the 
thermosyphon concept is very old, those systems are limited to small capacity characterized 
by great uncertainty about its proper design. In the design of such systems, the dimensions of 
the connecting tubes and evaporator channels affect the packaging and the thermal 
performance of the system [73], and including the presence of a heat exchanger working with 
ice, the working principle is even more difficult to predict since all the different interactions 
are occurring during melting/freezing of the PCM [74, 75]. 
Only one paper, to the best of our knowledge,  [76] claimed that the two-phase 
thermosyphon loop is currently used and manufactured by the industry, pointing out once 
again the difficulty of realizing on an industrial scale due to design issues. More phenomena 
occur during the discharging process of TPTL (two-phase thermosyphon loop), as 
investigated experimentally by Zhang et al. [77] which showed that the real behavior is a bit 
different from the conventional understanding. In fact, as normally happens when dealing 
with TPTL, in order to overcome the pressure drop a certain height difference is required, 
and if it is smaller than the conventional prediction a saturated gas blockage appears in the 
liquid line lowering the driving force calculation (Figure 2.10). Furthermore, larger height 
differences do not lead always to better performance, since there is an intrinsic relationship 
between liquid head – heat transfer rate. 
 




In this chapter, it was once again underlined the great need for eco-friendly and efficient 
refrigeration systems around the world. The latest innovation of the R744 refrigeration unit 
led them to conquer more and more space in the refrigeration field, is a very interesting 
solution even in warm climates thanks to the advent of ejectors, as well as overfed evaporators 
and many other improvements. Currently, the third-generation system called R744 IESPC 
system is the state-of-the-art CO2 refrigeration unit. 
Many authors have proven the IESPC system is one of the most efficient solutions among 
the HFC-solutions and natural refrigerant-solutions, being environmentally friendly, 
efficient, more compact and having a great attitude to recover the heat rejected going to satisfy 
partially or completely the heating demand that nowadays is important in terms of energy 
consumption. 
The evolution of the ejectors has been widely conducted, starting from the born of such 
technology until today. The last development, the so-called multi-ejector block, represents 
the state-of-the-art of this technology and it is currently gaining more space in the market 
since the energy improvements coming from its implementation in the rack, as stated by many 
types of research in literature. 
In the end, an innovative solution to push down the energy consumptions of 
supermarkets, CTES has been presented even though its application to commercial 
refrigeration systems is still today a challenge, due to the lack of knowledge. Besides that, 
the thermosyphon concept, old technology but still not well known, has to be implemented 
for the working principle. 
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3  Theory 
This chapter introduces the history of CO2 as a refrigerant and its thermophysical 
properties. The working principle of all different R744 system layouts are presented, with a 
particular focus on the multi-ejector supported system. Moreover, a review of the PCM 
materials, their use in the CTES technology and the heat transfer mechanisms involved have 
been explained. 
3.1 History of CO2: decline and rebirth as refrigerant 
R744 is known as a refrigerant since the discovery of A. Twining which was the first one 
to propose it in a British Patent in 1850. The lack of a developed industry on synthetic 
refrigerant allowed natural refrigerants, like carbon dioxide and ammonia, to take a huge 
space in industrial applications [1]. R744 was commonly used in marine applications, to 
provide cooling for the cargo, proving to be suited for those applications more than ammonia, 
is toxic and flammable. Between 1920 – 1930 it has been registered the peak of CO2 use, 
reaching 1800 units (ships equipped with CO2 system). 
In the 1990s began the use of CO2 for air conditioning for comfort cooling, but the 
problems of leakages and capacity loss being a high-pressure working fluid, encouraged a 
search for efficient refrigerant especially at high pressure, and around the 1940s, the synthetic 
refrigerants became available [2]. The discovery of chlorofluorocarbons (CFCs) led in the 
1950s to phase out completely R744 from the market, because of the CFC's better 
performance in cooling and heating, as well as the large propaganda made by the different 
industries involved in their production [78]. Only ammonia has remained as the preferred 
refrigerant in large industrial machines. 
With the Montreal Protocol in 1987, the research pointed out the adverse effects of the 
synthetic refrigerants in the atmosphere, identifying their danger thanks to the GWP and 
ODP. The global warming environmental issues led to prompt new environmental 
refrigerants into the market and to abandon the ODP refrigerants as CFC, causing the 
renaissance of the use of the natural refrigerant [2]. At the beginning with particular attention 
to ODP refrigerants, and later on to the GWP by the Kyoto Protocol in 1997, the synthetic 
refrigerants (CFCs and HFCs) have been labeled as harmful to the atmosphere. A great 
contribution to this transition was given by Lorentzen in 1990, emphasizing how the 
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thermophysical properties of CO2 can be properly used in the refrigeration systems design 
[50, 79, 80]. Among all the natural refrigerants, CO2 is the only non-flammable and non-toxic 
fluid that can also operate in a vapor compression cycle with temperatures below 0 °C. 
The re-introduction of the natural refrigerants in the market has seen the development of 
a new family of synthetic refrigerants (HFOs), like R1234yf, which is a low-GWP refrigerant 
[81]. Although these refrigerants are suitable for warm climates, present a very low GWP and 
insignificant ODP, they are not available in nature and consequently more expensive to 
produce. 
3.2 CO2 as a refrigerant 
CO2 was proposed as a working fluid in refrigeration application in 1850. The decline 
and revival of this refrigerant occurred with the advent of the synthetic fluids and with the 
great contribution by Lorentzen in 1989, respectively. The two main reasons for its revival 
are the specific thermodynamic properties that play an important role in the design of the 
system and its components, and being an environmental-friendly refrigerant, neither toxic nor 
flammable, it has attracted a lot of attention during the phasing out of the synthetic 
refrigerants. The recent years have been marked by a lot of work addressed to improve as 
much as possible the COP of the R744 systems, in order to tale a full advantage of the 
environmentally friendly properties, in particular of the low GWP. An overview of CO2's 
properties and comparison with other popular working fluids used in conventional 
refrigeration systems has been shown afterward. 
3.2.1 R744 Properties 
The CO2 phase diagram is represented in Figure 3.1. The critical temperature and 
pressure are respectively 304.31 K (around 31 degree Celsius) and 73.8 bar, which affects a 
lot the efficiency of the refrigeration cycle and many other aspects. Above the critical point, 
the refrigerant is in a supercritical state where there is no distinction between liquid-vapor 
phase. In this region takes place a process which is called gas cooling, where the refrigerant 




Figure 3.1: Phase diagram of CO2 [25]. 
Moreover, the high-side pressure and temperature in the supercritical region are not 
coupled and can be regulated independently to get the optimum operating condition. Owing 
to the low critical temperature and high-reduced pressure of CO2, the low-side conditions will 
be much closer to the critical point than with conventional refrigerants. The triple point (5.18 
bar and -56.57 degree) represents the condition where all the three phases exist and together 
with the triple point the lower and upper limit of any condensation and evaporation process. 
Unlike most refrigerants, R744 thermodynamic properties imply operating both in the 
subcritical process and transcritical process. It is worth to mention that the heat rejection will 
take place in most cases at supercritical pressure causing the pressure levels in the system to 
raise, making the cycle transcritical and very suitable for heat recovery applications, such as 
DHW, heating space, etc. In Figure 3.2 it is shown the subcritical and transcritical cycle with 
the main processes occurring. 
 




As can be seen, the condensing process becomes a gas cooling process during 
transcritical conditions where a dense gas is progressively cooled down at constant 
temperature, normally with worst performance than when it's operating in subcritical 
conditions. Further information will be presented in the following sub-chapter, related to the 
work of Kim et al. [25], which has been done a review on thermodynamics properties of R744 
and compared them to those of other refrigerants normally used in the refrigeration field. 
3.2.2 Thermodynamic and transport properties 
Figure 3.3 has shown the main properties of some refrigerants which were widely used 
in the past. 
 
Figure 3.3: Thermodynamic – transport properties of R744 – other 
common refrigerants used in the past and nowadays. 
One of the main advantages coming with the use of R744 is the high volumetric 
vaporization heat meaning that it is needed a much smaller volume of refrigerant to get the 
same cooling effect compared to other refrigerants (3-10 times higher than synthetic fluids). 
This provides a compact system (smaller pipes) that is necessary for many applications where 
the space is crucial. From the design point of view, the drawback of R744 being a high 
working pressure fluid implies to carefully design the system as long as the typical pressure 
in CO2 systems is 5-10 times higher than in conventional systems requiring thicker pipes and 
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penalizing, in particular, the compressor's design. In Figure 3.4 it can be seen the much higher 
CO2 vapor pressure than conventional refrigerants and the slope of the saturation curves. 
 
Figure 3.4: Slope of saturation pressure curve dT/dP and vapor pressure for 
different refrigerants [25]. 
The slope indicates the saturation temperature drops that occur when there are pressure 
drops, and it is easily visible how R744 has optimal properties to maximize the heat transfer 
performance in the cycles. Those pressure and temperature drops must be considered during 
the design of each heat exchanger in the system, realizing that since for the same pressure 
drop with  CO2 the temperature drops are very limited, it is acceptable to have higher pressure 
drop than with conventional fluids in order to increase the velocity and the heat transfer 
coefficient as consequences. Other properties that positively impact the heat transfer 
coefficient is a high liquid thermal conductivity. 
Furthermore, considering all the previous notes, the best way to maximize and efficiently 
use the R744 thermodynamic properties is to use higher mass leading to small pipes as a 
microchannel, which is very suitable for CO2 applications. A remarkable reduction of the 
investment costs can be achievable. 
3.3 R744 booster refrigeration systems 
The first generation of the CO2 refrigeration unit includes the booster system. As 
explained in the sub-chapter above, the cooling load can be supplied running the system in 




The first prototype was developed in the framework of the EU Project “Life” at the 
Danish Technology Institute in 2006 [6].  
 
Figure 3.5: Transcritical Booster system and its log(p)-h diagram. 
The booster system meets the cooling demand utilizing the following components: high-
pressure valve (HPV), the gas cooler (transcritical conditions) or condenser (subcritical 
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conditions), two-stage compressor cascade LT and MT compressors, and two-stage 
evaporators (LT and MT). It is illustrated in Figure 3.5. 
The booster system is extremely efficient in mild-cold climates and its performance 
deteriorates fast when the outdoor temperature rises, due to the low critical point of CO2. The 
four different colors in Figure 3.5 indicate the different pressure levels in the system, high 
pressure in red, intermediate pressure in orange, medium pressure in light blue and low 
pressure in dark. In the p-h diagram, the main operating points are marked. Starting at a high 
pressure level (2), the superheated vapor goes through the gas cooling process (2→3) 
(transcritical) or the condensing process (subcritical). After that, the refrigerant is sent to the 
throttling valve (3 → 4) which represents the main loss in a transcritical cycle pointing out 
the need to improve as much as possible it's potential compared to conventional refrigeration 
systems in order to make it competitive even in warm climates. When it comes to the liquid 
receiver (4), the mixed fluid is separated into two streams (5a and 5b) sending the liquid 
towards the electronic expansion valves before each evaporating level (5a→7 and 5a→8), 
while the saturated vapor is throttled to the MT pressure level by using the FGV (5b→6). The 
role of the FGV is extremely important because it is regulating and maintaining constant the 
receiver pressure, guaranteeing a safe supply of liquid refrigerant to all evaporators and 
controllable refrigeration capacity. The refrigerant is then vaporized in the MT (7→1) and 
LT evaporators (8→9), leaving the evaporators with a certain degree of superheating (usually 
5-8 K) ensuring to not have liquid droplets at the inlet of each compressor stage. The 
superheated vapor at point 9 is then compressed by LT compressor pack to the MT pressure 
level but because of the high discharge temperature, a desuperheater unit is strongly 
recommended before the mixing with the vapor coming from the outlet of MT evaporators. 
In the end, the total mass flow in the system must be compressed from the MT level to the 
high pressure (1→2), and the cycle restarts. 
While the superheating, necessary to ensure proper feeding of the compressors, can have 
a negligible, negative or positive impact on the COP of the system depending from where the 
heat is taken (if from the refrigerated space or external ambient), the subcooling (3→3') has 
always a positive effect on the COP reducing the amount of vapor in the liquid receiver and 
therefore the throttling losses through the FGV. The degree of subcooling strongly depends 
on the condensation temperature because if the inlet temperature of HPV drops the pressure 
difference between the receiver and evaporators become too low, leading the receiver to 
collapse and proper feeding of the evaporators can no longer be guaranteed. This can be 
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avoided working with the controller, for instance maintaining a minimum gas cooler outlet 
temperature, or bypassing some refrigerant by using a three-way valve.   
3.3.1 Parallel compression cycle 
The second generation of the R744 refrigeration units is the parallel compression cycle. 
As the external temperature rises the amount of vapor to be throttled by the FGV increases 
leading to high expansion and heat rejection losses, therefore worst performance than with 
conventional refrigeration unit with synthetic refrigerant. The R744 refrigeration unit can fit 
warmer climate employing a parallel (or Intermediate) compressors. The system is presented 
in Figure 3.6. 
 
Figure 3.6: Standard booster system with Parallel compression and its 
log(p)-h diagram (implementation of IHX is shown only in the p-h diagram). 
27  
 
Having an auxiliary compressor reduces the losses due to flashing, and as long as the 
amount of vapor is sufficiently large it is operative (7→2'), otherwise when the amount of 
flash gas is too low in order to prevent the very poor performance of those compressors the 
vapor is throttled by FGV (5b →6), operating as a conventional booster system during winter. 
Furthermore, an IHX can be employed enhancing the efficiency of the system as 
aforementioned before since the subcooling has always a positive effect on the cycle (3→3'), 
and contemporary superheat the suction of the parallel compressors (5b→7) ensuring dry 
vapor at the suction. 
The advent of the parallel compressor concept has made the integration of AC possible 
and efficient since the AC cooling capacity is provided by the auxiliary compressor, 
determining the pressure level of the separator. 
3.3.2 The multi-ejector system  
The latest layout is to replace the high-pressure valve with a multi-ejector block enabling 
for expansion work recovery showing optimal energy saved in warm climates. This is called 
the third-generation systems and it is presented in Figure 3.7. The multi-ejector block 
implemented is normally called MT multi-ejector as it is working with high-pressure lift and 
low entrainment ratio (see green – red line). Moreover, this layout is equipped with a liquid 
separator that is connected to the suction lines of two liquid-ejector cartridges, enabling the 





Figure 3.7: Standard booster system equipped with multi-ejector systems 
and parallel compressor unit with the pertaining cycle in the p-h diagram. 
The amount of vapor pre-compressed by the ejectors and discharged into the separator is 
determined by the available expansion work, extending the operation time of the parallel 
compressor and lowering their maintenance costs. Substantially part of the MT load is shifted 
by ejector to the parallel compressor which is working with a lower pressure ratio, hence 
reducing drastically at very high temperature the power demand. 
The high energy stream flow, called motive flow enters in the ejector nozzle (3→4a) 
contemporary with the suction flow (1→4b), undergoing a throttling process. After mixing 
(4a&4b → 4mix), the refrigerant is expanded using the energy available by the fluids entering 
in the nozzles to the receiver pressure (4out), where the two phases separate. For further 
information about the ejector, the principle sees the sub-chapter. 
3.3.3 Multi-ejector system with air conditioning 
As stated many times before, the heat rejection losses in R744 refrigeration unit are very 
large particularly at high ambient temperature but this disadvantage can be turned into a 
benefit recovering the heat rejected for many purposes (DHW, space heating, etc.) and 
allowing such systems to become an economically competitive alternative in warm climates.  
Pardiñas et al. [9] proposed the two following options to integrate air conditions 




Figure 3.8: R744 booster system equipped with a parallel compressor, 
multi-ejector block, overfeed MT evaporators and AC production located in 
two different positions [9]. 
In the layout b) the AC evaporator is positioned downstream the high-pressure control 
device, where the HPV is installed in parallel with a multi-ejector block as a safety device. 
The refrigerant vaporized is sent to the liquid receiver where afterward is sucked by IT 
compressors. The AC load can be regulated by using a three-way valve installed downstream 
the high-pressure control device. The system costs depend on the AC load size, which could 
stand for a considerable part of the total load of the supermarket because a large amount of 
vapor has to be compressed by IT compressors requiring to have enough capacity at this 
pressure level. Here it’s really interesting the implementation of the pivoting compressors as 
stated by Hafner et al. [8] and Pardiñas et al. [9]. 
The innovative solution a) consists of the introduction of an AC evaporator at a pressure 
level slightly lower than the liquid receiver but at a higher pressure level than the medium 
pressure located downstream the liquid receiver. The AC evaporator is supported by a second 
multi-ejector block (MEJ AC). It delivers the refrigerant from the AC evaporating pressure 
to the receiver pressure, controlling the lift between them. The multi-ejector block covers the 
AC load with a different combination of cartridges in order to keep constant the pressure lift 
and suck all the refrigerant. 
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3.4 Ejector theory 
Using an ejector instead of conventional HPV is an approach to improve the energy 
efficiency of R744 systems. An ejector, Figure 3.9, is a device that uses the energy released 
during the expansion of a high-pressure stream (motive flow) to pre-compress a low-pressure 
stream (suction flow). 
 
Figure 3.9: Working principle of the ejector [54]. 
It has no moving parts and consists of four sections: motive and suction chamber, mixing 
chamber and the diffuser where the refrigerant is delivered to the receiver pressure level. The 
whole principle is based on the conversion of potential energy to kinetic energy. The high-
energy stream (motive flow) enters and when the section decreases the speed is very high, 
while the low pressure is used to drag vapor from the MT level. The two streams are mixed 
in the mixing chamber before entering the diffuser section where the cross-section area 
increases slowing down the velocity and increase the pressure. Here, thanks to the diffuser 
shape, the conversion from kinetic energy (velocity) to potential energy (pressure) takes 
place. 
According to the load requirements and ambient temperature, a multi-ejector block is 
more suitable to control the high pressure in the system accurately. Another option that has 
no gain too much space in carbon dioxide refrigeration applications is the needle-based 
ejector. In this case, the heat rejection pressure can be regulated either working with the 
motive nozzle position or with the suction nozzle throat area. The first approach is the 
standard one used in all the R744 applications. The capacity is matched by using different 
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combinations of ejectors because the multi-ejector block as mentioned before is a 
combination of up to six static ejectors in one solid casing. Each cartridge has a different 
geometry that can be utilized by the logic controller implemented in the system. They are 
activated by using solenoid shut-off valves at the inlet of the motive nozzle and a check valves 
at the suction nozzle. 
It is worth to explain separately the advantages coming from the implementation of an 
HP or LP multi-ejector block. HP ejectors are always used in systems with parallel 
compression, reducing considerably the power consumption, increasing the refrigerating 
effect as well as permitting overfeeding of the evaporators. As stated before, two liquid 
cartridges are used for this purpose. HP multi-ejector block is shown in Figure 3.10. 
 
Figure 3.10: Scheme of HP multi-ejector with separated suctions for liquid 
and vapor. 
On the other hand, LP multi-ejector works with a low-pressure lift and high entrainment 
ratio, pumping the gas from the evaporators back to the receiver. They suit very well systems 
that are operating in mild climates where little flash gas is formed. However, as mentioned 
upstream, including both LP and HP multi-ejector blocks are becoming very popular since 
the trend nowadays is moving towards to compact system able to provide cooling and heating 
(IESPC systems).  
As stated by the research, two phenomena can impact the efficiency of those devices 
affecting as consequences the overall efficiency of the system, losing partially or completely 
the work recovery. They are stall condition (critical back pressure) and choking of the 
entrained flow. The first phenomena is more common in cold climates where the high 
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pressure is low and no energy is available to be used in the motive flow, it happens every 
time the ejector is forced to give a lift that is significantly higher than what it was designed 
for, reducing quickly the suction flow and forcing the entrainment ratio to go to zero. It is not 
dangerous for the ejector itself, but it will force the ejector operating as a throttling valve 
only. To prevent this issue the multi-ejector is equipped with individual check valves at each 
cartridge. As visible in Figure 3.11 a) the ejector efficiency drops from 25% to less than 10%. 
Choking flow is the opposite of the stall. This occurs whenever the high pressure is too 
high, being the ejector capable of making a high lift while at the same time the suction 
pressure is quite low. The very high mass flow cannot be accommodated in the mixing 
chamber leading the ejector to chocked conditions. As represented in Figure 3.11 b) if there 
is too much-entrained flow, the motive flow is not able to provide a high enough lift, 
deteriorating a lot the efficiency and the cycle performance. 
 
Figure 3.11: Phenomena affecting the ejector performance [53]. 
3.5 Thermal energy storage and PCMs  
In supermarkets, special peaks of cooling load arise in the morning and in the afternoon 
during the busiest hours of the sale. The refrigeration systems must be designed to cover these 
peaks, but most of the day they are working at partial load which is not an efficient operation 
mode. Therefore, thermal energy storage has been found as one of the best options to 
overcome the challenge of time-shift energy production control. A large part of the 
refrigeration load can be shifted to the night hours allowing reduction both in the energy 
demand as well as the installed capacity of the compressor packs, due to a lower ambient 
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temperature, but also a lower price in electricity at night. This technology has been widely 
investigated even though it has not been broadly taken into consideration yet because of the 
unknown aspects involved.  
One of the most interesting types of thermal storage applied in supermarkets are phase 
change materials (PCMs). LHTS consists of a material where the energy needed to change 
the phase, called latent heat, is used to store thermal energy. The energy of phase change is 
much larger than that of temperature change alone, resulting in a higher energy density and 
making as consequences the system more compact. The PCM is usually enclosed into 
capsules or containers, and because the phase change takes place almost at a constant 
temperature, the temperature distribution around the PCM will be very stable. Having PCM 
integrated with the display cabinets and some renewable energy sources could be very smart 
as long as during periods with high electricity production the excess cold produced by the 
refrigeration system can be stored in the PCM unit, be utilized later when the electricity 
production drops (i.e. during the night with photovoltaic systems). 
Equation (3.1) defines the thermal energy that can be stored using PCMs. It includes 
three terms, where two of them represent the sensible energy corresponding to the period of 
time where the temperature is either raised or decreased, and one term referred to the energy 
stored throughout the phase change. Therefore, the energy density for LHTS writes: 
𝑄 =  𝑚𝑠𝑐𝑝𝑠(𝑇𝑚 −  𝑇1) +  𝑚𝑙𝑐𝑝𝑙(𝑇2 −  𝑇𝑚) + 𝑚𝑓𝐿    [𝐽] (3.1) 
where 𝑐𝑝𝑠 and 𝑐𝑝𝑙 are respectively the specific heat of the solid and liquid phase, 𝑚𝑙 and 
𝑚𝑠 are, respectively the liquid and solid mass, f  is the liquid fraction, L the latent heat and 
𝑇𝑚 is the melting temperature of the material. As reported in Figure 3.12, it can easily observe 
that LHTS perform much higher energy density than SHTS [82]. 
PCMs are the most representative materials of this kind of thermal storage (mainly in the 
liquid-solid transition). Three different categories can be considered: organic, inorganic, and 
liquid metals [83]. The organic PCMs are the most popular type of PCM mainly due to their 
high availability and low cost, and they are characterized by a phase change process that 
occurs smoothly between a range of temperatures. The inorganic PCMs have usually higher 
thermal conductivity than organic PCMs (paraffin), which is an important aspect in the choice 
of the most suitable PCM depending on the application. The metallic PCMs are probably the 
less commonly found mainly because of their lower latent heat. Nevertheless, some of their 
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characteristics as the easiness to work with them, chemical stability and wide range of melting 
points and even higher thermal conductivity make them an interesting option. 
 
Figure 3.12: Comparison of phase transition profile of a storage medium, 
between a LHTS and SHTS [82]. 
 
3.5.1 Advantages and disadvantages 
Some benefits and disadvantages can be summarized as follows: 
• No energy consumption since they absorb and release heat without any additional 
power input 
• The high thermal density which means the mass is the system can be easily reduced, 
as well as the space occupied by the system 
• The capacity of maintaining almost a fixed temperature, enhancing the stability of the 
temperature in the system 
• As a disadvantage the compatibility of the PCM with the container has to be taken 
into account because wrong combinations between PCM-container material can lead 
to leaks of the PCM or deterioration of the material lowering the heat transfer 
performance, affecting the freezing/melting of the PCM. That process can occur 
inside/outside the tube, while the other medium HTF is flowing releasing or absorbing 
the heat, depending on which phase change process is occurring 
• Another one, is the limited life of some kind of PCM, because the charging-
discharging process degrades the material, hence losing effectiveness after a given 
number of cycles. 
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3.5.2 Cold Thermal Energy Storage 
CTES takes usually the form of LHTS leading to energy savings, a more compact system 
and fewer investment costs. This technology, currently considered as a valuable option to 
reduce further the consumption in supermarket refrigeration applications, requires two 
mediums (HTF and the PCM). Commercial cooling is a major contributor to peak power 
demand, but it represents one of the few areas where the load managements are practical, 
cost-effective and proven. These units are based on a simple principle of operation that takes 
place in two different periods of time, which are strongly dependent on the size of the storage. 
The first process is: 
• Charging operation mode: During this period of time, which normally occurs during 
the night, the display cabinets in the supermarket are connected to the refrigeration 
systems requiring some power input to raise the vapor refrigerant pressure. In this 
case, the heat in the cabinet is absorbed both via the air evaporator and the cold storage 
which is acting as an additional evaporator. Therefore, using water as PCM, a phase 
change occurs (water to ice). However, this process usually is not considered an issue 
because it takes place for many hours, turning almost of the water volume to ice which 
will be used later during the discharging process 
• Discharging operation mode: when the charging process was successfully done, the 
discharge takes place. Now the valves connected to the refrigeration unit must be 
closed and the CTES is acting as a condenser. The principle is now the two-phase 
thermosyphon loop, a natural heat transfer device where the working fluid (R744) is 
circulating along the loop by gravity rather by the pump 
3.5.3 Thermosyphon working principle 
The heat transfer method that defines the thermosyphon effect is natural convection. It 
is beginning to be extensively used in the field of air conditioning and heat recovery, as well 
as for cooling of electronic components (with some difference in terms of power requirement 
and temperature difference evaporator – condenser). 
Natural convection takes place when the density difference is present. In Figure 3.13 is 
illustrated the systems that consider an evaporator, condenser, downcomer, and riser. The 
refrigerant vaporized in the evaporator, having a lower density starts to go up (riser) reaching 
the condenser, where it changes phase to liquid, and due to the high density, the refrigerant 
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moves towards the evaporator and the cycle restarts again as long as the pressure drops are 
overcome by the liquid head (downcomer) [77]. 
 
Figure 3.13: Typical structure characteristics of the traditional thermosyphon 
application [77]. 
Many differences must be taken into consideration when air conditioning or heat 
recovery applications are considered. In this case, the system works between two fluid 
streams rather than fixed heat flux (which is an intrinsic feature of many applications), 
making the flow of refrigerant more difficult to be predicted. It is remarkable to underline the 
much smaller temperature difference condenser – evaporator which affects the pressure 
difference between the two heat exchangers, therefore the driving force. The rise in pressure 
occurring in the downcomer can be calculated using the following equation (3.2): 
∆𝑃 = (𝜌𝑙 − 𝜌𝑣)𝑔∆𝑧 (3.2) 
where 𝜌𝑙   and 𝜌𝑣 are liquid and vapor density respectively, g is the gravitational 
acceleration and ∆𝑧 is the height difference between evaporator – condenser. 
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3.5.4 Stefan problem and the enthalpy – porosity method 
Historically, the solidification/melting processes, also widely known as Stefan problems, 
had been challenging to accurately predict due to the moving interface between the solid and 
liquid phases. Furthermore, in that region, the thermophysical properties change continuously 
as the latent heat is released or absorbed depending on the conditions of the HTF. During the 
years many approaches have been carried out with different grades of success. One of them 
that allows us to track the phase change front indirectly from the solution looking where the 
energy jumps by an amount equal to the latent heat are the enthalpy-porosity method [84]. It 
is the easiest, most-popular fixed-domain method, direct and represents a physical way of 
dealing with this kind of problem. 
The success of the enthalpy-porosity method lies in the simple structure of the model and 
thanks to the fixed grid enthalpy-porosity formulation, where the enthalpy is formulated in 
the following way (3.3): 
𝐻 = ℎ +  ∆𝐻 (3.3) 
where h = cT is the sum of the sensible heat and ∆𝐻 is the latent heat which is expressed 
as a function of the temperature: 




       
𝑇 ≥ 𝑇𝑙
𝑇𝑙  > 𝑇 ≥ 𝑇𝑠
𝑇 < 𝑇𝑠
 (3.4) 
where f  is the liquid fraction in order to track the amount of liquid contains in each cell 
in which it is divided the domain and re-built the liquid zone at every time-step, while 𝑇𝑙 and  
𝑇𝑠 are liquid and solid temperatures respectively. The (3.4) differentiates the three phases 
developed during the melting process which are the solid phase (ΔH = 0), liquid phase (ΔH = 
L) and the mushy zone (0 < ΔH < L), that is the transition zone between the liquid and solid 
phase. 
The only drawback is that the accuracy of this method strongly depends on the number 
of cells, therefore on the spatial discretization decided for a certain domain. A higher number 
of cells leads to a higher accuracy but also higher computational cost. Moreover, the mushy 
region is characterized by a small and finite temperature difference in order to reduce the 
instabilities of the solution for a pure melting material. 
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An important modification takes place in the momentum equation. A momentum sink 
terms (called Darcy source term) are added to the momentum equations to bring to zero the 
velocity in the solid phase, while the velocity in the mushy region is controlled by the mushy 
zone constant which will affect the melting rate (3.5): 
𝑆 =  
(1 − 𝑓)2
(𝑓3 − 𝜀)
𝐴𝑚𝑢𝑠ℎ(?⃗? −  𝑣𝑝⃗⃗⃗⃗⃗) (3.5) 
where Ɛ is a small number to avoid division by zero, ?⃗? is the velocity and 𝑣𝑝⃗⃗⃗⃗⃗ is the pull 
velocity (not relevant in this project), 𝐴𝑚𝑢𝑠ℎ is the mushy zone constant (usually oscillates 
between (104 − 107). Thus, from the equation (3.5), the velocity field on the mushy region 
will be an increasing function with the liquid fraction (porosity). Whereas the liquid fraction 
tends to zero the velocity field will be fully developed, while the porosity tends to one, the 
Darcy term will force the velocity field to zero. 
3.5.5 Heat transfer processes occurring in Stefan problems 
A summary of the heat transfer processes is done in order to clarify and provide a deeper 
understanding of the phase change processes. Before explaining the conductive and 
convective problem, it is worth to introduce a dimensionless number called Stefan number 
(3.6), that is defined in the following way: 




where the numerator is the specific heat and the denominator is the latent heat. It is a 
useful index to immediately understand if the heat transfer will be dominated by the specific 
heat (high Stefan number) or latent heat (low Stefan number). PCMs usually have high latent 
heat, yielding to Stefan number of the order 10−1 and below, depending on the type of PCM. 
The heat transfer mechanism involved in the phase change process affects a lot the 
melting rate as well as the shape of the moving front. The first mechanism analyzed is: 
• Conduction: it is always present in heat transfer processes and takes place in the 
presence of physical media. The thermal conductivity is directly linked with the 









where k is the thermal conductivity, that is related to the amount of heat released    
through section S due to a temperature gradient. 
• Natural convection (Rayleigh-Bénard convection): It is the movement of fluid due to 
a temperature gradient under the effects of gravity. The density is strongly affected 
by the temperature, and the density difference will produce buoyancy forces that force 
the fluid to move, enhancing the heat transfer process (Figure 3.14). 
 
Figure 3.14: Explicative representation of Rayleight-Bénard convection. 
An important dimensionless number has to be considered, named Rayleigh number (Ra). 
It is defined as the ratio between the buoyancy forces to the viscous forces: 




where d is the thickness of the liquid layer, 𝛽 is the thermal expansion coefficient, v the 
dynamic viscosity and α the thermal diffusivity. Thus, from this number, it is easily 
understood the influence of natural convection in the heat transfer process (at low Rayleigh 
number conduction is the dominant one, the opposite at high Rayleigh number). 
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4 Experimental methodology 
This section consists of the SuperSmart-Rack supermarket system installed at 
NTNU/SINTEF laboratory in Trondheim, Norway. The content is based on the research 
paper of Pardiñas et al. [9] and the facility’s handbook. The first section describes the set-
up of the facility and the main components in the system, while the second section will 
describe the case study performed. 
4.1 The layout of the test-facility 
The SuperSmart-Rack is an IESPC refrigeration system installed at NTNU/SINTEF 
laboratory. The rack is manufactured by Advansor in collaboration with Danfoss and 
SINTEF. The system was designed to meet the refrigeration demand for low and medium 
evaporating temperature, simulating a medium-sized supermarket. Furthermore, heating and 
air conditioning production can be simulated. 
It is a very versatile system allowing a wide range of experiments to be performed, with 
many possible operating conditions and system configurations. The system is a two-stage 
transcritical unit which can run with all the generations of booster system analyzed in the 
previous section. 
The test-rig consists basically in three different compressor packs (LT, MT, IT), many 
evaporators for the low and medium temperature level as well as two evaporators to simulate 
AC load, high-pressure control devices (HPV, LP and HP multi-ejector block), gas cooler 
unit, three accumulators (liquid receiver, liquid separator and suction accumulator), some 
internal heat exchanger. 
4.1.1 Refrigerant Loop 
A simplified P&ID is presented in Figure 4.1 below. Four different pressure levels are 
present, and they will be explained starting from the high to the low-pressure level. The high 
pressure is indicated in red, intermediate pressure in light orange, the medium pressure in 
light blue, and the low pressure in dark blue. They are also market the AC lines in grey, the 




Figure 4.1: Simplified P&ID of the experimental test facility, R744 
refrigeration layout and the auxiliary loops [9]. 
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4.1.1.1 High-pressure level: 50 – 130 bar 
At the discharge of the compressor, the gas cooler unit consists of three plate heat 
exchangers (GC1, GC2, GC3) where each of them rejects heat at different temperature levels. 
A secondary loop is required to absorb the heat, therefore a secondary glycol, water and CO2 
loop is used in GC1, GC2, GC3 respectively. When subcritical conditions need to be tested, the 
auxiliary CO2 is very useful since the with water loop the temperature at the gas cooler outlet 
cannot be too low. 
 The gas cooler outlet temperature can be adjusted in two ways; therefore, three 
motorized three-way valves are installed located downstream each gas cooler. First, by 
bypassing partially or totally, GC2 and GC3 and secondly by regulating the mass flow rate and 
inlet temperature of the secondary fluids. In transcritical conditions, the optimal high pressure 
must be calculated considering the gas cooler outlet temperature, as stated by many authors 
[24, 25] because as explained in the previous section the performance of the R744 
refrigeration unit strongly depends on the heat rejection pressure. The high-pressure section 
allows safe operation up to 130 bars. 
 Between GC3 and HPV an internal heat exchanger (𝐼𝐻𝑋1) has the purpose to cool down 
the refrigerant leading to higher refrigerating effect and contemporary superheat the vapor at 
the inlet of IT compressors, ensuring gas state and preventing the compressors from damages.  
As it will state later during the discussion of the results, the IHX affects a lot the amount of 
refrigerant elaborated by the parallel compressors. 
The high-pressure control device is necessary to control the heat rejection pressure, and 
the SuperSmart-Rack can work under different system set-ups. The HPV and two multi-
ejector blocks (EJMT & EJAC) installed in parallel are present. The HPV enables the system to 
operate as a conventional booster with or without the parallel compression, depending on the 
operating conditions. The EJMT operates as an HP multi-ejector block, supporting the parallel 
compressors and unloading the MT compressors, hence working with high-pressure lift and 
low entrainment ratio. The EJAC is an LP multi-ejector block with the purpose to suck all the 
vapor coming out from AC evaporator (EVAPAC,1) having a low-pressure lift and high 
entrainment ratio. The HPV is always working as a safety device even when the multi-ejector 
block is acting as the main high-pressure control device. 
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4.1.1.2 Intermediate pressure level: 34 – 50 bar 
After the throttling process, the refrigerant enters the liquid receiver. Before the liquid 
receiver, an additional heat exchanger is specifically employed for satisfying the AC load 
(EVAPAC,2).  A motorized three-way valve was installed permitting possible AC production. 
In booster operation, the receiver pressure level is controlled by the mean of the FGV. In 
parallel compression arrangement, it is controlled with the parallel compressor as long as the 
amount of vapor is enough to enable their operation. Therefore, the receiver gas port is 
connected to the suction port of the IT compressors, while the liquid port is connected to 
expansion devices of the different evaporators and cabinets, through another internal heat 
exchanger (𝐼𝐻𝑋2), which subcools the liquid coming from the receiver superheating the 
vapor sucked by the MT compressors. Nevertheless, this heat exchanger will work only under 
certain operating conditions, depending on the pressure level of both sides.  
Another heat exchanger (IHX1) is employed for AC purposes, and it is operating 
approximately 3 bar lower than receiver pressure. It is equipped with an electronic expansion 
valve as a metering device to control the refrigerant conditions at the outlet od the evaporator, 
and when it is operating the LP multi-ejector it should be activated. 
4.1.1.3 Medium pressure level: 25 – 33 bar 
This pressure level consists of the suction line of MT compressors, MT-evaporators, 
DSH and the liquid separator. The MT evaporators are constituted of five helical coaxial tube-
in-tube heat exchangers assembled in parallel, each of them has its expansion device. When 
the vaporization occurs, the vapor goes to the liquid separator. This device has two purposes: 
prevent liquid droplets to be sucked by MT compressors, and supply the liquid (from the 
bottom)-vapor(from the to) cartridges of HP multi-ejector depending on the level of the tank 
and so on the test. The tank is equipped with a liquid level indicator that controls the operation 
of the liquid cartridges and simultaneously prevents liquid droplets to reach the suction line 
of the compressors. 
Furthermore, the MT evaporators could work either in flooded or DX mode. In DX mode 
the AKV will ensure an injection of liquid such to be fully vaporized, ensuring a superheating 
of 8 K at the suction line of the compressors. In flooded mode, to overfeed the evaporators 
the superheating is set to a lower value (around 3 K), leading to a mixture of liquid-vapor that 
leaves the evaporator, instead as superheated gas. 
44 
 
4.1.1.4 Low pressure level: 10 – 15 bar 
As well as MT evaporators, LT evaporators are helical coaxial tube-in-tube heat 
exchangers with individual AKV. The mixture is further sent to the suction accumulator 
located downstream of the LT-evaporators. It operates as a safety device preventing liquid 
droplets at the LT suction compressor line, being the vapor superheated inside the liquid 
receiver before reaching the LT compressors. 
The refrigerant elaborated by LT compressors is sent to the plate heat exchanger, called 
desuperheater (DSH), to cool down the refrigerant seen the high discharge temperature of the 
LT compressor pack. The heat transfer fluid used is water, simulating what normally happens 
in refrigeration systems where the heat is released to the air of the machine room. 
Downstream the DSH, the vapor could either send to the MT suction or IT suction line 
depending on the position of the valves (V-679 and V-310). 
4.1.1.5 Oil management: 50 – 130 bars 
The oil management system consists mainly of two oil separators, an oil reservoir, 
solenoid valves that connect each oil separator with the oil reservoir, and oil metering devices 
that feed the returning oil to particular compressors. Once the refrigerant leaves the 
compressor packs (IT and MT), is delivered to the oil separator where a coalescing filter is 
applied to separate the oil from the refrigerant. In the oil separator, an oil sensor level is 
installed thus every time the oil level passes the threshold the solenoid valve releases the oil 
to the oil receiver. After that with a similar procedure, the compressors can work stably as 
long as the oil feeding occurs correctly. It is worth mentioning it exists a differential pressure 
check valve between the oil-liquid receiver. Its purpose is to keep the pressure of the oil 
receiver at a value slightly higher than the liquid receiver, guaranteeing a good distribution 
of the oil to the parallel compressors where it is difficult to ensure proper lubrication. 
4.1.2 Secondary loop 
The SuperSmart-Rack expects three different secondary loops: glycol, water and 𝐶𝑂2. 
Each of them is operating as heat rejecters (or heat absorbers in the gas cooler) depending on 




4.1.2.1 Glycol loop 
The glycol loop consists of a mixture of propylene glycol – water (70 – 30 % in volume). 
Its specific heat capacity is 3.9 (kJ/kg K), and the freezing point at atmospheric pressure is 
approximately -15 °C, meaning that the glycol is able to maintain its properties through the 
process. A simplified P&ID is illustrated in Figure 4.2. The only thing to take care is when 
the injection control in the LT evaporators is switched ON because being the LT setpoint set 
to -30°C the glycol temperature could reach values that bring to the freezing. 
The glycol loop comprises two large liquid tanks of 800L each, connected to all the 
evaporators, first gas cooler unit and cabinets. Each tank is equipped with electric heaters 
with a total output of 24 kW, helping to regulate the glycol temperature. This becomes 
important when regulation of high gas cooler temperature is needed, because if at the outlet 
of the first gas cooler (functioning with the glycol loop) the refrigerant temperature is too low 
will be impossible to reach the design temperature, hence the glycol has to be warmer in order 
to raise the refrigerant temperature and simulate the high ambient temperature required in the 
test. 
In the first 𝐺𝐶1 the glycol is heated up for heat recovery purposes, this would provide tap 
water heating which is normally required in supermarkets. The heat released to the glycol 
will be stored in the two tanks and afterward provide a thermal load for LT, MT and AC 
evaporators. In fact, the cooling loads that are normally present in a real supermarket, they 
have been  by the warm glycol. 
4.1.2.2 Cooling water loop 
The water is used as a secondary medium in the 𝐺𝐶2 and DSH for two different purposes. 
Both of them are equipped with a PID controller which either sets the mass flow entering the 
heat exchanger and then regulates the outlet temperature or the opposite way. It is crucial to 
use the water for cooling down the refrigerant when the glycol is not able to absorb all the 
heat that must be rejected through the first gas cooler unit. As said before, the DSH is crucial 
to maximize the lifetime of the MT compressor, avoiding huge thermal stress that would be 




Figure 4.2: Simplified P&ID of the glycol loop at the experimental test facility. 
4.1.2.3 Auxiliary CO2 loop 
The auxiliary 𝐶𝑂2 loop is very useful when low ambient temperatures need to be tested 
(0 to -20 °C). This additional loop is located in the basement of the laboratories. 
4.1.3 Compressor packs 
Being one of the purposes of this thesis the applicability of the pivoting principle, an 
overview of the compressor packs installed in the test-rig is needed. In total there are 8 
compressors, which are all of them semi-hermetic compressors manufactured by Bitzer. The 
size of each compressor can be seen in Table 4.1. Among them, only three are equipped with 
VSD (variable speed drive), enabling a better matching of the capacity optimally. The test-
rig consists in three compressor packs operating at three different pressure level: two LT 
compressors operating with a pressure ratio defined by the LT and MT evaporating 
temperatures, three MT compressors operating between the MT evaporating temperature and 
the heat rejection pressure, three IT compressors operating between the receiver pressure and 
the heat rejection pressure. This explanation is referred to as the base arrangement where the 
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ball valves steered with actuators of the four compressors have been set such as to have the 
previous configuration (3 MT, 3 IT compressors). In reality, the modifications made in the 
test-rig allows now to automatically change their position based on the need, being the 
number of compressors required strongly dependent on the outlet conditions, loads, ejector 
performance (HP multi-ejector).  
When the capacity starts to increase, the controller could either raise the frequency and 
therefore the rotational speed of the VSD compressor or activate an additional compressor in 
the pack, while the opposite happens whenever the load decreases. Each compressor pack has 
its purpose to maintain the pressure level constant to the design point, and whenever the 
capacity is too high for the size of the compressor pack installed, the corresponding pressure 
level will increase forcing the pressure ratio to decrease and trying to help the compressors 
to match the demand. 
Table 4.1: Model and capacity of each compressor installed in the 
SuperSmart-Rack. 
Compressor group Model Displacement [𝒎𝟑/𝒉] Name in 
P&ID 
MT 4 MTC-10K-40S 6.5 E – 111 (VSD) 
 4 MTC-10K-40S 6.5 E – 121 
 4 JTC-15K-40P 9.2 E – 131 
IT 2 KTE – 7K – 40S 4.8 E – 211 (VSD) 
 2 KTE – 7K – 40S 4.8 E – 221 
 4 JTC – 15K – 40P 9.2 E – 231 
LT 2 JME – 3K – 40S 3.5 E – 311 (VSD) 






The test-rig is equipped with two multi-ejector blocks, one working with high-pressure 
lift while the other one with low-pressure lift, hence able to elaborate a higher or lower suction 
flow. Since the LP multi-ejector block is not used in the test campaign, only the HP multi-
ejector will be analyzed. As already explained, it consists of 6 cartridges, four of them deal 
with the vapor, the other two with liquid allowing overfeed evaporators. Depending on the 
load, the capacity controller will switch on/off the cartridges fitting the best capacity and 
regulating the high pressure. The multi-ejector has binary coupling of various capacities, and 
close to the suction port, the cartridge with the highest capacity is located. The capacity of 
each cartridge is illustrated in Table 4.2. 
Table 4.2: Capacity of each cartridge used in the HP multi-ejector block. 
Ejector Type Ejector 1 Ejector 2 Ejector 3 Ejector 4 Ejector 5 Ejector 6 
MT – 
Ejector 
6 kW 2 kW 25 kW 50 kW 18 kW 9 kW 
  Capacity 125 kg/h 250 kg/h 500 kg/h 1000 kg/h 400 kg/h 200 kg/h 
 
4.2 Data Acquisition System and Data Analysis 
A controlling system by Danfoss, Service Tool, receives all the measurements taken by 
pressure and temperature sensor to monitor and control the evolution of such quantities over 
the tests. Other several devices are installed to track the mass flow, liquid, and oil level and 
to measure power consumption. Some of them are described here below: 
Mass flow meter: it measures the mass flow rate of refrigerant, and the type of flow 
meters are Rheonik RHM which is a Coriolis Effect mass flow meter. 
Different Pt100 temperature sensors based on the resistance approach, therefore a 
platinum element has a resistance value which changes proportionally with the temperature 
that can be evaluated indirectly. 
Pressure transducers, type MBS8250 from Danfoss. They allow to measure the pressure 
in different points of the refrigerant loop. There are also some differential pressure sensors 
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used to measure the pressure lift in the ejector blocks. This kind of pressure transducer is 
Deltabar PMD75 manufactured by Endress+Hauser. 
The measurement of the power consumption is taken individually for each compressor 
by using Schneider Electric A9MEM3150. 
Moreover, the system is equipped with a pack controller provided by Danfoss, type AK-
PC 782A. This controller has the purpose to control and fit as best as possible the compressors 
and condensers operating conditions, but even other modules could be connected for the 
following purposes: 
• Controlling the liquid receiver pressure, evaporating temperature, gas cooler outlet 
temperature, heat rejection pressure and pressure of the three different compressor 
packs 
• Ensuring oil flow through the compressors and pressurization of the system 
• Regulation of the expansion valve installed in each evaporator, therefore the opening 
degree which is related to the superheating fixed affecting the mass flow of 𝐶𝑂2 
elaborated in each evaporator. It is worth to mention that when the superheating is too 
high the opening degree increases trying to force more CO2 flow, while when the 
superheating is too low less liquid should be sent to the evaporator 
• General functions like alarms 
• Control of the cartridge combination 
• Control the pressure lift in the AC and MT multi-ejector blocks by regulating the mass 
flow 
All the data is stored in Minilog, software provided by Danfoss. It allows to set the 
manually specific parameter in the system as well as to display them graphically.  
The secondary loop is controlled by LabVIEW. LabVIEW is one of the two data 
acquisition systems employed in the system and it is used to control the components of the 
secondary loop such as pumps, electric heaters and valves. Furthermore, the load in the 
refrigeration system can be adjusted setting the loads and the outlet glycol temperatures in 
each evaporator (not valid for B-622, called EVAPAC,2). 
Both programs allow to record .csv data files that are combined later and synchronized 
with a MATLAB script. To obtain the thermodynamic properties, REFPROP, a 
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thermophysical property library has been used. For the glycol loop, the properties have been 
taken from the ASHRAE Handbook Fundamentals (2009). Each of them has a different 
sampling time: LabVIEW has been set to 1 s, meanwhile, Minilog’s sample rate was set to 5 
s. In order to get significant measurements, the time must be at least 5-10 minutes, operating 
with stable conditions over all the measurements. This is necessary to consider the system 
operating as steady state when the calculations are performed. This is confirmed by having 
stable loads, stable gas cooler outlet temperature, high pressure and receiver pressure, AKV’s 
opening degree almost constant. All these parameters can be displayed in Minilog graphically 
and some of them can be checked continuously in LabVIEW. 
4.2.1 Data Calibration 
Calibrating correctly the sensors is essential to obtain a successful test campaign. It 
consists of calculating the relative error from a specific sensor measurement to a reliable 
reference. The calibration was completely done in the previous project, and all these values 
are utilized for the uncertainty analysis (even this conducted in the previous project). Some 
features and accuracy of some sensors can be recorded in the previous project. 
4.2.2 Evaporators 
The evaluation of the MT and LT loads have been done both in CO2 side and in the glycol 
side with the equations (4.1) and (4.2) respectively: 
?̇?𝑒𝑣𝑎𝑝,𝐶𝑂2 =  ?̇?𝑒𝑣𝑎𝑝,𝐶𝑂2 ∙ (ℎ𝑜𝑢𝑡 −  ℎ𝑖𝑛) (4.1) 
?̇?𝑒𝑣𝑎𝑝,𝑔𝑙𝑦𝑐𝑜𝑙 =  ?̇?𝑒𝑣𝑎𝑝,𝑔𝑙𝑦𝑐𝑜𝑙 ∙ 𝜌𝑔𝑙𝑦𝑐𝑜𝑙 ∙ 𝑐𝑝 ∙ (𝑇𝑖𝑛 −  𝑇𝑜𝑢𝑡) (4.2) 
Where in equation (4.2) ρ and 𝑐𝑝 are the density and specific capacity that is calculated 
considering the average temperature (?̅?𝑔𝑙𝑦𝑐𝑜𝑙) of the glycol through the evaporators: 
𝜌 =  −0.0025 ∙ ?̅?𝑔𝑙𝑦𝑐𝑜𝑙
2 − 0.3435 ∙ ?̅?𝑔𝑙𝑦𝑐𝑜𝑙 + 1036.2  




The compressor performance is very important for the evaluation of the system 
performance and even for further considerations. Thus, they can be represented by the 
isentropic efficiency, volumetric efficiency and overall efficiency. These indexes indicate if 
the compressor pack is working with optimal working conditions or not. The isentropic 
efficiency is defined in equation (4.3): 




ℎ𝑜𝑢𝑡,𝑖𝑠 −  ℎ𝑖𝑛
ℎ𝑜𝑢𝑡 −  ℎ𝑖𝑛
 (4.3) 
Further, the volumetric efficiency is expressed in equation (4.4): 




where at the denominator there is the product of the displacement (depending on the 
frequency at which the compressor is running) and the density at the suction line. The last 
parameter is the overall efficiency which is obtained for each compressor group: 
𝜂𝑐𝑜𝑚𝑝𝑖,𝑜𝑣𝑒𝑟 =  ?̇?𝑐𝑜𝑚𝑝,𝑖 ∙
ℎ𝑖𝑠 −  ℎ𝑠𝑢𝑐
𝑃𝑐𝑜𝑚𝑝,𝑖
 (4.5) 
with i = LT, MT, IT. The overall efficiency is even defined for all three compressor packs 
in the following way: 
𝜂𝑐𝑜𝑚𝑝,𝑡𝑜𝑡 =  
∑ 𝜂𝑐𝑜𝑚𝑝𝑖,𝑜𝑣𝑒𝑟 ∙ 𝑃𝑐𝑜𝑚𝑝𝑖
𝑃𝑡𝑜𝑡
 (4.6) 
These efficiencies are necessary in a complete evaluation of the system performance 
being an index that might explain why in some cases the power consumption saving is lower 
rather than to be higher, lowering the performance of the total system and the COP as 
consequences. 
4.2.4 Ejectors 
The ejector performance is commonly acknowledged trough the mass entrainment ratio 
(Øm), suction pressure ratio (Πs), pressure lift (plift), and the ejector efficiency (ƞejector) that is 
an index of the expansion work recovery efficiency. The entrainment ratio is defined as the 
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ratio between the mass flow sucked by the ejector (?̇?𝑠𝑓) and the mass flow of the motive 
fluid (?̇?𝑚𝑓), the high energy stream: 




Being in the test campaign only MT multi-ejector block involved, the following 
specifications are needed. The suction flow can be measured using the mass flow meter FI-I-
817, while the motive flow using FI-I-815 (when HPV is not working at all). 
The pressure ratio is the ratio of the outlet pressure level to the suction nozzle pressure 
level: 




while the pressure lift is the difference between them: 
∆𝑝𝑙𝑖𝑓𝑡 =  𝑝𝑜𝑢𝑡𝑙𝑒𝑡 − 𝑝𝑠𝑢𝑐𝑡𝑖𝑜𝑛  
that can be directly measured by the differential pressure sensors.  
The ejector efficiency [40] can be expressed as the amount of work recovered divided 
by the maximum potential to recover the expansion work rate by the ejector, assessing the 
overall ejector performance: 
𝜂𝑒𝑗 =  
?̇?𝑟
?̇?𝑟,𝑚𝑎𝑥
=  Φ𝑚 ∙
ℎ𝐶 − ℎ𝐷
ℎ𝐴 −  ℎ𝐵
 (4.9) 
Or 
𝜂𝑒𝑗 =  Φ𝑚 ∙
ℎ(𝑃𝑑𝑖𝑓𝑓𝑜𝑢𝑡 , 𝑠𝑠𝑢𝑐𝑖𝑛) −  ℎ𝑠𝑢𝑐_𝑖𝑛
ℎ𝑚𝑜𝑡_𝑖𝑛 − ℎ(𝑃𝑑𝑖𝑓𝑓𝑜𝑢𝑡 , 𝑠𝑚𝑜𝑡𝑖𝑛)
 (4.10) 




Figure 4.3: Expansion and compression of driving and driven flows inside a 
two-phase ejector [40]. 
The ejector efficiency is interpreted as the amount of power to compress the suction flow 
isentropically from the suction inlet pressure to the outlet ejector pressure (D → C), divided 
by the theoretical maximum work recovery potential, considered as the isentropic expansion 
of the motive fluid (A → B). The benefit of using this definition is that it can be applied for 
an experimental investigation, being avoided the measure of the static pressure in the mixing 
chamber. To be more precise: 
State A = motive flow after isenthalpic throttling on the outlet of the ejector 
State B = motive flow after the isentropic expansion (same pressure level of A) 
State C = isentropic compression of the suction flow (same pressure level A – B) 
State D = suction flow before the isentropic compression (from liquid accumulator after 
MT evaporators)  
4.2.5 System performance 
The system performance can be described by three different parameters: Energy 
Efficiency Ratio (EER), Power Input Ratio (PIR) and Coefficient of Performance (COP). 
With the power meters the power consumption of each compressor is recorded to define the 
total power consumption which will be used in the equation to calculate the EER: 
54 
 
𝐸𝐸𝑅 =  
?̇?𝑀𝑇 +  ?̇?𝐿𝑇 +  ?̇?𝐴𝐶
𝑃𝑇𝑂𝑇
 (4.11) 
The COP is expressed by the following equation: 




where i is referred to the load/compressor packs. The last parameter, PIR, is the ratio 
between the actual power consumption to the idea power of Carnot cycle, expressed in 
equation: 




where i has the same meaning as before. The Carnot ideal power consumption is: 




with ∆?̇?𝑖 the entropy rate and 𝑇𝑖 the temperature of the heat source chosen as arbitrary 
value for the air at each particular evaporator, in Kelvin. Rather than use the COP, the PIR is 
taking into account the influence of the ambient conditions leading to a more meaningful 
comparison when analyzing the performance of systems working under different operating 
conditions. Lower PIR values mean better system performance as the real cycle performs 
closest to the ideal Carnot cycle. 
4.3 System modifications 
4.3.1 Modification of differential pressure valve: Oil Management 
There have been some problems in the past with three parallel compressors running at 
high capacity (when AC load has a considerable weight in the total load) and high ambient 
temperature that led some of IT compressors to shut down.  As it can be seen in Figure 4.4, a 
differential pressure valve of 3 bar is installed in the line that goes from oil receiver to liquid 
receiver. The main purpose is to deliver enough oil to the parallel compressors to maintain 
proper lubrication, and the effectiveness is based on which parameters are set in the system 
control ServiceTool under the voice “Oil Management”. The first idea was to take out the 
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differential pressure valve of 3 bar and replace it with another valve of 10 bar. Thus, the oil-
receiver can operate at a higher pressure level, being able to deliver a sufficient amount of oil 
to the parallel compressors. 
 
Figure 4.4: Illustration of the differential pressure valve replaced in the 
system. 
Other arrangements have been tested and they will be presented later in detail. It is worth 
to mention that the differential pressure at which the valve is set depends on how much tight 
is the valve itself, and its behavior is strongly affected by a pressure range defined by two 
pressure values, called cut in and cut out pressure. Thus, after testing for the desired pressure, 
if additional adjusting is required, the valve can be tightened more as illustrated in Figure 4.5. 
 
Figure 4.5: Cracking pressure adjustment. 
 
4.3.2 Implementation of the pivoting automatic control system 
One of the two main purposes of the thesis is testing of the pivoting compressors. In 
order to test them, an automatic control using switches installed in each actuator at the inlet 
line of each compressor is used. Therefore, the control passed from a manual to electronic 
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control. The control used in the past is no longer valid since the solenoid valve-check tandem 
used before has been substituted by two ball valves upstream of each compressor (Figure 
4.6). 
 
Figure 4.6: Layout of the compressor pack considering MT – IT 
compressors. 
The logic of automatic control is such that only one valve upstream of each compressor 
can be opened at a time. 8 switches are needed, since E – 111 and E – 211 are always working 
as MT and IT compressor, respectively. The pivoting principle can be employed even for LT 
compressors (Figure 4.7), but in that case, the discharge pressure can be changed from MT 
evaporating pressure to receiver pressure, leading to higher power consumption in the LT 
compressor pack due to higher pressure ratio. 
 
 
Figure 4.7: LT pivoting principle employed in the test-rig. 
 
In conclusion, 10 switches are needed, all of them bought from Belimo. The 
commutation time has been tested in the lab, ensuring a no long time before to change the 
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inlet suction line in each pivoting compressor. The electric system employed is quite simple: 
with only one signal the commutation from MT to IT occurs, or vice versa depending on the 
load and operating conditions. 
The electric scheme is illustrated in Figure 4.8: 
 
Figure 4.8: Electric scheme employed in the SuperSmart to control the 
suction line of each pivoting compressor. 
  
The process is dealing in the following way: 
• With only one signal, the shut-down of a valve of whichever compressor occurs, and 
when the valve reaches an opening degree equal to zero, a signal is sent to the other 
compressor’s valve (depending on which valve is been closed firstly) 
• The commutation follows the rule for which the valve has first to be close, and 
afterward, the other valve will open in order to not have two different suctions 
pressure in contact 
• As illustrated in figure upstream, the port S2 of each valve is connected to the port S3 
of the other valve, enabling the commutation and the desired logic 
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5 Oil Management  
This chapter presents the challenges coming out of oil management with parallel 
compressors, at high ambient temperatures with air conditioning needs. The implementation 
of a differential pressure valve has been investigated, with different configurations looking 
for the best arrangement to ensure proper oil feeding to the compressors. 
5.1 Oil Management 
5.1.1 Previous layout 
It is worth to mention before starting that the issue related to the parallel compressors 
was wrongly attributed to a proper oil feeding. In fact, after the test campaign with the 
pivoting compressors, the problem came out and it has been identified because of the lower 
current set in the inverter (difference inverter – metal plate in the compressors), hence each 
time the capacity raises above a certain level due to the limit previously set the compressor 
shut down. Anyhow, the tests carried out have been useful to find a configuration that leads 
to more reliable and efficient oil management. The original layout (Figure 5.1) failed to keep 














































































The purpose of the tests was basically to compare different oil management solutions 
trying to improve the oil return from oil receiver to compressors, which is important to ensure 
proper lubrication and a continued supply of the refrigerating load and air conditioning 
without any interruption, enhancing if possible the overall system performance. 
5.2 Tests conditions and different layout investigated 
The conditions for the experiments are presented in Table 5.1: Experimental conditions. 
Table 5.1: Experimental conditions. 
Parameter Simulation 
Gas cooler outlet temperature  30 & 35 °C 
MT evaporating temperature -8 °C 
MT load 20 kW 
AC load 45 kW 
Receiver pressure 39 bar 
 
The different layouts tested aim at performing an experimental campaign to evaluate the 
configuration such to ensure proper lubrication of IT compressors, having a look to the 
“howling cat” which is a noise occurring each time the check valve is activated. It has been 
specifically required to consider it since the feedback from the customers said it was an issue 
to be a viable solution long-term. 
The different layouts are illustrated in Figure 5.2. A summary that describes the different 
arrangements is the following: 
• The first test (a): V671 is open, while V672 and V673 are closed. Only the differential 




• The second test (b): V671 is closed, while V672 and V673 are opened. In this case, 
the new valve installed with higher differential pressure is regulating the oil feeding 
to the compressors (cut in pressure = 6 bar, cut out pressure = 8 bar) 
• The third test (c): The valve with a differential pressure of 7.2 bar is working in 
parallel with an orifice of 1 mm. Two tests have been carried out with a cut in and cut 
out pressure equal to 4 and 6 bar respectively. The screw in the check valve used in 
the third test was adjusted, unscrewing 1.5 turns 
• Fourth test (d): Only the check valve has been tested, therefore V671 open while V672 
and V673 closed 
  
  
Figure 5.2: Different layouts tested in the SuperSmart-Rack. a) Old arrangement 
with a check valve of 3 bar pressure difference. b) The check valve of 7.2 bar is 
operating in series with the orifice of 1 mm. c) The check valve of 7.2 bar is 
operating in parallel with the orifice. d) The check valve of 7.2 bar is working alone. 
For each case the test has already shown in Table 5.1, requires the evaluation at two 
different gas cooler outlet temperature, nevertheless, it is clear at a higher temperature high 






















































































































































































































































is necessary. It is worth specifying which is the meaning of cut in and cut out pressure. The 
cut-in pressure is the pressure at which the indication of flow occurs every time the pressure 
decreases to a lower value, forcing the flow from the oil separators to the oil receiver to 
pressurize it. The cut-out pressure is the upstream pressure at which there is no indication of 
flow, meaning that each time the pressure in the oil receiver goes above the cut-out pressure, 
the solenoid valves connection oil separators and oil receiver close. 
5.2.1 Experimental results 
The experimental data collected from the laboratory have been summarized in the 
following graphs, focusing on the stable operating conditions reached over all the tests and 
the oil-CO2 mass flow detected by the mass flow meter FI-I-814. Each test will be analyzed, 
concluding that from the performance point of view the last solution with only a check valve 
of 7.2 bar in operation is the best.  
In the first test (a), constant pressurizing of the oil receiver is needed, and the larger mass 
flow rate peaks when the oil separator switch indicates oil presence. If the cut-out pressure is 
higher than the pressure difference at which the valve is set (depending on how many turns it 
has been screwed), the check valve is open relatively often and as consequences, the solenoid 
valves need to open often to compensate and keep the pressure above the cut-in pressure. The 
solenoid valves open for two reasons: there is enough oil to be removed from the oil separator 
or the pressure in the oil receiver is too low compared to the liquid receiver, lower than the 
cut-in pressure, and it needs to be compensated.When the pressure in the oil receiver increases 
due to the higher mass flow rate (oil-CO2), the check valve opens enabling the flow to stabilize 




Figure 5.3: Mass flow detected by mass flow meter located between oil – 
liquid receiver, gas cooler outlet temperature, and pressure difference oil – 
liquid receiver (First test at 30 °C). 
The case at 35 degree shows a more frequent opening of the check valve (Figure 5.4): 
 
Figure 5.4: Mass flow detected by mass flow meter located between oil – 
liquid receiver, gas cooler outlet temperature, and pressure difference oil – 
liquid receiver (First test at 35 °C). 
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In the second test (b), the check valve with a pressure difference of 7.2 bar is working in 
series with an orifice of 1 mm, since the usual problem with check valves is that they are 
never completely tight. Thus, in case of check valve failure, there would be always the 
pressure difference coming from the orifice but not a continuous bleeding from the oil 
receiver to the liquid receiver in the case of the appropriate functioning of the check valve, 
which is not beneficial from the performance point of view. In Figure 5.5 is illustrated how a 
constant pressurizing is not needed in this case, as well as no opening of solenoid valves from 
oil separators. 
Figure 5.5: Mass flow detected by mass flow meter located between oil – 
liquid receiver, gas cooler outlet temperature, and pressure difference oil – 
liquid receiver (Second test at 30 °C). 
When the heat rejection pressure increases due to higher gas cooler outlet temperature, 
the pressure difference, in this case, is pretty constant and the increase of mass flow is because 
one of the oil separators is probably full of oil and it delivers this oil into the liquid receiver. 
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This can be seen in Figure 5.6 since the oil receiver is depressurized because the check valve 
vents pressure from the oil receiver to the liquid receiver. The pressure difference is never 




Figure 5.6: Mass flow detected by mass flow meter located between oil – 
liquid receiver, gas cooler outlet temperature, and pressure difference oil – 
liquid receiver (Second test at 35 °C). 
The third test (c) consists of applying an orifice in parallel with the check valve. In this 
case, the idea is to use the check valve as a safety device in the event where the orifice nozzle 
is overburdened by several solenoid valves opening on the oil separators at the same time. 
Being the orifice on one hand a solution to prevent the noise coming from the check valve 
when it is in operation, on the other hand leads to the worst performance. This is easily 
explainable looking the PID in the appendix: a continues flow means the refrigerant is 
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throttled from the high pressure to the oil receiver (through the solenoid valves) and then to 
the liquid receiver, after that the refrigerant is sucked by the IT compressors and then 
recompressed consuming additional energy. Figure 5.7 and Figure 5.8 are illustrated the case 
with cut-in and cut-out pressure equal to 4 and 6 bar, at 30 and 35 °C at the gas cooler outlet 
respectively. 
Figure 5.7: Mass flow detected by mass flow meter located between oil – 
liquid receiver, gas cooler outlet temperature, and pressure difference oil – 




Figure 5.8: Mass flow detected by mass flow meter located between oil – 
liquid receiver, gas cooler outlet temperature, and pressure difference oil – 
liquid receiver (Third test at 35 °C). 
The last arrangement investigated (d) results to have the best performance. As it is 
illustrated in Figure 5.9, this solution has a stable pressure difference. The mass flow meter 
detects some oil coming from the oil separator. When this happens, the pressure difference 
went above the cut-out pressure set in the check valve This is beneficial from two points of 
view: first is the less noise caused by the check valve in operation, the second one is the 
performance. As already explained, less refrigerant is throttled from the oil receiver to the 
liquid receiver lower the power consumption is due to the re-compression of the refrigerant. 
At 35 °C, Figure 5.10 is showing more peaks. Whenever the gas cooler exit temperature 
increases, the capacity required to cover the loads increases too, and more compressors are 





Figure 5.9: mass flow detected by mass flow meter located between oil – 
liquid receiver, gas cooler outlet temperature, and pressure difference oil – 





Figure 5.10: mass flow detected by mass flow meter located between oil – 
liquid receiver, gas cooler outlet temperature, and pressure difference oil – 
liquid receiver (Fourth test at 35 °C). 
5.2.2 Conclusions 
In this chapter, oil management is illustrated first presenting the different solutions 
investigated until to get the best one that ensures better performance and a stable pressure 




6 Pivoting compressors: Simulation and 
experimental results 
In this chapter, the numerical model is presented at first. Later the numerical and 
experimental results are presented. First, the numerical model presents the combinations to 
adopt when switching of compressors is applied and not, and after that, the experimental 
results have been widely analyzed. A comparison for the validation of the numerical work 
has been carried out with the experimental results, highlighting the principle differences 
coming out, trying to explain the possible reasons. Furthermore, a numerical analysis at part 
load has been done considering the real behavior of components as IHX, ejector, etc. tested 
in the lab to have numerical results closest to what could be got in the test-rig. All case studies 
will include the analysis of the experimental results considering the uncertainty. 
6.1  Pivoting compressors 
6.1.1 Numerical model description 
In order to set up a numerical model, a simple two-stage compression cycle has been 
studied at the beginning. The system contains three sets of compressors (LT, MT, IT), high-
pressure control devices (HPV and EJMT), throttling valves at the inlet of evaporators, a gas 
cooler section, an IHX, a desuperheater at the outlet of LT compressor discharge and a liquid 
receiver (Figure 6.1). 
 



























































The refrigerant follows the following path: 
• In the liquid receiver, the liquid is stored at the bottom, where it is taken and 
throttled before entering the evaporators (LT and MT). The vapor is sucked by the 
IT compressors, and before entering it is heated up through the internal heat 
exchanger. 
• The superheated vapor at the outlet of the LT evaporators is compressed and 
because of the high temperature at the LT compressor discharge is cooled down 
in the desuperheater. After that, it is mixed with the vapor coming out from MT 
evaporators, and after compressed by MT compressors to the high-pressure. 
• The discharge of the LT compressors can be connected to either the MT 
compressors suction line or the IT compressors suction line (LT pivoting). 
• The pressure in the liquid receiver is maintained constant thanks to the IT 
compressors, that suck the vapor from it, or by the flash gas bypass valve. State-
of-the-art systems have IT compressors dedicated to this purpose. If the pivoting 
technology is applied, it is possible to switch one or more compressors (pivoting) 
from the IT to the MT section or vice versa thanks to the automatic control 
employed in the test-rig. 
• After the compression, the refrigerant is condensed (subcritical operation) or - 
cooled down (transcritical operation) and the high-pressure is controlled by the 
HPV or EJMT. 
6.1.2 Parameters and equations in the case study 
Process equations and parameters during calculation are described in the following 
equations. It is worth to mention that some assumptions have been made to build the model, 
they will be presented in the next sub-chapter. The description will follow the arrangement 
of the components in the system: 
• Evaporators: for LT and MT evaporators the cooling capacity is shown in (6.1): 
?̇?𝑒𝑣𝑎𝑝 =  ?̇?𝑖,𝑒𝑣𝑎𝑝 ∙ (ℎ𝑖,𝑒𝑣𝑎𝑝,𝑜𝑢𝑡 −  ℎ𝑖,𝑒𝑣𝑎𝑝,𝑖𝑛) (6.1) 
where mi,evap is the refrigerant mass flow, hi,evap,out and hi,evap,in are outlet and inlet 
refrigerant enthalpy of each evaporator. 
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• Ejector: the entrainment ratio and the ejector efficiency must be implemented 
using (6.2) and (6.3): 






𝜂𝑒𝑗𝑒𝑐𝑡𝑜𝑟 =  𝜙𝑀 ∙
ℎ𝑠𝑛,𝑜𝑢𝑡 −  ℎ𝑠𝑛,𝑖𝑛




• To simulate all the operation points, two sets of equations have been defined (energy 
and mass balance). When the ejector is dealt, a black box is considered simplifying 
the study since the mixing inside the chamber is quite complicated. The set of 
equations representing the mass balance is the equation ((6.4) to (6.10)): 
• Liquid receiver: 
?̇?𝑡𝑜𝑡 =  ?̇?𝑙𝑖𝑞 +  ?̇?𝑣𝑎𝑝  (6.4) 
 
where knowing the vapor quality value is possible to evaluate the total mass flow in the 
system (motive flow in the case with ejector) and amount of vapor which is a function of the 
gas cooler outlet temperature, high pressure and subcooling degree. Since the loads and 
evaporating temperatures are given, the liquid mass flow is already defined. Therefore: 
?̇?𝑣𝑎𝑝 =  ?̇?𝑡𝑜𝑡 ∙ 𝑥𝑟𝑒𝑐𝑒𝑖𝑣𝑒𝑟   (6.5) 
?̇?𝑙𝑖𝑞 =  ?̇?𝑡𝑜𝑡 ∙ (1 −  𝑥𝑟𝑒𝑐𝑒𝑖𝑣𝑒𝑟)  (6.6) 
?̇?𝑙𝑖𝑞 =  ?̇?𝑀𝑇,𝑒𝑣𝑎𝑝 + ?̇?𝐿𝑇,𝑒𝑣𝑎𝑝 (6.7) 
and when the ejector is in operation, the total mass flow considered is the mdischarge 
(outlet of ejector) and the vapor quality to be considered is now a function of the enthalpy 
of the mass flow discharged by the ejector (at the receiver pressure). 
• Inlet MT compressors (LT discharge to MT pressure):  
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?̇?𝑀𝑇,𝑐𝑜𝑚𝑝 =  ?̇?𝑀𝑇,𝑒𝑣𝑎𝑝 +  ?̇?𝐿𝑇,𝑒𝑣𝑎𝑝  (6.8) 
in the case where the high pressure is controlled by HPV. When the ejector is regulating the 
high pressure and entrain some refrigerant from the outlet of the MT evaporators, the mass 
and energy balance as well will change at the inlet of MT compressors: 
?̇?𝑀𝑇,𝑐𝑜𝑚𝑝 =  ?̇?𝑀𝑇,𝑒𝑣𝑎𝑝 +  ?̇?𝐿𝑇,𝑒𝑣𝑎𝑝 −  ?̇?𝑠𝑢𝑐𝑡𝑖𝑜𝑛  (6.9) 
• Ejector: 
?̇?𝑚𝑛 +  ?̇?𝑠𝑛 =   ?̇?𝑑𝑖𝑠𝑐ℎ𝑎𝑟𝑔𝑒   (6.10) 
Moreover, in this case, the total mass flow entering the mass and energy balance of the liquid 
receiver is the mass flow discharged by the ejector, considered as already explained before a 
black box with two streams entering and one exiting. 
Regarding the energy balance, the same number of equations are set here: 
• Liquid receiver (with HPV): 
?̇?𝑡𝑜𝑡 ∙ ℎℎ𝑜𝑡,𝑜𝑢𝑡 =  ?̇?𝑙𝑖𝑞 ∙ ℎ𝑙𝑖𝑞 + ?̇?𝑣𝑎𝑝 ∙ ℎ𝑠𝑎𝑡,𝑟𝑒𝑐 (6.11) 
When ejector is regulating the high pressure, the previous equation becomes: 
?̇?𝑑𝑖𝑠𝑐ℎ𝑎𝑟𝑔𝑒 ∙ ℎ𝑑𝑖𝑠𝑐ℎ𝑎𝑟𝑔𝑒 =  ?̇?𝑙𝑖𝑞 ∙ ℎ𝑙𝑖𝑞 +  ?̇?𝑣𝑎𝑝 ∙ ℎ𝑠𝑎𝑡,𝑟𝑒𝑐 (6.12) 
• Inlet MT compressors: 
?̇?𝑀𝑇,𝑒𝑣𝑎𝑝 ∙ ℎ𝑒𝑥𝑖𝑡,𝑀𝑇 +  ?̇?𝐿𝑇,𝑒𝑣𝑎𝑝 ∙ ℎ𝑑𝑖𝑠𝑐,𝑑𝑒𝑠𝑢𝑝,𝐿𝑇 =  ?̇?𝑀𝑇,𝑐𝑜𝑚𝑝 ∙ ℎ𝑠𝑢𝑐,𝑀𝑇 (6.13) 
The only difference when ejector employed, is the mass flow coming out from the MT 
evaporator since some refrigerant is sucked by the ejector. 
(?̇?𝑀𝑇,𝑒𝑣𝑎𝑝 −  ?̇?𝑠𝑛) ∙ ℎ𝑒𝑥𝑖𝑡,𝑀𝑇 +  ?̇?𝐿𝑇,𝑒𝑣𝑎𝑝 ∙ ℎ𝑑𝑖𝑠𝑐,𝑑𝑒𝑠𝑢𝑝,𝐿𝑇
=  ?̇?𝑀𝑇,𝑐𝑜𝑚𝑝 ∙ ℎ𝑠𝑢𝑐,𝑀𝑇 
(6.14) 
• Internal heat exchanger: here, without considering any guess value of effectiveness 
(which is usually around 0.7), the energy balance has been considered ensuring the 
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heat released by the total mass flow at gas cooler outlet is the same heat absorbed by 
the vapor sucked by IT compressors. In the case of HPV: 
?̇?𝑡𝑜𝑡 ∙ (ℎ𝑔𝑐,𝑜𝑢𝑡𝑙𝑒𝑡 −  ℎℎ𝑜𝑡,𝑜𝑢𝑡) =   ?̇?𝑣𝑎𝑝 ∙ (ℎ𝑠𝑢𝑐,𝐼𝑇 −  ℎ𝑠𝑎𝑡,𝑟𝑒𝑐) (6.15) 
where hgc,outlet, hhot,out, hsuc,IT, hsat,rec are the enthalpy at the gas cooler outlet, at the outlet of the 
IHX (hot side), at the suction of the parallel compressors (outlet cold side), at the receiver 
pressure (saturated) respectively. With ejector in operation, the denomination changes a little, 
but the meaning is the same: 
?̇?𝑚𝑛 ∙ (ℎ𝑔𝑐,𝑜𝑢𝑡𝑙𝑒𝑡 −  ℎ𝑚𝑛,𝑜𝑢𝑡) =   ?̇?𝑣𝑎𝑝 ∙ (ℎ𝑠𝑢𝑐,𝐼𝑇 −  ℎ𝑠𝑎𝑡,𝑟𝑒𝑐) (6.16) 
• Ejector: 
?̇?𝑚𝑛 ∙ ℎ𝑚𝑛,𝑜𝑢𝑡 +  ?̇?𝑠𝑛 ∙ ℎ𝑠𝑛,𝑖𝑛 =  ?̇?𝑑𝑖𝑠𝑐ℎ𝑎𝑟𝑔𝑒 ∙ ℎ𝑑𝑖𝑠𝑐ℎ𝑎𝑟𝑔𝑒 (6.17) 
Here they have not mentioned all the links between the different variables (isenthalpic 
process, temperature as a function of enthalpy-pressure, etc.). Acquiring all the parameters 
above, the refrigeration unit can be simplified evaluating at the same time the mass flows that 
will be displaced by the three different compressor stages. Those values will be used later to 
find the suitable combination of compressors able to displace that mass flow rate. The 
polynomial equations (Bitzer) have been used to calculate the mass flow elaborated and the 
power consumption of each type of compressor, even for the VSD compressors where the 
change in frequency must be taken into consideration. The following equation is used to 
calculate the swept volume at any frequency (n): 
?̇?(𝑛) =  ?̇?(50 𝐻𝑧) ∙
𝑛 ∙ 30 − 50
1450
 (6.18) 
At 50 Hz the rotation speed is 1450 rpm, considering asynchronous motor. 
 
6.1.3 Assumptions used in the model 
Multiple assumptions have been used for the simulation. They can be summarized as 
follows: 
• Mass flow through the evaporators (LT and MT) are independent of the system having 
ejector or HPV. 
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• Steady-state conditions have been considered, all the mass flow coming into the liquid 
receiver can be split into two mass flows considering the quality. 
• MT compressor gets mass flow rate from LT and MT evaporators, IT compressors 
handle the vapor in the receiver. 
• Constant efficiency of the ejector has been considered, and the entrainment ratio will 
be calculated consequently as soon as the conditions in the motive are known 
• The refrigerant sucked by ejector (suction flow) is considered as saturated vapor (see 
ejector efficiency equation, Figure 4.3). 
• The evaporating and receiver pressure are set to constant values. 
• The heat rejection pressure is defined using the program “CO2 simple stage cycle” 
(https://www.ipu.dk/products/simple-one-stage-co2) for the transcritical cycle, while 
for the subcritical cycle a subcooling of 3 K is taken (i.e. gas cooler outlet temperature 
= 15 °C, the condensing temperature is 18 °C and therefore the high-pressure is the 
saturated pressure at the condensing temperature). 
A criterion has been followed in the numerical analysis. Because the suitable compressor 
combination is chosen making a comparison between the mass flow calculated using the 
polynomial equation and the mass flow evaluated in the model implemented in EES, 
sometimes it happens that a certain compressor combination can displace a mass flow which 
is a bit lower than the design one. Therefore, two approaches have been considered: 
• Increasing of evaporating temperature within 0.2 K of the setpoint is allowed, 
reducing in this way a little the pressure ratio helping the compressor to displace more 
vapor 
• If the difference between mass flow rate from the thermodynamic analysis and the 
polynomial equations is within 1% of the mass flow rate from the thermodynamic 
analysis, the compressor combination is considered good enough 
• For the parallel compressors, an increment of 0.5 bar maximum is still acceptable to 
compress all the vapor coming from the liquid receiver. 
6.1.4 Objectives of the numerical model 
The purpose of the numerical model is to investigate which is the most suitable 
compressor’s combination that allows us to maintain constant the evaporating temperature at 
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two different levels (LT and MT) supplying the refrigerating load. Numerically the study has 
been conducted concerning different scenario: 
• Numerical analysis of the refrigeration unit at different gas cooler outlet temperature, 
with different devices for controlling the high-pressure 
• Mass flows calculated through the model are the reference values to compare them 
with the mass flows obtainable combining different compressors (using polynomial 
equations to evaluate mass flow and power consumption) 
• The comparison is done considering the test-rig with three MT and three IT 
compressors, as well as one MT and one IT plus some compressors that are acting as 
pivoting (switch of the suction line thanks the automatic control installed) 
• The analysis is done for a different scenario, being one combination of the pivoting 
compressor not suitable for a lower temperature 
• Investigation on the LT pivoting, seeing if it is possible to get some advantages to 
discharge the LT mass flow to a higher pressure (receiver pressure), unloading the 
MT compressors which are working with higher pressure ratio than parallel 
compressors 
• The numerical comparison between parallel compression cycle and booster cycle 
operating with the FGV. 
6.1.5 Input data 
Multiple tasks have been investigated in this Master Thesis. The main task was to prove 
theoretically and experimentally if the switching of compressors allowed reducing the total 








Table 6.1: Initial parameters used to simulate the refrigeration unit. 
Initial Conditions 
MT evaporation temperature -8 °C 
LT evaporation temperature -30 °C 
Superheating (MT and LT) 8 K 
Receiver pressure 36 bar 
Gas cooler outlet temperature 35 (30, 25, 20, 15, 10) °C 
MT Load 60 kW 
LT Load 15 kW 
Temperature after desuperheater 25 °C 
Ejector efficiency 30 % (at 35-30 °C), 20% (at 25 °C) 
 
6.1.6 Experimental work 
Based on the cases investigated numerically, several tests have been conducted to 
validate the numerical results. Since at 35 °C, the capacity required is the highest possible 
giving information on how many compressors must be installed in the test-rig, it has been 
considered as the main case. Furthermore, being at lower gas cooler outlet temperature the 
capacity required on the parallel compressors and the ability to displace mass flow higher 
both on the IT and MT side lower due to the lower pressure ratio, it might be necessary to 
have a compressor that has not been installed. This to explain that is important to check case 
by case in which compressors are needed. The test campaign is shown in Table 6.2, 




Table 6.2: Test chosen for the experimental work. 






35 Yes Yes 
30 Yes Yes 
25 Yes Yes 
20 Yes No 
 
6.2 Theoretical system performance 
6.2.1 Calculation results and analysis 
The calculation process was conducted through EES. Steady-state calculations are 
considered in the model. As already explained, higher is the gas cooler outlet temperature 
higher is the amount of vapor to be sucked by parallel compressors to maintain the receiver 
pressure constant, increasing the number of compressors dedicated to the parallel section, 
mostly if AC load would be considered.  Vice versa, in colder days with no AC load and with 
FGV in operation, the capacity installed on the MT side could be too low to meet the MT 
load, or such as to meet the load with low efficiency due to the frequency at which the VSD 
compressor is running. In the warmer period, the ejector can deliver some refrigerant to the 
suction of the parallel compressors allowing a power consumption reduction due to the 
unloading of MT compressors, or at least no deterioration of the COP at the lowest 
temperature at which it can be used. Hence, the ejector is regulating the high-pressure at 25, 
30, 35 °C, even though HPV can always do the job. 
The numerical results, showing which compressors are used and in which section, have 
been plotted afterward. At each temperature, there will be a comparison between the system 
equipped with pivoting compressors and without them, with different colors indicating in 










E – 321 Compressor 1 LT LT 
E – 311 [30-70 
Hz] 
Compressor 2 LT LT 
E – 111 [30-80 
Hz] 
Compressor 3 MT MT 
E – 121 Compressor 4 MT MT/IT 
E – 131 Compressor 5 MT MT/IT 
E – 211 [30-80 
Hz] 
Compressor 6 IT IT 
E – 221 Compressor 7 IT IT/MT 
E – 231 Compressor 8 IT IT/MT 
As can be seen, compressors 4, 5, 7, 8 can be pivoting compressors. During the analysis, 
the results have shown that different combinations of pivoting can be adopted to supply the 
design loads but moving towards a pair of pivoting compressors with certain features in terms 
of displacement might be smarter to cover the partial load with better performance. As it 
would be expected, the power consumption increases as the heat rejection temperature raise, 
and the number of compressors needed to cover the load might be higher especially when the 
multi-ejector block is regulating the high-pressure. This is understandable since when the 
ambient temperature is very low, all the load is covered by MT compressors, while when the 
ambient temperature increases a much larger share of the load is transferred to the parallel 
section requiring the installation of big compressors that will be used only for few hours 
during the year, increasing the total cost of the system, the unused capacity, maintenance 
costs and footprint. 
According to the analysis above, the following combinations have been found 
numerically (considering a system with pivoting and not). The energy consumption, as well 
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as the capacity, required increases drastically when gas cooler outlet temperature and high-
pressure are both at a high level. A suitable pair of pivoting compressors is (E – 131 + E – 
221) and afterward is illustrated how a compressor or more of them must be added to the 
compressor pack as the gas cooler outlet temperature raises. Figure 6.2 shows the results at 
gas cooler outlet temperature equal to 10 °C: 
Figure 6.2: Compressors combination (HPV vs HPV + PIV) at gas cooler 
outlet temperature = 10 °C. 
It is worth to mention that the LT compressor pack is working in the same way in both 
cases since the discharge and the operating conditions do not change. Having E – 221 as 
pivoting, allows to not use E – 121 getting better performance on the compressor E – 111 
(with VSD) since it is running close to the nominal frequency of 50 Hz, which could be 
considered the frequency at which the efficiency of the compressor is higher. As can be seen, 
the unused capacity is quite larger in the system without pivoting but this will be easily 
understood when the case at 35 °C will be presented. Furthermore, being the amount of vapor 
too low for the minimum capacity of the parallel compressors (taken into consideration even 
the minimum pressure ratio at which they can work) these compressors are turned off and the 
flash-gas bypass valve (FGV) regulates the pressure in the liquid receiver, expanding the 
vapor to the suction of MT compressors. 
When the gas cooler outlet temperature reaches 15 °C (Figure 6.3), the FGV is still 
throttling the vapor from the receiver pressure to the MT evaporating temperature, hence only 
LT – MT compressors are in operation. Clearly, with a slightly higher pressure ratio and 
amount of vapor throttled, the capacity raises but still the same compressors used before are 
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employed, and the controller speeds up the active VSD-compressor. As already said, more 
and more capacity is necessary when the ambient temperature gets warmer. 
Figure 6.3: Compressors combination (HPV vs HPV + PIV) at gas cooler 
outlet temperature = 15 °C. 
When the gas cooler outlet temperature reaches 20 °C (Figure 6.4), the parallel 
compressor E - 211 is in operation at low speed. Anyway, since the rotational speed is not at 
the minimum level, it means that there will be a temperature in the range 15-20 °C where E 
– 211 is running at the lowest speed (30 Hz) that should be around 17 °C. 
Figure 6.4: Compressors combination (HPV vs HPV + PIV) at gas cooler 




The compressor E – 111 is running at the lowest speed than at lower gas cooler outlet 
temperatures because of the parallel compressors. The pressure ratio is higher, however, the 
FGV was throttling such amount of vapor increasing the capacity required on the MT level 
at 15 °C. 
At 25 °C gas cooler outlet (Figure 6.5), the system could regulate the high-pressure with 
the multi-ejector block. The theoretical analysis has been carried out both with HPV even at 
high ambient temperatures, and with the HP multi-ejector. It is remarkable to mention that 
the total displacement is referred to as the total number of compressors installed in the system, 
which is dependent on the system arrangement. Therefore, the main analysis considers HP 
multi-ejector as a high-pressure control device. When the only HPV is employed, no 
difference is noticed since the number of compressors to install is the same, as well as the 
unused capacity in each case. This is illustrated in Appendix F. 
Figure 6.5: Compressors combination (EJ vs EJ + PIV) at gas cooler outlet 
temperature = 25 °C. 
At these operating conditions, the ejector cannot entrain as much refrigerant as in warmer 
ambient temperatures, and therefore the unloading of the MT compressors is more contained 
but however, one MT compressor is switched-off (E – 121 without pivoting, E – 221 switched 
from MT to IT side with pivoting). The same compressors combination has been obtained 
both with and without the pivoting principle. The difference in height occurs because of the 
different capacity installed in the system; as already said, the pivoting compressors enables 
greater flexibility in terms of ability to follow the actual load profile by switching the 
compressors from one operating condition to the other and as consequences a better use of 
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the capacity install as expected. Moreover, since the analysis is based on the polynomial 
equations which have uncertainty as stated by the standard EN12900, it might be that if the 
compressor equipped with VSD is running almost at full speed and experimentally the mass 
flow to displace is a bit higher than what it was expected, one more compressor should be 
switched on to avoid any increment in terms of evaporating temperature or receiver pressure. 
When the gas cooler outlet temperature reaches 30 °C (Figure 6.6), an increasing amount 
of refrigerant is pre-compressed to receiver pressure by the ejector leading to the following 
scenario: 
Figure 6.6: Compressors combination (EJ vs EJ + PIV) at gas cooler outlet 
temperature = 30 °C. 
Without the pivoting, a big compressor must be installed in the parallel section to face 
the increment of refrigerant to compress. This is the main issue: because of this compressor 
that is going to be used only for few operating hours, the unused capacity increases drastically 
while when the pivoting compressors are used, the MT load can be supplied increasing the 
rotational speed of E – 111 and switching E – 131 to parallel compressor to keep under control 
the receiver pressure, but saving a compressor. 
The most important operating condition occurs at 35 °C (Figure 6.7). Here, is the amount 
of vapor to compress very high, a lot of capacity is needed in the parallel section (depending 





Figure 6.7: Compressors combination (EJ vs EJ + PIV) at gas cooler outlet 
temperature = 35 °C. 
The entrainment ratio is the most important parameter since it is an index of how much 
the MT compressors are unloaded due to the ejector. Only one MT compressors are 
theoretically needed because they are heavily unloaded due to the good ejector performance. 
Because of the pivoting, E – 131 can be used as a parallel compressor together with E – 221, 
while the LT compressors are operating in the same way since load and working conditions 
are not changed. A summary of all the cases is in Figure 6.8: 




The unused capacity is much larger in the case without pivoting and the reasons for that 
are already explained. Considering the case where HPV is the high-pressure control device, 
it does not bring any advantage to have pivoting because of the same number of compressors 
in the test-rig. This is a consequence of the load split on the MT-IT side differently than what 
happens with the multi-ejector block, requiring three MT compressors and two IT 
independently of the use of pivoting or not (the only difference resides on how the 
compressors could be arranged in the two different compression sections). Therefore, the 
system with multi-ejector block involves much larger loads to the parallel section and vice 
versa under changing operating conditions, and when the unit is not flexible as it should be 
the investment costs increase drastically. It is important to understand that, because of the 
expense of ejector, the customers have the purpose to save as much energy as possible to 
repay the investment but because of the poor flexibility of the refrigeration unit the costs rise 
even more due to the large capacity needed on the IT section in warm ambient condition, and 
large capacity on the MT section under colder ambient conditions. 
Figure 6.9: Compressor combinations under different operating conditions, 
and with different high-pressure control devices. The denomination “Ej” has 
been used even at 20, 15, 10 °C even though HPV is regulating the high 
pressure. LT compressors indicated with diagonally patterned lines, MT 
compressors with a solid fill, IT compressors with “diamond-grid lines”. 
In Figure 6.9 the numerical results have been plotted highlighting on the right side how 
many compressors are needed to cover the design load under different climatic conditions, 




• The system with HPV does not take any advantage of pivoting, i.e. the same number 
of compressors must be installed. Furthermore, as it was stated as one of the main 
points of the analysis, no degradation has been recorded when pivoting compressors 
are in operation, hence the power consumptions are almost the same with and without 
“pivoting” (Figure 6.10). A deep analysis will be presented after dealing with the 
experimental results with a focus on the performance of the compressors. Being the 
COP defined easily as the ratio between the refrigerating load and the power 
consumption, a slight difference in the power consumptions leads to small changes in 
the COP when different solutions are considered 
• The multi-ejector system due to the large shift of capacity, without the implementation 
of the pivoting principle, leads to larger investment costs, reduced effectiveness in the 
use of the capacity, lower system compactness 
• Multi-ejector system equipped with pivoting compressors enables to reduce further 
the number of compressors installed in the test-rig, saving two compressors and 
getting all the advantage coming out from the implementation of the ejector 
technology rather than those coming from HPV use 
Figure 6.10: Power consumption comparison among the different solutions. 
• It is not convenient to implement a multi-ejector block without pivoting. Besides the 
expense of the ejector itself, a much larger capacity needs to be installed. Of this 
capacity, only part of it is used leading to waste available space in the test-rig, and 




6.3 Experimental results 
As already stated in section 6.1.6, four different cases have been considered. The 
following guidelines have been taken into consideration over the analysis: 
• From the different mass flow meters, obtain the mass flows going through the 
different compressor section, as well as the refrigerant flows elaborated by the HP 
multi-ejector block 
• To get the pressure levels at the suction and discharge of the compressors, having an 
idea with which pressure ratio they are working in the case where a higher or lower 
power consumption needs to be justified 
• Gas cooler outlet temperature and high-pressure to see if the experiments have been 
conducted with stable conditions close as much as possible to the numerical analysis, 
as well as must be done with the receiver pressure 
• The suction temperature of the different compression sections, with attention to the 
IT suction side. This is strongly related to the IHX performance, which affects the 
subcooling in the system and the vapor content in the liquid receiver 
• Different power consumptions read by the power meters 
Figure 6.11: Experimental analysis with parallel compression unit (without 
pivoting) at gas cooler outlet temperature = 20 °C. 
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The theoretical results have been used to test their validity through experimental tests. 
As can be seen in Figure 6.11, the loads and mass flows are well predicted, while the high 
pressure and gas cooler outlet temperature is maintained under control over all the test. It is 
worth mentioning that the measurement time should be as long as possible to get reliable 
results. Furthermore, in the third graph on the left corner, the frequency at which the VSD 
compressors are running can be visualized, getting an idea of how far the compressor is 
working from the optimal point that can be considered to occur at 50 Hz. 
At 25 °C gas cooler outlet, the multi-ejector block could be used. Therefore, four 
different tests have been done (with HPV, with HP multi-ejector and in both cases with and 
without pivoting implemented). For simplicity and space, only two graphs indicating which 
compressor combinations are in operation and the load-mass flows in the system are plotted 
below (Figure 6.12). The case with HPV (both with and without) has not much to say: the 
mass flows elaborated are well predicted, but a small difference starts to be visible in IT mass 
flow because of the different performance of the IHX. This will be discussed later when also 
the ejector performance will be an argument of discussion. 
Figure 6.12: Experimental analysis with a multi-ejector compression unit 
equipped with pivoting compressors at gas cooler outlet temperature = 25 
°C. 
Now, the cases (EJ + PIV) at 30 (Figure 6.13) and 35 °C (Figure 6.14)  are presented. 
The discussion will take place in the next sub-chapter where the comparison experimental-
theoretical results are made. All the other cases, with HPV regulating the high-pressure and 




Figure 6.13: Experimental analysis with a multi-ejector compression unit 
equipped with pivoting compressors at gas cooler outlet temperature = 30 
°C. 
Figure 6.14: Experimental analysis with a multi-ejector compression unit 
equipped with pivoting compressors at gas cooler outlet temperature = 35 
°C. 
6.4 Comparison of experimental – theoretical results 
From the experimental results, two things can be noticed: 
• The IHX has different performance than what was expected, because of its design. 
The IHX located downstream of the gas cooler is oversized meaning that whatever 
are the mass flows through it the subcooling will be always larger than what was given 
in the simulation, affecting the suction temperature of the parallel compressors as 
well. Being the suction temperature higher, the density decreases and as consequences 
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the ability of the IT compressors to displace a certain mass flow. In the other hand, 
higher subcooling means moving further on the left side of the p-h diagram, lowering 
the amount of vapor in the receiver and unloading the IT compressors, therefore in a 
way the two things are compensated even though at very high gas cooler outlet 
temperature the difference in terms of mass flow becomes significant 
• The main discrepancy in terms of mass flow happens at 30 and 35 °C as gas cooler 
outlet temperature when the multi-ejector block is regulating the heat rejection 
pressure. In those cases, the entrainment ratio is lower than the theoretical one leading 
to a larger amount of refrigerant to be compressed by MT compressors. This could be 
explained theoretically, referring to Banasiak et al. [42]. As can be seen in Figure 
6.15, the ejector efficiency is not so different, but the entrainment ratio is in some 
cases lower by 30-40%. If the efficiency can be considered almost constant, the 
entrainment ratio degrades gradually with the increasing mass flow rate expanded, 
which happens in warmer conditions. This is related to the intensified flow 
irreversibility and therefore pressure losses that occur inside the ejector pipes meaning 
that the ejector is overcoming a higher pressure lift than what is measured. It can be 
noticed that there is a slight difference between the two experimental results (with and 
without pivoting), but this shouldn’t be wrongly attributed to the pivoting 
implementation. Being the high-pressure slightly different, the ejector is working with 
a bit high-pressure lift affecting the efficiency and entrainment ratio 
Figure 6.15: Ejector performance (theoretic vs experimental values). 
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For the reason already explained, the high-pressure profile has been studied since the 
pressure lift will be slightly difference affecting the ejector performance. In Figure 6.16 and 
Figure 6.17 the deviation in the high-pressure is defined as following (6.19): 
𝐸𝑟𝑟 =  𝑝𝐻𝑃,𝑠𝑒𝑡𝑝𝑜𝑖𝑛𝑡 −  𝑝𝐻𝑃,𝑎𝑐𝑡𝑢𝑎𝑙 (6.19) 
Therefore, when the deviation is negative the ejector is overcoming a higher pressure lift 
meaning that the entrainment ratio will be higher, being the high-pressure in the system 
increased. This concept is different from what has been discussed before when pressure losses 
inside the multi-ejector block have been considered. Being the deviation negative in the case 
of a multi-ejector system, more refrigerant is entrained in improving the ejector performance 
but moving far away from the experimental conditions (Figure 6.15). However, many factors 
may represent a reason for such differences, i.e. lower subcooling due to the different high-
pressure as well as slightly different motive flow. 
 
Figure 6.16: Deviation between the actual value and the setpoint value for 
the discharge pressure, both in a multi-ejector system with and without 
Pivoting (Tgc,outlet = 25 °C). 
 
Figure 6.17: Deviation between the actual value and the setpoint value for 
the discharge pressure, both in a multi-ejector system with and without 
Pivoting (Tgc,outlet = 30 °C). 
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Concerning only the cases with HPV at 20 °C and HP multi-ejector block for 25, 30, 35 
°C, the following comparison can point out if the pivoting compressors are really beneficial 
for the investment costs and compactness point of view, taking care of the system 
performance (no degradation in terms of COP). As already said, the prediction in terms of 
mass flow in the system is accurate when the gas cooler outlet temperature is low and when 
the high-pressure is regulated by HPV. Therefore, this can be seen in Figure 6.18 where a 
double comparison is made (experimental (HPV) vs experimental (HPV+PIV) vs theoretic 
(HPV+PIV)). The total displacement written at the top of each column is referred to as the 
system with ejector (with and without pivoting) which is related to the compressors pack 
active at 35 °C, being the main case investigated. 
Figure 6.18: Comparison experimental vs theoretical results with Tgc,outlet= 
20 °C, and multi-ejector supported system. 
To justify what has been said so far, the case with HPV is plotted. The performances 
with pivoting are well predicted, leading to a compressor pack composed of three MT 
compressors and one IT. In this case, the unused capacity is expressed in terms of m3/h, giving 
an idea of how much capacity is not utilized for such operating conditions. What is shown in 




Figure 6.19: Comparison experimental vs theoretical results with Tgc,outlet = 
25 °C, and multi-ejector supported system. 
The combinations adopted with the pivoting are not different, rather the unused capacity 
once again justifies the need to have pivoting compressors in supermarket applications. 
Furthermore, this agreement between theoretical-experimental results finds a reason in the 
ejector performance, which is almost perfectly predicted. Differently, the cases at 30-35 °C 
show a disagreement (Figure 6.20 and Figure 6.21, respectively). Since the experiments have 
been carried out first without pivoting, it had been noticed that the ejector is performing worst 
meaning that when the pivoting principle is applied only a few compressors are available in 
the compressor pack. Less refrigerant sucked by the ejector means unloading the parallel 
compressors and force the MT compressors to elaborate more refrigerant which might be a 
problem if the capacity installed in the MT section is too small. Basically, looking at the 
experimental results with the multi-ejector supported system without pivoting, the 




Figure 6.20: Comparison experimental vs theoretical results with Tgc,outlet = 
30 °C, and multi-ejector supported system. 
As plotted upstream, the entrainment ratio theoretically evaluated is larger leading the 
MT compressor pack to work with the smallest compressor (Compressor 7) and switching 
the Compressor 5 to parallel compressor. Experimentally, being the entrainment ratio lower 
the MT compressor pack able to match the load should account for the Compressor 5 instead 
of the Compressor 7. Slightly lower ejector performance leads to a different shifts in capacity 
between the compressor suction groups and greater overload of the MT compressors. This 
results in greater total power consumption because of the pressure ratio at which the MT 
compressors work, decreasing the energy saving and the COP of the refrigeration unit 
(mismatch numerical – theoretical results). 
Theoretically, the system could operate with up to three parallel compressors when the 
ejector performs best, having only one MT compressor operating at maximum capacity. 
Because of the simplicity of the numerical model and overestimation of the ejector 
performance and underestimation of the IHX performance, a disagreement result. However, 
it is still possible to supply the design load with only six compressors (installed compressor-
capacity would be identical) taking advantage of the pivoting principle. Therefore, the 
smallest compressor must be placed on the MT side, ending to use almost all the capacity 




Figure 6.21: Comparison experimental vs theoretical results with Tgc,outlet = 
35 °C, and multi-ejector supported system. 
A simplified cost-analysis can point out the benefit coming with pivoting compressors 
in an ejector-supported system. In fact, at the same time a power consumption reduction is 
obtainable due to the unloading of the MT compressors in favor of IT compressors and a 
reduction of the total number of compressors installed is achievable. Considering to not 
account the costs for heat exchangers, pipes, etc. that are almost identical independently on 
the system arrangement, only the costs of compressors and multi-ejector block (which has 
the same cost of the smallest compressor) were considered. In Figure 6.22 the concept is 
shown clearly: the highest investment costs come out with a multi-ejector supported system 
without pivoting compressors. As many times said, and prove now theoretically and 
experimentally, the power reduction is not enough to justify economically the implementation 
of ejector technology. On the other hand, a pivoting solution enables to lower by two the 
number of compressors, in this specific case that simulates a medium-size supermarket, 







Figure 6.22: Simplified cost analysis of the different configuration of CO2 
compressor rack as function of the high-pressure control device and 
implementation of the pivoting solution. 
6.5 Evaluation of the system performance with Pivoting 
solution and its potential in R744 integrated systems 
Being the LT compressor discharge delivered to the MT pressure level, the pivoting 
solution does not affect the efficiency of those compressors. Utilizing the ejectors during the 
experimental investigation significantly reduces the capacity of the MT compressors, mostly 
at high gas cooler outlet temperatures. The refrigerant vapor entrained by the ejector 
influences the volumetric and overall compressor efficiency due to the change in capacity 
and the various frequency. What it could be expected, is a degradation of the volumetric 
efficiencies of the parallel compressors when a larger amount of refrigerant is split into two 
or three compressors instead using one or two of them. The case at 35 °C has been analyzed 
(Appendix L), as well as a comparison of the overall compressor efficiency (both MT and 
IT) of a parallel compression unit and multi-ejector, supported unit. First of all, the COP must 
be evaluated, since it is an index of the power rate required to provide a certain cooling load. 
A small or no increase in a multi-ejector supported configuration might be related to the worst 
compressor performance, being the multi-ejector block and the compressor pack interactions 
very important during the refrigeration unit design. As expected, when the transcritical 
condition occurs the throttling losses become more and more important leading to a large 
deterioration in terms of COP, and the improvement coming with the ejector is present at 35-
30 °C, but not at 25 °C. A negligible COP difference has been observed between the solution 




Figure 6.23: System performance for the parallel system and multi-ejector 
system under different temperature at the gas cooler outlet. 
 
Figure 6.24: Overall efficiency of the MT and IT compressors in case of 
parallel compression unit vs multi-ejector block under equivalent 
conditions (the temperature at the outlet of the gas cooler and high 
pressure). 
In Figure 6.24 the solid black line represents the y = x equation, but most of the points 
are on the left or right side of it. Being on the right side means the parallel compression unit 
has a better overall efficiency of the compressors than with a multi-ejector supported block. 
The COP at 25 °C is slightly higher, and the reason could be given to the worst ejector 
performance at a very low gas cooler outlet temperature. As can be seen, the IT compressors 
in a multi-ejector supported unit have better efficiency but still, the power reduction is almost 
negligible. At higher heat-rejection pressure, the IT compressor pack presents better 
efficiency with ejector and lower efficiency on the MT compressor pack, pointing out one 
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more time the importance to have an efficient compressor pack. It could be considered the 
worse overall efficiency of the MT compressors a possible reason for the deterioration in 
terms of power consumption even when the ejector entrains part of the refrigerant from the 
liquid separator to the liquid receiver. 
Although the performance of the system remains almost unchanged when it is pivoting-
supported, the flexibility of the rack is finally achievable with the pivoting technology. The 
adjusted numerical model has been used to illustrate the following scenario in Figure 6.25: 
Figure 6.25: Mass flow rates and capacity of MT-IT packs under different 
operating conditions of the multi-ejector supported system without AC. 
At low gas cooler outlet temperature, the parallel compressors are not in operation and 
the flash gas is throttled by FGV from the receiver pressure to the evaporator pressure level 
overloading the MT compressors. Around 17 °C, the compressor equipped with VSD is 
running at the lowest speed as indicated in the graph. As the gas cooler outlet temperature 
raises, the amount of flash gas (orange line) increases too enabling to use of the multi-ejector 
block with a limited advantage at 25 °C because of the reduced available expansion work. 
The ejector is gradually unloading the MT compressors supporting the parallel compressors 
more and more towards higher gas cooler exit temperatures. It is interesting to follow the 
profile of the capacity of the IT-MT compressors. As already seen, the multi-ejector system 
without pivoting requires three MT and three IT compressors while when the system is 
pivoting supported the total number of compressors is reduced to four. Being the pivoting 
compressors a way to increase the flexibility of the rack, the capacity on the MT or IT 
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compressor pack is never fixed over a wide range of operating conditions meaning that it is 
varying according to the outdoor conditions or cooling load. Thus, it allows better use of the 
capacity installed as it can be seen in Figure 6.25. As normally happens when ejectors are 
implemented, the capacity of the parallel compressors increases leading to a shift in capacity 
from MT to the IT side. When the system is pivoting-supported, considering the same 
performance of the ejector, the capacity of the parallel compressors (violet line) is still 
increased but even the MT compressors capacity (red line) is maintained at high-level thanks 
to the ability to switch the suction lines. Therefore, the potential of such technology is 
noticeable:  
• Total number of compressors can be reduced, making the system more compact 
• The investment and maintenances costs are reduced 
• Extends the operating time of the compressors, since both the pivoting compressors 
(Compressor 5 and 7) are in usage at each operating condition 
• Better use of the capacity installed, without any degradations in terms of performance. 
6.6 MT load fluctuations under different operating 
conditions 
The theoretical analysis, with the model adjusted based on the experimental results 
(behavior of IHX and ejector), has proven that the combinations of pivoting compressors 
chosen (Compressor 5 and 7) can cover the partial loads. The LT load was assumed constant 
as normally happens in a supermarket application, while the MT load has some fluctuations 
that go from 100 % to 20 % of the design load. This normally happens when the supermarket 
is closed, and the design MT load no longer is supplied. All the cases can be found in 
Appendix H, highlighting how far the compressor (with VSD) is working from the optimal 
point, considered at 50 Hz. The case with a multi-ejector block is here presented in Figure 
6.26. 
Even the case with the design load has been modified considering the ejector 
performance and the subcooling due to the oversized heat exchanger downstream of the gas 
cooler unit. The pivoting compressor has a positive impact on the flexibility of the system 
even at partial load, covering with the same number of compressors all the different scenarios. 
Furthermore, having a big and small compressor as pivoting might be beneficial at partial 
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load since as it occurs at 60% of the design load the capacity in the parallel compressors falls, 
requiring less and less capacity. It is worth mentioning that if the MT load decreases, less 
refrigerant is entrained in the multi-ejector block meaning that the entrainment ratio could be 
even higher due to the lower flow irreversibility inside it. Starting from four compressors in 
the rack, it ends with only one MT and one IT at a very low partial load. 
Figure 6.26: Compressor combinations used in a multi-ejector supported 
system with pivoting solution applied under different MT loads at Tgc,outlet=35 
[°C]. 
In Figure 6.27 the capacity range covered by the four compressors installed in the system 
is illustrated. 
 
Figure 6.27: Compressor capacity in the IT-MT compressor packs. 
It might happen that if the compressor E – 221 is requesting on the MT side, there is a 
gap in the capacity available for IT. This has to deal with the controller in the system and a 
possible solution could be the following: 
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• MT capacity must be fulfilled more accurately, meaning that the combination of 
compressors must be selected according to the needs 
• IT capacity will be too high or too low for the needs since there is a gap in the capacity, 
meaning that a floating control of the receiver pressure could be implemented. During 
the night, when the MT load is low and there might be a gap in the capacity required, 
the receiver pressure can go up when the only E – 211 is on or going down when two 
compressors are on. 
6.7 Pivoting discharge of LT compressors 
Another innovative solution to increase the flexibility of the refrigeration system is to 
connect the LT compressor to the suction line of either MT or IT compressors. The effect to 
deliver the refrigerant to the suction line of IT compressors has been studied numerically. 
With the same number of compressors is possible to test the LT pivoting discharge, hence the 
comparison is made with the same number of compressors but different compressors 
arrangement. In Appendix, I all the cases, with the distinction based on the system 
configuration, are illustrated. In Figure 6.28 the total electric power consumption of the 
compressor rack for all the different scenario is reported: 
Figure 6.28: Electric power consumption of the compressors in a parallel 
compression and multi-ejector supported system, under different operating 
conditions, and pivoting discharge of LT compressors (diagonally patterned 
lines referred to the discharge of LT compressor. 
It can be noticed immediately as at very low gas cooler outlet temperature at which the 
parallel compressors can work (minimum condensation temperature around 17 °C), the 
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advantage of having the LT discharge delivered to the parallel compressors is translated in a 
power consumption difference approximately of 550 W. This variation is mainly related to 
the fact that when the amount of vapor is too low to enable the parallel compressors to work, 
the FGV throttles the refrigerant causing losses and lowering the system efficiency. In 
addition, this solution allows the parallel compressors to be employed when not so much 
vapor needs to be sucked from the liquid receiver. 
At 20 °C, the advantage becomes smaller since the IT compressors are already 
compressing the refrigerant and the pressure ratio with which the MT compressors are 
working is such as to not bring a considerable energy saving unloading them. When the gas 
cooler outlet temperature raises and the pressure ratio too, the implementation of the LT 
pivoting becomes very interesting from the energy saving point of view. This is true for the 
case with HPV, where at 35 °C the difference reaches approximately 1200 W. When ejector 
is in operation, the IT compressor pack is already overload with the vapor sucked from the 
MT evaporators outlet and sending more and more refrigerant becomes advantageous at 30-
35 °C, unless the design of the system would be too complicated. 
Moreover, the LT pivoting might be a way to completely switch off the MT compressors 
when the high-pressure is regulated by the HP multi-ejector block. In this scenario, 
considering the same motive flow, the suction flow could be the total mass flow vaporized in 
the MT evaporators, gaining a considerable energy saving. Even at partial load, they might 
give some advantages, unloading the MT compressors and with a greater share of the total 
mass flow rate compressed by the parallel compressors, which operate with lower pressure 
ratio. 
6.8 Flash-gas bypass valve vs Parallel compressors 
A numerical study has been done considering four different gas cooler outlet temperature 
the usage of the FGV instead of parallel compressors to evaluate the increment in terms of 
power consumption. The theoretical power consumption has been calculated with the 
adjusted model that considers the behavior of the IHX. As can be seen in Figure 6.29 the 





Figure 6.29: Power consumption comparison Booster cycle vs Parallel 
compression cycle for different gas cooler outlet temperatures. 
As widely investigated in the literature, the parallel compression cycle is more efficient 
than the conventional booster cycle, mostly when the ambient temperature gets warmer. In 
fact, with 20 °C at gas cooler outlet, the increment in terms of power consumption is very 
low (around 3%). Being the FGV on at 15 °C and the parallel compressors on at 20 °C, the 
explanation is simple. The power reduction will always achieve since some vapor is 
compressed with a lower pressure ratio (parallel compressors) instead to be first throttled and 
after compress by MT compressors. There will be a point (around 17 °C as gas cooler outlet 
temperature) where a balance between the booster and parallel compression unit exists. As 
expected, warmer temperatures lead to high throttling losses because of the specific properties 
of R744 as a refrigerant and therefore the increment becomes more and more consistent, 
reaching almost 15% at 35 °C. 
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7 CTES and two-phase thermosyphon loop design 
This chapter provides the design of the Cold Thermal Energy Storage (CTES) that would 
ideally be placed on the top of the cabinet in a supermarket, acting as a condenser or 
evaporator depending on which working regime is on (discharging or charging). The 
procedure is presented, as well as the results of the two-phase thermosyphon loop. 
7.1 Condenser design 
The heat exchanger placed on the top of the cabinet is acting as a condenser during the 
discharging process. Therefore, ice is formed during charging to get heat during the 
condensation of CO2 vapors inside the pipes. The medium in which the energy is stored is ice 
at this stage. The condensation occurs releasing the heat to the ice in the surrounding of the 
tube pack and between one tube to the other. 
The starting value for the air inside the cabinet was set to 4 °C (food conservation 
temperature). Now, since the ice has a very low heat transfer meaning that the dominant 
thermal resistance is on its side, a larger heat transfer surface is required because of the very 
small temperature difference between CO2-ice. This temperature difference is directly related 
to the application of the cabinet itself, meaning that it will change depending on which type 
of food is stored. Considering an isothermal process through the evaporator and a negligible 
temperature drops in the riser, the temperature at the condenser inlet can be assumed to be 
the same as in the evaporator. As consequence, the food application will affect the refrigerant 
temperature and therefore the temperature achievable by the PCM during the charging, where 
the heat is taken from the water medium. 
Furthermore, when ice is considered as a secondary heat transfer medium, a proper 
mechanical design is necessary to avoid any mechanical stress in the tube and fins, mostly 
because in this particular design the heat transfer surface must be increased as much as 
possible due to the low overall heat transfer coefficient. Some other precautions must be 
considered as free space on the top of the CTES, allowing the ice to expand in volume when 
the freezing process takes place. 
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7.1.1 Input data 
Firstly, the application must be selected according to the space available on the top of 
the cabinet (huge heat transfer area needed if the temperature difference is too low). The 
thermodynamic properties need to be defined, as well as some assumptions for the 
calculations. The initial parameters are listed in Table 7.1: 
Table 7.1: Initial parameters for condenser design. 
Initial parameters 
𝑇𝐶𝑂2 4 [°C] 
𝑝𝐶𝑂2 38.688 [bar] 
𝜂𝑙 9.353∗1e-5 [Pa∙s] 





Δ𝐻𝑚𝑒𝑙𝑡𝑖𝑛𝑔 218.3011 [kJ/kg] 
𝑇𝑎𝑖𝑟 8 [°C] 
𝑇𝑖𝑐𝑒 0 [°C] 
 
According to the initial parameters, the overall heat transfer coefficient and heat transfer 
area must be evaluated. The following assumptions have been considered over the design: 
• The heat loss in the vapor and liquid lines, the heat absorbed by the evaporator is 
assumed to be equal to that evacuated by the condenser 
• The saturated vapor is assumed at the condenser inlet, considering a complete 
condensation of the vapor into liquid (xinlet and xoutlet equal to 1 and 0 respectively) 
• The fouling resistance, even though negligible, has been assumed equal to 0.000176 
[(m2∙K)/W] (according to heat exchanger book design et al. [85]) 
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• No saturation temperature drops are considered; therefore, an isothermal process 
occurs inside the condenser pipes 
• A guess value for ice heat transfer coefficient equal to 200 [W/(m2∙K)] is considered, 
pointing out the main reason for having the dominant thermal resistance on the 
secondary medium side 
The design is an iterative procedure that consists of the following steps: 
• The phase change temperature is set according to the application (storage food as 
vegetables for instance), as well as the quality at the inlet-outlet 
• Depending on the space available on the top of the cabinet, a geometry of the box is 
decided. As consequences, the tube pattern and the arrangement of the tubes must be 
defined according to the dimension of the box 
• The thermophysical properties are calculated at the saturation temperature and 
relative saturation pressure of the refrigerant 
• Once the dimensions of the tubes and fins are defined, the total heat transfer area can 
be calculated 
• Since the load in the condenser is set equal to the load in the evaporator, having the 
total heat transfer area makes it possible to evaluate the overall heat transfer 
coefficient 
• As stated by Ramesh et al. [86], in a heat exchanging process where one fluid release 
or absorbs heat under isothermal temperature profile, as well as the secondary fluid, 
the temperature difference between the two fluids could be considered as the 
arithmetic temperature difference with a very small error 
• Having the heat load, arithmetic temperature difference and overall heat transfer 
coefficient the new total heat transfer area has been calculated 
• Setting at the beginning a ratio between the total and inter heat transfer surface, a new 
internal surface is calculated according 
• Considering as usually happens four tubes per row, the new number of tubes is defined 
and the iteration restarts until the difference (error) between the two values (old and 
new iteration) is lower than 0.01 
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7.1.2 Geometric and heat transfer characteristics of the HEX 
As already described upstream, a geometry has initially been set. When the iterative 
procedure converges, the following features have been calculated (Table 7.2): 
Table 7.2: Box geometry and tube arrangements. 
Box geometry 
Length [m] Depth [m] Height [m] 
1.7 0.34 0.662 
Tube pack features 
𝐿1 [𝑚] 𝐿2 [𝑚] 𝐿3 [𝑚] 
1.5 0.121 0.462 
Distance from the box surface 
Up [m] Down [m] Left/right 
0.12 0.08 0.1 
 
After that, tube geometry and fin geometry are listed in Table 7.3: 
Table 7.3: Geometric characteristics of the tube and fin surface area. 






𝜂𝑓𝑖𝑛  𝜂𝑜𝑣𝑒𝑟𝑎𝑙𝑙  









𝑁𝑡𝑢𝑏𝑒𝑠  𝑁𝑡𝑢𝑏𝑒𝑠,𝑟𝑜𝑤  Material 
0.008 0.0095 1.5 48 4 Copper 
To have an idea, Figure 7.1 illustrates the position of the CTES and the tube pattern 
inside it, being an accurate design necessary to ensure proper feeding of the evaporator with 
liquid. 
 
Figure 7.1: CTES location and tube characteristics. 
 
The heat transfer properties are found in Table 7.4: 
Table 7.4: Heat transfer characteristics of the heat exchanger. 





















2396.7 200 2.4211*1e-6 0.000176 150.4 
Multiple correlations for the HTC on the refrigerant side have been used to validate the 
results. As stated in the literature, according to the type of refrigerant and operating 
conditions, some correlations are more suitable than others giving reasonable results. In 
Figure 7.2, the heat transfer coefficient is calculated for each value of vapor quality 
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considering at the end the correlation defined by Shah et al. [87] which considers three 
different equations form depending on the heat transfer regimes (turbulent, mixed, laminar). 
Anyhow being the dominant thermal resistance on the ice side, the refrigerant HTC will not 
affect much the thermal performance of the CTES. 
 
Figure 7.2: Refrigerant HTC and heat transfer regime defined in the Shah 
correlation. 
The parameter called mass flux density must be defined considering the mass flow 
circulating through the tube pattern. Since the condenser is going to be placed on the top of 
the cabinet and connected to the inlet-outlet of the evaporator, the mass of refrigerant 
condensed is defined in the two-phase thermosyphon loop model. Ideally, in a two-phase 
thermosyphon loop, the condenser should be subcooled to make sure to have liquid head all 
the time and enabling the flow circulation and the proper conservation of the food in this 
specific case. 
7.2 TPTL Design 
The two-phase thermosyphon loop (TPTL) is widely used in air-conditioning systems 
and for those kinds of systems driven by gravity, the height difference between condenser – 
evaporator is a key factor in heat transfer performance. Furthermore, it has been proven 
experimentally for small height differences (less than 2.5 m) that the downcomer could be 
partially liquid-filled leading to a smaller driving force than what was expected [88].  
A gravity-fed evaporator operates on a thermosyphon principle, meaning that if some 
load is applied to the evaporator a two-phase mixture is present with a differentiation in local 
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density that takes place according to the refrigerant properties. The pressure drops 
encountered in the evaporator and riser must be overcome by the hydrostatic pressure 
achievable in the downcomer. Some studies have taken into consideration a separator instead 
of a condenser, allowing with a huge expansion liquid formation and continuous flow of 
refrigerant through the loop. One of these models has been built by Paliwoda et al. [71], 
initially referred to as ammonia as the refrigerant and then adopted to other refrigerants. His 
initial layout of the system consists of an air finned cooled evaporator, riser, downcomer and 
a separator (Figure 7.3). 
 
Figure 7.3: System layout of gravity-fed evaporator [71]. 
 
7.2.1 Main design parameter and system layout 
The net liquid head that results in the circulation of refrigerants is the main goal in a 
TPTL design. As defined by Paliwoda et al [71], a parameter called recirculation number is 
the key parameter in the thermosyphon loop design. It is defined as: 
𝑛 =  
1
?̇?0
  (7.1) 
where x0 is the quality at the outlet of the evaporator. It is the mass ratio of liquid at the 
inlet and vapor at the outlet of the evaporator. The recirculation number is directly correlated 
to the flow rate of refrigerant. As consequence, a higher recirculation number means only a 
small fraction of the liquid mass flow is vaporized inside the evaporator leading to have a 
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pool boiling evaporator. It will affect not only the refrigerant side heat transfer but also the 
temperature and pressure drop over the different components. The usage of a flooded 
evaporator could potentially avoid any interruption of the system due to superheated CO2 
vapor, meaning that its effect on the thermosyphon stability is really important. 
As a function of the recirculation number, all the pressure drops in the pipe components 
(bends) and straight pipes can be calculated. The refrigerant charge is important for the 
stability of the system itself, however bringing higher pressure drops that must be won by the 
liquid head. The following equations have been implemented in a code developed in Matlab: 
𝐻 =
[∆𝑃𝑖 +  ∑ ∆𝑃𝑖 +  ∆𝑃 + ∑ ∆𝑃 +  ∆𝑃𝑜 +  ∑ ∆𝑃𝑜]
(𝜌′ − 𝜌𝑜)𝑔
+ ℎ(𝜌𝑚 −  𝜌𝑜)/(𝜌
′ − 𝜌𝑜) (7.2) 
where H is the height of the liquid column. At the numerator of the first term, there are 
all the different pressure drops differentiated by component (including straight pipes and pipe 
components). Depending on the quality value, three regions must be considered: liquid, vapor 
and two-phase region. Based on them, different correlations are employed to evaluate the 
pressure drop on such part of the system: 





















1.25  (7.3) 
The equation (7.3) is referred to as the single-phase liquid flow, therefore the 
downcomer. Here, due to the difference in density, there is no chance that the vapor is carried 
down by the liquid, but it is mandatory to have a continuous liquid supplying to ensure proper 
operation of the thermosyphon loop. For the evaporator pipes, two-phase flow is presently 
leading to the following equation that accounts the two-phase multiplier βm: 










During the vaporization process, the quality is varying over all the tube patterns turning 
from a liquid into a liquid-vapor mixture. For the return line an adiabatic two-phase flow is 
considered assuming a constant quality of the flow: 












The two-phase flow factor can easily be determined with the same accuracy given by 
integration considering pure liquid at the inlet of the evaporator: 
𝛽𝑚 =  Θ +  
1
𝑛
(1 − Θ) = (Θ + 𝛽𝑜)/2 (7.6) 








All these equations can be applied for turbulent liquid-turbulent vapor flow and therefore 
the Reynolds number must be calculated according to the following condition: 








𝑟 ∙ 𝑑 ∙ 𝑧 ∙ 𝜂′
 ≥ 1187 (7.8) 
For further information, referring to Paliwoda et al. [73]. Regarding the pressure drops 
across pipe components containing the two-phase flow of refrigerant mainly through inlet 
and outlet manifolds, as well as return bends of evaporator and condenser coils, a generalized 
method proposed by Paliwoda et al. [72] is followed. Differently from his system, a condenser 
(CTES) is placed in the loop to ensure liquid formation for the driving force. The system is 
formed by the following components: 
• Air finned cooled evaporator: CO2 is the refrigerant that vaporizes absorbing heat 
from the air that is sent through the fin surface using fans. The evaporator features 
have been measured in the lab (diameter of the tubes, length of the coils, number of 
tubes). Some constraints are present because being the dimension of the cabinet 
standardized there is no chance to increase the heat transfer area or number of coils in 
the evaporator, leading to one degree of freedom less 
• Riser: pipe component with the purpose to carry the vapor formed in the evaporator 
to the condenser inlet. Frictional and gravitational pressure drops are considered, 
having the gravity a negative effect on the circulation of the refrigerant because of the 
opposite directions of the acting forces 
• Condenser: it is a finned tube heat exchanger with ice-water as secondary heat transfer 
fluid, no motion is present outside the tube. Only the movement due to natural 
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convection occurs. Moreover, the space available is limited and mechanical support 
due to its weight must be taken into consideration 
• Downcomer: pipe component that connects the outlet of the condenser to the 
evaporator inlet. Its purpose is to carry the liquid to the evaporator and overcome the 
total pressure drops using the hydrostatic pressure 
7.2.2 Mathematical model and inputs data 
A code has been built in Matlab. As already described during the condenser design 
section, the heat load in the evaporator is the same and the air temperature as well. The input 
parameters listed in Table 7.1. The sequential method is used: 
 
Figure 7.4: System-solving flowchart for TPTL. 
Since the cabinet has a standard dimension, the liquid head is set. This means that the 
liquid head for the driving force is already known but to ensure a refrigerant flow in the loop 
a specific mass of refrigerant must be charged. Being, as seen before, the recirculation number 
linked to the vapor quality at the evaporator outlet the amount of refrigerant flowing in the 
loop is a consequence of the recirculation number. Therefore, at each iteration, the total 
pressure drop as a function of recirculation number is calculated and the length of the 
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downcomer too. This length is later compared with the one available in the laboratory and 
the iteration restarts until these two values of the liquid head are almost equal. The 
geometrical features of the loop have been chosen as a starting point looking at the evaporator 
pipe diameter. A certain expansion or contraction of a cross-section occurs at the inlet-outlet 
of the two heat exchangers because of the different pipe dimensions. As usual happens, the 
riser has a bigger diameter than the downcomer. In Table 7.5 they are listed: 
Table 7.5: Geometrical features of evaporator, liquid, and vapor line. 
Downcomer 
Liquid head [m] 𝑑𝑙𝑖𝑞𝑢𝑖𝑑 [mm] 𝐿𝑙𝑖𝑞𝑢𝑖𝑑 [𝑚] 
1.88 11.5 2.08 
Riser 
Height vapor line [m] 𝑑𝑣𝑎𝑝𝑜𝑟 [mm] 𝐿𝑣𝑎𝑝𝑜𝑟  [𝑚] 
1.865 20.36 2.15 
Evaporator 
𝐿𝑐𝑜𝑖𝑙 [𝑚] 𝑁𝑐𝑜𝑖𝑙𝑠 𝑖𝑛 𝑝𝑎𝑟𝑎𝑙𝑙𝑒𝑙 𝑑𝑒𝑣𝑎𝑝 [𝑚𝑚] 𝐻𝑒𝑖𝑔ℎ𝑡𝑒𝑣𝑎𝑝 [𝑚] 
3.4 32 0.8005 0.25 
All the diameters are taken according to the Standards for carbon dioxide tubes 
“Refrigeration system: Pipe sizing”. 
7.2.3 Simulation results 
According to Paliwoda et al. [71], some simplifications have been made maintaining a 
good accuracy of the results. In this specific procedure, the recirculation number is the key 
parameter that affects the performance of the TPTL, and therefore all the main parameters 
used to evaluate all the single pressure drops, such as the two-phase multiplier. In Figure 7.5 
the simplified approach to define the two-phase multiplier inside the evaporator and vapor 




Figure 7.5: Simple and exact method for determining the two-phase 
multiplier in the evaporator and riser. 
The two-phase multiplier in the evaporator is therefore a function of the recirculation 
number and a parameter Θ that accounts for the thermodynamic properties of the refrigerant, 
such as dynamic viscosity and density. The following trend has been found: 
 
Figure 7.6: Two-phase multiplier as a function of the recirculation number 
and thermodynamic properties of the refrigerant. 
When the recirculation number is set to one, all the liquid going through the evaporator 
turns into vapor and the pressure drops in the riser increase consequently. Hence, increasing 
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the recirculation number leads to a flooded operating condition in the evaporator and a two-
phase mixture flowing in the riser. The vapor, with a lower density, carries also some liquid 
to the condenser inlet and when the recirculation number becomes too high only a small 
fraction of flow is a vapor. On the other hand, more mass of refrigerant needs to be charged 
in the system. 
In Figure 7.7 two important aspects can be noticed: firstly a higher recirculation number 
leads to larger liquid head to overcome the pressure drops that are increasing with the 
recirculation number; secondly, more and more liquid is in stagnant conditions in the 
evaporator as the recirculation number raises and therefore pool boiling occurs in the heat 
exchanger. 
The pressure drops are related to the saturation temperature drops. This will occur during 
the vaporization of the refrigerant. As stated in the methodology followed in this thesis, an 
optimum recirculation number is the main parameter affecting the operation economy of the 
evaporator. The existing relationship between the thermal effectiveness and the temperature 
drops shows clearly how high efficiency can be reached keeping as low as possible the 
temperature drops. A parameter “θ” defines the difference between average wall temperature 
and refrigerant temperature at the outlet of the evaporator. 
 
Figure 7.7: Refrigerant mass flow as a function of the liquid head. 
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According to Paliwoda, an optimum recirculation number that leads to the highest 
thermal effectiveness of the evaporator exists. This temperature drops can be written as a sum 
of two terms: 
Δt𝑤𝑚 = 870 ∙ 𝜂




Δt𝑚𝑒 = 0.161 ∙
𝑇 ∙ 𝜂′′0.25
𝜌′′2 ∙ 𝑟2.75
∙ (?̇? ∙ 𝐴𝑜)




where the first term and the second term are defined according to Pierre and Granryd, 
respectively (see Paliwoda et al. [71] for furthers information). As can be seen, the 
recirculation number is directly proportional to those temperature drops. Whenever the 
evaporator is short, a high value of recirculation number is recommended to achieve better 
heat transfer performance. 
 
Figure 7.8: Temperature drops in the evaporator affecting the thermal 
effectiveness. 
Because of the fixed dimension of the evaporator in terms of coil length, an optimum 
recirculation number can’t be reached. The shape of the curve should show a decrease and 
later increase pointing out the minimum value of temperature drops. Therefore, the 
evaporator is going to work with lower performance. It is strongly suggested to not reach 
recirculation number lower than one; in these cases, the boiling of the refrigerant stops long 
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before the evaporator outlet meaning that part of the surface is not used, hence the evaporator 
is too long or the diameter too small. 
Regarding the saturation temperature drops over the vaporization process, the pressure 
drops along the straight pipes and evaporator bends must be calculated. Using the Clausius-





𝑇 ∙ (𝑣′′ − 𝑣′)
 (7.11) 
knowing the saturation temperature and thermodynamic properties of the refrigerant, as 
well as the pressure, drops the saturation temperature drops have been calculated. 
 
Figure 7.9: Temperature drops in the evaporator and riser. 
It should be mentioned that R744 is a high-working pressure fluid as already discussed 
in chapter 3. Thus, unlike conventional refrigerants, CO2 has very low-temperature drops 
given a certain pressure drops. This can be easily seen looking at the slope of the curve. 
Moreover, to obtain high recirculation numbers a high value of liquid head is needed to 
overcome the major pressure drops meaning that the recirculation number in the graph above 
can be seen as the pressure drops in the riser-evaporator, being them a function of “n”. 
Consequently, a high liquid head will adversely influence the boiling temperature. 
Figure 7.10 shows the liquid column height in the downcomer. When the total pressure 
drops value rises, the liquid column height too. In Figure 7.11 the liquid head and the pressure 




Figure 7.10: Liquid column in downcomer as a function of pressure drops 
in the system. 
 
 
Figure 7.11: TPTL performance as a function of recirculation number. 
As stated by many articles [77, 89], the liquid head might be partially filled with liquid 
with the upper part only surrounded by a hollow liquid film. When this occurs, the height of 
the liquid head is less than the vertical distance between the condenser outlet – evaporator 
inlet. Whenever the downcomer is partially liquid filled the driving force is lower and it might 
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be that the hydrostatic pressure is not enough to drive the refrigerant through the evaporator 
and the riser. In this design, the downcomer has been considered fully liquid filled. 
Figure 7.12: Distribution of pressure and temperature drops in the circuit. 
In Figure 7.12, the pressure and temperature drops are shown through the different 
system components. The refrigerant, that might be subcooled depending on the heat transfer 
performance of the condenser and on the temperature reached by PCM during the charging, 
flows into the downcomer from the condenser. In the vertical pipe, due to the hydrostatic 
pressure, the pressure rises sharply (considering the frictional pressure drops as negative 
contribute). In the evaporator, the pressure decreases gradually because of frictional pressure 
drop, especially close to the inlet where a contraction occurs and through the bents. A small 
increment of pressure is obtained at the evaporator outlet when expansion occurs because of 
the different diameter sizes between riser and evaporator coils. Along the riser, the pressure 
declines sharply mainly due to the frictional and gravitational pressure drops. As already said, 
the condenser pressure drops are not accounted here since it was considered as a device to 
ensure liquid production at the inlet of the downcomer. Normally, it can be considered as a 
device that slows down the process but not stops it since the major pressure drops are in the 
evaporator – riser. The induced pressure drops are much lower than in the evaporator because 
the liquid phase has a much smaller specific volume than in the gas phase, affecting a lot the 
fluid velocity and therefore the frictional losses. 
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It is noteworthy that the temperature drops in the evaporator – riser calculated with the 
methodology proposed by Paliwoda, have been verified using Refprop. For a certain 
temperature drop, a pressure drop exists depending on the type of refrigerant. The TPTL 
design can be summarized in the following table: 
Table 7.6: TPTL performance, including temperature and pressure drops. 
The height of the downcomer is evaluated and compared with the 
maximum height available in the lab. 
TPTL Performance 
Pressure drop evaporator  7935 Pa 
Pressure drop riser 7402 Pa 
Total pressure drops 15337 Pa 
Temperature drop evaporator 0.0796 °C 
Temperature drop riser 0.0743 °C 
Total temperature drops 0.1539 °C 




During the discharging process, the heat released by the refrigerant melts the ice around 
the tube pattern. An efficient heat transfer is required to complete the condensation of the 
refrigerant vapor coming from the evaporator outlet. Although the temperature of ice reached 
during the charging is quite close to the melting temperature, the heat transfer occurring might 
be such to melt the ice all around the tubes in a short time. If this happens, the liquid is no 
longer supplied and the TPTL stops working. Therefore, a numerical simulation has been 
carried out using Ansys Fluent to quantify the melting rate. As a CFD model of the entire 
CTES would be too complicated generating high computational costs, the dimensionality of 
the problem was reduced to a 2D model, assuming a constant temperature on the pipe surface 
and an adiabatic condition on the ice layer.  
8.1 PCM properties 
The selected PCM is water which has well-known thermophysical properties. Depending 
on which type of heat transfer mechanism is involved, convective or conductive, the density 
should be carefully modeled to simulate the convective case and to consider its non-linear 
behavior around the critical point (4 °C). A density-temperature relationship that accounts for 
this behavior was introduced by Gebhart and Mollendorf et al. [90], valid in a temperature 
range from 0.01 to 10.2 °C. The equation (8.1) has been plotted afterward, as illustrated in 
Figure 8.1: 
𝜌 =  𝜌𝑚 ∙ (1 − 𝑤 ∙ |𝑇 −  𝑇𝑚|
𝑞) (8.1) 
 
Figure 8.1: Water density profile across the critical point. 
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where ρm is the maximum density of water (999.972 kg/m
3) occurring at Tm = 4.0293 °C, 
w and q are constants, equal to 9.2793·10-6 and 1.894816 respectively. All the other 
thermophysical properties are listed in Table 8.1: 
Table 8.1: Thermophysical properties of PCM used in the simulation. 
Properties 
Solid zone 
( T < -0.49 °C) 
Mushy region 
(ΔTmushy = 0.5 
K) 
Liquid zone 




1.918 - 0.579 
Specific heat 
capacity [J/(kg·K)] 
2217 - 4180 
Density [kg/m3] 917 - Equation (8.1) 
Viscosity [Pa·s] - - 0.001003 
Heat of fusion 
[kJ/kg] 
- 333.55 - 
Those properties have been inserted in Ansys fluent, after enabling the 
“Solidification/Melting” model. Using a piecewise-linear relationship it is possible to 
reproduce the most accurate density functions in the water phase, based on how many points 
are involved in the relationship. Two points in the solid phase are enough to provide a 
constant solid density. Regarding the solid phase, subcooled ice is considered for this 
simulation since the melting process occurs over a temperature range. As illustrated in Table 
8.1, a mushy region is introduced. The mushy region is the zone where the phase change 
occurs over a temperature range rather than at a single point. A temperature range of 0.5 K 
was set in the simulation. 
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8.2 Model description and assumptions 
A geometrical model of the PCM domain used for the simulation is shown in Figure 8.2. 
Being a 3-D model too complicated, requiring a high-computational cost, a 2-D model has 
been investigated mainly focusing on the melting rate between two fins. Substantially, a zone 
delimited by the two fins and the pipe surface has been considered. 
 
Figure 8.2: Schematic diagram of the domain. 
In each side of the domain, a boundary condition is applied. Considering that CO2 vapor 
is condensing inside the tubes, a constant wall temperature can be applied with a good 
approximation (Dirichlet boundary condition). The upper side which represents the “ice wall” 
is set to heat flux equal to zero to avoid any interaction from other nearby zones.  
The following assumptions made during the numerical simulation are: 
• Melting process is transient and assumed to be the 2-D phenomenon 
• The motion of PCM in the liquid state is incompressible, non-Newtonian 
• The density, thermal conductivity, viscosity and specific heat capacity vary as 
piecewise linear functions. The last three properties differ only between solid and 
liquid phase, they do not vary with temperature 
• No heat generation within the PCM is accounted 
• Viscous heating and volume expansion are ignored 
• Heat transfer is governed by convection and conduction 
• Solidified material is in full contact with the boundary walls 
• Negligible contact thermal resistance between copper tube-fins 
• Regarding the boundary conditions applied to the fin surfaces, a Dirichlet boundary 
condition is considered here. At the beginning the fin surface temperature is almost 
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equal to the ice temperature, however, it will take a short time to get warm when CO2 
vapor is flowing through the tubes because of the high thermal conductivity of the 
fin’s material 
8.3 Mesh generation and numerical procedures 
The computational domain needs a pre-process called meshing, using Ansys Meshing 
software. The meshed model is shown in Figure 8.3: 
 
Figure 8.3: Schematic diagram of the meshed PCM domain. 
An arrangement that was found sufficiently good for this purpose involves 392000 
elements and 393681 nodes. Being the number of elements high, only a small portion of the 
mesh domain is shown with a square shape the cells. 
In order to solve the momentum and energy equations, a suitable solver must be selected 
according to the different options offered by Ansys Fluent. The simulation was performed 
using the pressure-based solver. The SIMPLE algorithm was used for pressure-velocity 
coupling and the PRESTO scheme for the pressure correction equations. For the 
discretization of the momentum and energy equations, the QUICK scheme was selected. The 
melting process is discretized using a second-order upwind interpolation scheme. A constant 
time-step size of 0.1 second was applied to the simulation resulting in a stable convergence. 
The under-relaxation factors for both liquid fraction and momentum equal to 0.3, 0.5 for both 
density and body forces, 0.3 for pressure and 1 for energy. Those factors have a great impact 
on the stability of the simulation. A high or low value will strongly affect the results, leading 
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to numerical instabilities, slowing down the convergence or they can lead to either poor 
results or excessive computational times. The convergence criteria for the scaled residuals 
were defined according to the common approach followed by many authors in literature: 10-
3 for both continuity and momentum equations, 10-6 for the energy equation. 
It is worth to remark the importance of the mushy zone constant. The higher the mushy 
zone constant, the higher the damping of the velocity in the mushy/porous zone. Increasing 
the mushy zone constant will make the transition from solid to liquid sharper, decreasing the 
width of the porous zone. Although there is a lack of clarity regarding which value of this 
parameter should be used for accurate simulations of phase change heat transfer,  as stated by 
Fadl et al. [91] and Selvnes et al. [74], a greater value of such parameter seems to lead to a 
longer melting time. This is because of the decreased fluid velocity that decreases the 
convection and the rate of the heat transfer, making the conduction the dominant heat transfer 
mechanism. Therefore, it is understandable why such parameter delays the melting process 
whenever its value is high. 
8.4 Results and discussion 
The results of the simulation were recorded at regular intervals of minutes for a melting 
cycle of minutes. Those results can be represented using the liquid fraction, static 
temperature, density and velocity magnitude. 
Figure 8.4 represents the variation of the liquid fraction with time, enabling an easy 
examination of the shape and motion of the melting interface as the time passes. As illustrated 
in the legend of Figure 8.4, the red color represents the condition where the PCM is 
completely liquid (β = 1) while the blue color where the PCM is completely liquid (β = 0). 








Figure 8.4:Contours of liquid fraction. 
It can be seen, at the start, all the domain is occupied by ice. In the first minute a very 
thin layer of liquid is formed around the hot pipe and fin surfaces. After 5 minutes, this layer 
is expanded. It can be noticed that the water film falls from the top due to the buoyancy 
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effects, covering the pipe surface. In fact, as time passes the water layer increase, decreasing 
the heat transfer and at 10 minutes even the fin surface is covered by the liquid film. It is 
worth mentioning that, in presence of gravity and due to the density of ice-water phases, being 
the water phase heavier it is gathering at the bottom of the domain leading to higher thermal 
resistance and making the conduction the main heat transfer mechanism. It can be observed 
the shape of the melting interface: in the early stages the convection is the main transfer 
mechanism, increasing the melting rate (melting interface did not parallel to the hot surface 
at the bottom). In the last stages, the melting interface becomes more linear indicating the 







Figure 8.5:Contours of temperature. 
Figure 8.5 represents the contours of temperature over the simulation time. Even though, 
the colors in the last picture could be confusing, the legend shows clearly that all the domain 
at this particular stage is ice. Furthermore, the shape of the liquid fraction matches the shape 
of the isothermal lines that act as a boundary between the two phases. As expected, the highest 
temperature reached is equal to 277.15 K which is the temperature set as a boundary condition 
on the pipe and fin surfaces. At the end of the melting process all the PCM is in the liquid 
phase, and being the thermophysical properties such as thermal conductivity, density, and 
specific heat defined based on a temperature range, constant temperature zones have been 







Figure 8.6: Contours of velocity magnitude. 
Figure 8.6 helps to better show the effect of natural convection on the melting process. 
The gradient of temperature (Figure 8.5) between the hot wall and the solid phase translates 
into different densities in the liquid phase. In the presence of gravity, it activates buoyancy 
effects generating a convective mechanism. Comparing Figure 8.5 and Figure 8.6 is possible 
to highlight the relationship between the temperature with the magnitude of the velocity field. 
The largest velocities are found towards the melting front and the hot surfaces (fin and pipe 
surface) because there the temperature gradients are higher. The red zone represents the 







Figure 8.7: Contours of density. 
 
Figure 8.7 represents the contours of density and its variation over time. The density has 
been defined as a function of the temperature. Thus, as the temperature raises the density of 
the PCM increases and it is gathering at the bottom while the ice occupies the upper part, 
forming a zone with low density at the top. Being the maximum temperature achievable equal 
to 4 °C, the density range will be on the left side of the maximum point illustrated in Figure 
8.1. All the values of the ice within the phase-change temperature range are calculated by 




Some conclusion can be drawn from the numerical modeling and simulation of the PCM 
melting process: 
• With vertical and horizontal heating walls melting starts from near to those 
surfaces, and then proceeds mainly through the vertical liquid film parallel to the 
fin surface. Some heat is still supplied by the pipe surface, but the thermal 
resistance of the water layer slows down the process. 
• From the numerical results, it seems that the melting process is mainly driven by 
conduction due to the heaviness of the liquid phase which causes the formation of 
a liquid layer enlarged over time.  
• One hour is enough to melt all the ice layer contained between two fins. Being a 
preliminary design of the condenser, an increase of the space between the fins is 
a solution to get more ice to melt. 
• An increment of the fin spacing results in a higher number of tubes, being their 
length bonded to the dimensions of the cabinet. Therefore, mechanical support is 
even more necessary. 
• A 3-D model should be used to simulate what is happening around the finned tube 
pattern. Even though the numerical simulation of the 3-D model has not been 
investigated, in figure 8.8 is illustrated what could happen during the melting of 
ice when the hot surface is placed above the ice block. Supposed to not consider 
the nearby finned tubes, at the bottom of the finned tube due to the relatively large 
density difference between liquid-solid phase the gravitational forces will promote 
the movement of the ice upwards, promoting the heat transfer process and 
reducing the thermal resistance of the water layer in contact with the pipe surface. 
In the present simulation the ice is fixed in the domain and it does not float 
upwards. 
 




9 Conclusion and future work 
This chapter presents the conclusion drawn from the numerical and experimental results 
of the experimental campaigns. In addition, a proposal for further work has been set. 
9.1 Conclusion 
In this section, the main results of this Thesis have been classified specifically based on 
the two different tasks investigated in this study. 
9.1.1 Pivoting compressors 
The pivoting technology applied to a typical medium-size supermarket, therefore the 
ability to switch a compressor from one section to another using an automatic control to 
increase the flexibility of the facility have been deeply investigated both numerically and 
experimentally. The comparative analysis reveals that no degradation has been recorded 
when pivoting compressors are used. From experimental data an increment of 7.5% in terms 
of COP has been found when the system is ejector supported at 35 °C with a negligible 
difference between a system with and without “pivoting”. The main conclusion of this study 
is that the implementation of pivoting technology is more beneficial whenever the system is 
ejector supported. In fact, in very warm climates the ejector technology must be implemented 
to reduce the throttling losses and maintain as much as possible the R744 system efficiency 
close to the efficiency of the system using synthetic refrigerant. On the other hand, higher 
investment costs are required. Considering the capacity in the parallel section raises in warm 
climates and also some refrigerant flow is pre-compressed to the parallel compressor section 
line, a lot of capacity needs to be installed. This capacity will be fully used only for few 
operating conditions leading to high investment costs, low flexibility of the rack and low 
compactness of the system because of the total number of compressors installed. In the 
investigated configuration, two compressors could be removed still supplying the 
refrigerating load under a wide range of operating conditions. Ejector-supported CO2 
compressor racks with pivoting compressors could have the same investment costs of a 
simple configuration equipped with HPV, keeping at the same time the efficiency 
improvement due to the unloading of the MT compressors thanks to the ejector. Moreover, 
not only space can be saved but in a way a push for research on ejector technology to improve 
their efficiency and justify their investment costs might be attributed to the pivoting. Hence, 
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one more time the issues coming with the ejector implementation in the test-rig have been 
proven. 
The use of the pivoting system at the discharge of LT compressors has been numerically 
investigated. It allows the power consumption to be reduced mostly at high ambient 
temperature. However, the system becomes more complicated due to the connection and 
valves to install and therefore the investment can be justified only if the kWh saved is high 
enough. Moreover, the advantage obtained from their implementation is the increment in the 
number of hours where parallel compressors are in operation. 
9.1.2 CTES and TPTL 
A numerical approach has been followed for the TPTL design. The flow instabilities and 
two-phase flow pressure drops make the design a challenge because of the need of hydrostatic 
pressure, to ensure refrigerant circulation in the loop. Furthermore, an understanding and 
estimation of the heat interaction between tubes where the storage is changing phase inside 
the condenser are necessary. As determined by the condenser design, an important role is 
played by the storage material. Consequently, even though the HTC of the refrigerant is high, 
the dominant thermal resistant stays in the storage side. Due to the small temperature 
difference, a huge heat transfer area results leading to change in the cabinet applications 
(increasing the air temperature). A CTES with finned circular tube has been designed, with a 
tube path such to ensure the liquid to flow downwards tanks also to gravity. Probably because 
of the dimension of the condenser a metal structure should be employed to support the cabinet 
from the weight on the top.  
Considering the complete loop, the two pipes that connect evaporator – condenser has 
been chosen considering the refrigerant phase, liquid in the downcomer and two-phase flow 
in the riser. A liquid head of 1.8 meters should be enough to force the flow of the refrigerant 
over the loop winning the frictional and gravitational pressure drops. A recirculation number 
of 3.6 results in a flooded operation of the evaporator. The main challenge might be the 
regulation of the refrigerant charge in the system when the valves are closed. 
A numerical simulation has been carried out using Ansys Fluent. The results showed that 
in one hour all the domain is melted, considering Dirichlet boundary conditions on three sides 
of the domain. Therefore, although the assumptions made in the numerical model are quite 
strong, i.e. fin surface temperature equal to the pipe surface temperature, an improvement of 
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the preliminary design must be done considering the two hours in which the TPTL should 
provide the refrigerating load in the cabinet. 
9.2 Assessment of objectives 
The main objectives of the thesis presented in the introduction chapter are presented 
below: 
• An extensive literature study of R744 refrigeration systems and ejector technology 
was performed in Chapter 2. Moreover, an overview of PCM applications and 
thermosyphon technology has been carried out. In addition to this, in Chapter 3 the 
basic theory of the CO2 properties and different R744 system layouts have been 
included 
• A detailed description of the components of the experimental facility is included in 
Chapter 4, as well as the system modifications made to carry out the experimental 
campaign 
• The experimental campaign regarding oil management and relative results are 
presented in Chapter 5.  
• The theoretical model built to simulate the refrigeration unit in the lab is widely 
illustrated in the Chapter 6. A Comprehensive test campaign leading to a set of 
compressor maps with a numerical analysis of the innovative pivoting solution has 
been performed, highlighting the main difference among them. Furthermore, the LT 
pivoting discharge have been numerically investigated 
• A numerical design has been done for the CTES to place on the top of the cabinet. 
The TPTL loop has been studied following the principle of compensating the pressure 
losses using the liquid head 
• A numerical model has been investigated, considering a simplified 2-D model that 
accounts the ice layer surrounded by two fins and the pipe surface 




9.3 Further work 
Some suggestions are given below because of the issues encountered while performing 
the experimental campaign and the points touched by the analysis: 
• Firstly, an innovative software should be designed to face the challenge to change the 
compressors suction lines without interrupting the operation of the system 
• Secondly an experimental campaign should be carried out with the LT pivoting 
discharge, therefore playing with the valve V-310. With this, the power consumption 
reduction can be validated with experimental results enabling the IT compressors 
operation at low ambient temperature and even at partial load 
• As seen in the experimental campaign, whenever the motive flow raises the pressure 
losses inside the chamber increases lowering the entrainment ratio. A way to keep the 
performance constant even at partial load might be to increase the pressure lift using 
a floating control of the receiver pressure. This might be used during the night when 
the MT load falls. It could be tested with a system designed for investigating in the 
ejector performance first, and later applied to the SuperSmart-Rack 
• Another interesting point might be concerning the AC production. At partial load in 
warmer climates when ejectors are working, if the ejector is sucking all the vapor 
coming from the MT evaporator the MT evaporating pressure decreases (with the MT 
compressors off). Two possible ways could be investigated: first one, using the FGV 
some vapor is sent to the MT evaporating level keeping the suction pressure constant, 
being the suction of the ejector a function of the motive flow. The second one, instead 
of leaving the MT pressure to decrease, the receiver pressure could be increased going 
to increase the pressure lift because of the low amount of vapor to entrain from the 
MT level. In this way, although the MT compressors are still off, the IT compressors 
can work with a lower pressure ratio meaning that the power consumption will be 
reduced at partial load. The main constrain in this last approach might be the 
supplying of the AC load, which is strongly related to the receiver pressure. 
• A pressure and temperature sensors might be installed at the suction of each 
compressors allowing calculating the opportunity to evaluate the density of the 
refrigerant, which is not possible today. This would give more accurate results when 
the performance of the compressors (compressor efficiencies) are investigated 
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• Regarding the CTES design, a 3-D CFD simulation would also help to verify the rate 
of melting between tubes and around them, hence it could give a piece of information 
about the amount of liquid obtained at the condenser outlet 
• A numerical simulation using Modelica could give an idea of the pressure losses and 
hydrostatic pressure in the TPTL. The dynamic simulation could yield valuable 
knowledge about the refrigerant flow over the loop 
• Lastly, an experimental campaign should be carried out to improve the future design 
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ABSTRACT 
CO2 compressor racks have shown their suitability for commercial and industrial refrigeration systems 
at any location and climate. Even if some references state that CO2 units can compete in capital cost 
with any other alternative solution, often investment costs are still the main barrier for the global 
expansion of CO2.  
This work explores, numerically and experimentally, the implementation of “pivoting” compressors, 
i.e. compressors that can operate in the medium temperature (MT) and parallel compressor suction 
groups, depending on ambient conditions, cooling loads and use of ejector. The objective is to increase 
the flexibility of CO2 compressor racks, keeping the efficiency and, potentially, reducing the 
investment. This study shows that this solution with “pivoting” compressors is beneficial in ejector-
supported systems, since the investment cost of the ejectors is compensated by a lower number of 
installed compressors, as compressor capacities can be applied in more flexible ways. 
Keywords: Refrigeration, Carbon Dioxide, Compressors, Switching, Pivoting. 
1. INTRODUCTION 
CO2 (R744) is currently the refrigerant choice for commercial refrigeration in many areas of the 
World, particularly Europe and Japan, and is entering other applications such as industrial 
refrigeration, small stores or ice rinks (Zolcer Skačanová and Battesti, 2019). Gullo et al. (2018) 
pointed out that the technological developments implemented nowadays in R744 supermarket-
refrigeration systems allow that they outperform HFC-based units under almost any climate 
conditions. These technological developments comprise, for example, mechanical subcooling, 
overfed evaporators (with or without liquid ejectors) or vapour ejectors for different purposes such as 
transferring load to parallel compressor or supporting efficient AC integration. However, they elevate 
the level of complexity and investment cost, hindering their implementation. 
Vapour ejectors to transfer the load from the medium-temperature (MT) compressors to the parallel 
compressor suction group contribute to reducing the energy consumption of refrigeration systems. 
Ejectors entail a significant initial cost, and potentially additional parallel-compressor capacity only 
used when the ambient temperature (gas cooler outlet temperature) is high. This article explores the 
implementation of “pivoting” compressors, i.e. compressors that can alternate between the MT- and 
parallel-compressor sections depending on the operating conditions, to reduce the installed 
compressor capacity in ejector-supported CO2 refrigeration systems without any negative impact on 
the capacity delivered. Such technology was already discussed in Pardiñas et al. (2018a) to increase 
the flexibility of compressors packs and optimize energy efficiency by choosing the right 
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configuration of active compressors per section, but that study disregarded the potential to reduce the 
number of compressors installed. The solution proposed is described and compared with the state-of-
the-art system. A numerical model was used to evaluate this “pivoting” compressor solution, and the 
study was complemented with experimental data. The results are discussed in this paper looking into 
compressor-capacity installed (and unused), energy efficiency and a simplified cost analysis.  
2. CO2 COMPRESSOR RACK WITH PIVOTING COMPRESSORS 
Figure 1 shows a CO2 compressor rack for supermarket refrigeration at two temperature levels, 
medium-temperature (MT) and low-temperature (LT), with parallel compression and vapour ejectors. 
The main modification suggested in this study is the installation of a set of two valves upstream of 
compressors, which become the “pivoting” compressors. In the configuration represented in Figure, 
there would one dedicated MT compressor, one parallel compressor, while the other two compressors 
are “pivoting” compressors.  
“Pivoting” compressors can alternate 
between the MT and parallel 
compressor suction groups depending 
on the capacity requirements by 
activating the corresponding valve. The 
aim is that the compressor-capacity 
(number of compressors) installed in 
the rack can be reduced without any 
effect on the delivered cooling or 
efficiency, using compressors during 
longer periods of the year exactly for 
the purpose that they are needed at each 
time. This is particularly important in 
ejector-supported systems, as a larger 
parallel-compressor capacity is needed 
when the vapour ejector is able to 
unload the MT compressors. On the 
other hand, parallel compressors would 
be idle during the cold part of the year, 
when mostly MT compressors are needed, i.e. compressor capacity ends up unused and occupying 
valuable space. The implementation of “pivoting” compressors involves that they could be used as 
parallel compressors when the ejectors are entraining a relatively large mass flow rate from the MT 
section to the parallel-compressor suction group; else these compressors are connected to the MT 
suction group.  
3. METHODOLOGIES 
3.1.     EXPERIMENTAL SETUP 
SuperSmart-Rack is the experimental setup available at Varmeteknisk laboratory at NTNU 
(Trondheim, Norway) that was utilized to analyze the benefit of implementing the “pivoting” 
compressor concept to CO2 compressor racks. A detailed description can be found in Pardiñas et al. 
(2018b) and cannot be included here for space reasons. The setup consists of a versatile CO2 
refrigeration system, which allows testing very different system configurations (booster, ejector 
supported, air conditioning integration, etc.), and several auxiliary circuits to emulate the demands 
and operating conditions in a supermarket.  
The unit comprises eight semi-hermetic reciprocating compressors manufactured by Bitzer, with the 
characteristics shown in Table  and arranged as in Figure: two LT compressors, one MT compressor, 
one parallel (or IT) compressor, and four “pivoting” compressors (default operating mode indicated 



























































also in the table). The ejector installed is a Multi Ejector HP 1875 LE 400 CTM 6 from Danfoss 
(https://assets.danfoss.com/documents/DOC300732394440/DOC300732394440.pdf), and the system 
has a high-pressure valve (HPV) in parallel to allow direct comparison between ejector-supported and 
HPV configurations. Up to seven helical coaxial tube-in-tube heat exchangers can be operated as 
evaporators, using a glycol solution as heat source. Five of them are MT evaporators and can provide 
more than 60 kW load, and the other two are LT evaporators and provide between 15 kW and 20 kW. 
AC evaporators and ejectors are not considered in the present study. Up to three brazed plate heat 
exchangers can be used as gas coolers, using three different loops at different temperature as heat 
sinks.  
3.2.      SIMULATION MODEL 
Prior to any experimental campaign, the research question of this article was investigated numerically 
to minimize the number of tests needed by pre-selecting potential combinations of compressors. The 
simplified and steady-state numerical model emulated SuperSmart-Rack experimental setup and was 
programed in EES (Engineering Equation Solver http://www.fchartsoftware.com/ees/). Compressors 
from Table 1 were modelled using the polynomials available in the software of the manufacturer 
(https://www.bitzer.de/websoftware/), and accounting for the effect of density (if actual superheating 
different to reference conditions) and of frequency with VSD compressors. Concerning the ejector, 
fixed efficiency was used, defined as in the work by Elbel and Hrnjak (2008), e.g. equal to 30% 
@35 °C gas cooler outlet temperature. The remaining components were modelled neglecting heat 
losses and pressure drops.  







@ 50 Hz 
VSD? (frequency 
range) 
1 (2GME-4K) LT 5 No 
2 (2JME-3K) LT 3.5 Yes (30 – 70 Hz) 
3 (4MTC-10K-40S) MT 6.5 Yes (30 – 80 Hz) 
4 (4MTC-10K-40S) Pivoting (MT) 6.5 No 
5 (4JTC-15K-40P) Pivoting (MT) 9.2 No 
6 (2KTE-7K-40S) IT 4.8 Yes (30 – 80 Hz) 
7 (2KTE-7K-40S) Pivoting (IT) 4.8 No 
8 (4JTC-15K-40P) Pivoting (IT) 9.2 No 
 
Figure 2. Compressor arrangement in the experimental setup SuperSmart-Rack, made by Advansor. 
The largest numbers in the centre of the compressor symbol correspond to the reference number in 
Table 1. 
3.3.      CONDITIONS AND CONFIGURATIONS INVESTIGATED 
CO2 compressor racks are sized at the design conditions, considering the maximum loads (constant 
throughout the year) and harsh (high) ambient temperature. It is in these conditions that the 
compressor-capacity is defined and that the potential to reduce the number of compressors installed 
by “pivoting” should be evaluated. In our case, the design conditions listed below were those 
considered for the actual sizing of the SuperSmart-Rack facility, which aimed at the typical 
refrigeration loads for medium-sized supermarkets in Norway. 
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• Gas cooler outlet temperature 35 °C, with high pressure setpoint 89 bar(a). Simulations and 
tests were also performed at gas cooler outlet temperatures ranging from 10 °C to 35 °C to 
evaluate if the selected compressor rack would meet the refrigeration loads also at these 
conditions, but these results are not shown in this paper due to space constraints.  
• Receiver pressure 36 bar(a).  
• MT load 60 kW, at evaporation temperature -8 °C (approximate pressure 28 bar(a)).  
• LT load 15 kW, at evaporation temperature -30 °C (approximate pressure14.3 bar(a)). Both 
LT compressors (see Table ) are always in operation to meet the specified load, and thus this 
will not be discussed further in the RESULTS section.   
• Regulation of evaporators’ expansion valves, at MT and LT levels, to achieve 8 K 
superheating degree. This setting differs from the flooded operation recommended with CO2 
evaporators, but is still common practice in an important part of the compressor racks installed 
worldwide.  
Concerning the configurations investigated, the booster system with parallel compression and HPV 
was taken as base, and the ejector-supported booster system with parallel compression as alternative. 
In both cases, the effect of “pivoting” compression was investigated.  
4. RESULTS 
4.1       Parallel compression system with HPV 
Figure 3 shows the effect that “pivoting” compressors would have on a booster system with parallel 
compression and HPV, by representing how compressors need to be distributed in the different groups 
if the system has “pivoting” compressors (right) or not (left), and which would be the unused capacity 
in each case at the design conditions. Compressor numbering corresponds to that defined in section 
3.1. (Table ). It should be specified here that the configuration without the “pivoting” feature has 
compressors 4, 5, 7 and 8 arranged as shown in Table  under “default mode” (in parenthesis).  
 
Figure 3. Effect of implementing “pivoting” compressors on the compressor-capacity used by a booster 
system with parallel compression and HPV (without ejector) at design conditions as defined in section 
3.3.  
As can be seen in Figure 3, implementing “pivoting” compressors has negligible effects on this 
configuration of CO2 compressor rack. Three MT compressors and two parallel (IT) compressors are 
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needed at this point, independently of the use of “pivoting” or not, and the only difference resides on 
how the compressors could be arranged between the MT- and parallel-compressor groups. The unused 
capacity at the design point would be in the range of 16% and 17%, adding up the remaining capacity 
of the VSD compressors (2, 3 and 5). Under any other conditions, it would be enough with these 
compressors to meet the load requirements, and thus compressor 8 would be unnecessary under this 
configuration. It must be also pointed out that “pivoting” has a negligible effect on the performance 
of the compressor rack. For this comparison, COP was defined in a very simple way as the ratio of 
the total refrigeration load produced by the system, summing up refrigeration at LT and MT levels, to 
the total power consumption of the compressors in the rack. The COP values retrieved from the 
experimental campaign were equal to 1.75 and 1.76 without and with “pivoting” compressors, 
respectively.  
4.2.      Ejector-supported parallel compression system  
The same exercise was performed in Figure 4 with the ejector-supported CO2 compressor rack. The 
traditional configuration without “pivoting” compressors (left) has much higher unused capacity at 
the design point than the corresponding unit without ejector, being these values equal to 33.2% and 
16.3%, respectively (or 19.2 m3/h and 7.8 m3/h, respectively). The origin of all this unused capacity 
in the ejector-supported configuration without “pivoting” could be unclear looking only at the active 
compressors at the design point. The explanation is that, due to the good performance of the ejector 
at 35 °C gas cooler outlet temperature, MT compressors are heavily unloaded in favour of parallel 
(IT) compressors. The two parallel compressors from the system without ejector, compressors 6 and 
7, are insufficient to meet the capacity requirements at those conditions, and a larger parallel 
compressor is in operation (compressor 8). However, as soon as the unit is operating below full load 
or with heat rejection at lower temperatures, the combination of compressors 6 and 8 becomes too 
high, and compressor 7 would be needed to close the capacity gap between compressor 6 only (at 
highest frequency) and compressors 6 (at lowest frequency) and 8. An analogous effect is observed 
with the MT compressors, and thus compressor 4 needs to be installed even if it is not in operation at 
the design point. In conclusion, the ejector implementation involves higher shifts of the capacity from 
the MT to the parallel section and vice versa under changing operating conditions, than a system with 
HPV.  
 
Figure 4. Effect of implementing “pivoting” compressors on the compressor-capacity used by an 




Figure indicates also how the implementation of “pivoting” compressors affects the ejector-supported 
CO2 compressor rack, reducing importantly the unused and installed compressor-capacity compared 
to the case without “pivoting” compressors. The reason is that the large shifts of capacity between the 
compressor suction groups (MT and parallel) caused by the introduction of ejector can be covered 
with fewer compressors, if these units are flexibly operated where they are needed. As indicated in 
Table  and Figure, compressor 3 and 6 are dedicated to fixed suction groups (MT and parallel 
compressor, respectively) and are always in operation since they are coupled to the VSD. Two 
additional “pivoting” compressors (5 and 7) would be enough to cover these changes in the capacity 
requested at the different temperature levels avoiding capacity gaps. Thus, the system could operate 
with up to three parallel compressors when the ejector performs best and unloads significantly the MT 
section, and up to three MT compressors when heat rejection is performed at lower ambient 
temperatures and the ejector performs basically as a high-pressure control valve.  
The reason why there are two “pivoting” cases in Figure  at the same design conditions is that one 
comes from the experimental campaign (middle column) and the other from the numerical analysis 
(right column). According to the simulations, only one MT compressor operating at maximum 
capacity would suffice due to the ejector support, leading to three parallel (IT) compressors. However, 
the experimental campaign showed that the share should be two MT compressors and two IT 
compressors instead. Here lies the main disagreement between the experimental and numerical results, 
which otherwise was very positive given the relative simplicity of the numerical model. The reason 
behind this mismatch is that the numerical model underestimates the performance of the internal heat 
exchanger located downstream of the gas cooler and used to superheat the suction stream to the 
parallel compressors. Thus, the temperature of the ejector motive flow was lower in the tests, leading 
to slightly lower ejector performance and entrainment ratio. In any case, the installed compressor-
capacity would be identical, and the difference in unused capacity low (approximately 1.5 m3/h). 
The COPs of the CO2 compressor racks with and without ejector at the design point, calculated with 
the experimental data, were 1.88 and 1.75, respectively (around 7.5% higher with the ejector-
supported unit). A negligible COP difference was observed between the ejector-supported system 
with and without “pivoting”.  
4.3.      Cost analysis  
A simplified cost analysis was done to 
compare the different configurations with 
and without “pivoting” compressors. 
Only the costs of the compressors and, 
eventually, Multi Ejector were 
considered. It was assumed that 
compressor cost is almost independent of 
the compressor capacity (in the range 
used in SuperSmart-Rack) and that the 
Multi Ejector costs approximately the 
same as a compressor. Other components 
in the compressor rack were not 
accounted for in this analysis since they 
are almost identical independently of the 
configuration. The cost of the set of 
valves to turn a compressor into “pivoting” was also neglected. It can be seen in Figure 5 that the 
highest investment cost would come from the ejector-supported unit without “pivoting” solution. This 
could hinder the implementation of ejector technology, even when it leads to a reduction in the power 
demand. On the other hand, at equal cooling capacities, the use of “pivoting” compressors with ejector 
reduces the number of installed compressors and compensates the increase of cost due to the Multi 
Ejector, having a comparable investment to the HPV unit.  
Figure 5. Simplified cost analysis. PC = parallel 




This paper investigated if the implementation in a CO2 compressor rack of “pivoting” compressors, 
i.e. compressors that can operate as MT or parallel compressors depending on ambient conditions, 
cooling loads and ejector performance, has a positive impact on the flexibility of the system and could 
reduce the installed compressor-capacity and thus the investment cost. The main conclusion from this 
study is that “pivoting” is mostly beneficial if the system is ejector-supported, since it is possible to 
keep the efficiency improvement due to the vapour ejector that unloads the MT compressors in favour 
of the parallel compressors, and reduce at the same time the total number of compressors installed. In 
the investigated configuration, a typical case for a medium size supermarket, two compressors could 
be removed. All in all, ejector-supported CO2 compressor racks with “pivoting” compressors could 
be at the same level of investment cost as relatively simpler configurations. Test of layouts with 
integrated AC load as well as development of a dedicated control system (hardware & software) will 
be the next steps of the joint development within the teams.  
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E     Charging of the SS-R 
From the experimental campaign there was a reason to believe that a leakage was present 
in the system requiring to charge it two times. Being the amount of CO2 charged around 50 
kg, and because of the leakage that led the liquid level in the receiver down to the first glass, 
the leakage had to be very close to the liquid receiver. More small leakages were identified 
in the connection between oil receiver – liquid receiver, and oil separator – oil receiver. In 
figure 1 a), the biggest leakage was identified to be close to the mass flow meter E – 814, 
while in figure 1 b) another small leakage was found in the cap of the valve V – 663. 
 
Fig I:Leakages placed in the SS-R. 
In order to charge the system, it needs to be running because of the low pressure of the 
CO2 tank from which the refrigerant is taken. Furthermore, the setpoint of LT compressors 
must be lower (around -43 °C) but without any LT evaporator running. This enables the 
operator to record how much refrigerant is charged reading the mass flow meter E – 811. The 
MT load must be set to keep MT compressors running all the time. 
The valve V-643 is connected to the tube pipe that goes to the CO2 tank. To ensure a 
proper feeding of the liquid receiver, the refrigerant should pass the second glass in the tank 
without reaching the third one. Moreover, the charging flow will be even lower during the 




























G    Experimental results with Pivoting arrangement (25-
30-35 °C) 
I) Tgc,outlet = 25 °C, pHP = 68.98 bar 
 


































I  LT Pivoting: Compressors in use and Power 
consumption 























L  Compressor packs efficiencies (Tgc,outlet = 35 °C) 
 
 
 
